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Abstract 

The global requirement for sustainable energy provision will become 

increasingly important over the next fifty years as the environmental effects of 
fossil fuel use become apparent. Therefore, the issues surrounding integration 

of renewable energy supplies need to be considered carefully. The focus of this 

work was the development of a decision support framework that will aid the 

design of sustainable energy systems for the supply of electricity, heat, hot water 

and fuel for transportation. 

Issues requiring consideration in high percentage renewable energy systems 
include the reliability of the supply when intermittent sources of electricity are 
being used, and the subsequent necessity for storage and back-up generation. In 

order to allow the modelling of realistic integrated systems that supply the total 

energy needs of an area, the production of fuels derived from biomass and waste 

and their use in a variety of different plant types (e. g. vehicles, engines, turbines, 

fuel cells, electrolysers, heating and hot water storage systems) is an important 

consideration. The temporal nature of both intermittent electricity and derived 

fuel supplies must be taken into account in any analysis. 

Existing demand and supply matching software has been enhanced to allow the 
full analysis described. Generic algorithms have been developed to allow the 
behaviour of a comprehensive list of plant types and methods for producing 
derived fuels to be modelled, which require only available process and 
manufacturers' data. The program is flexible, generic and easy to use, allowing 

a variety of supply strategies to be analysed. This has been shown through the 

study of a small Scottish island, which highlights the importance of derived fuel 

production and use. 

This work has succeeded in developing a more complete tool for analysing the 

feasibility of integrated renewable energy systems. This will allow informed 

decisions to be made about the technical feasibility of supply mix and control 

strategies, plant type and sizing, suitable fuel production, and fuel and energy 

storage sizing, for any given area and range of supply options. 
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1 Energy Systems for Sustainable Living 

Sustainable design can be described as that which enhances ecological, social 

and economic well being, both now and in the future [1]. The global 

requirement for sustainable energy provision will become increasingly 

important over the next fifty years as the environmental effects of fossil fuel use 

become apparent. As new and renewable energy supply technologies become 

more cost-effective and attractive, a greater level of both small-scale and large- 

scale deployment of these technologies will become evident. This chapter 

discusses the problem of increasing global energy use, potential sustainable 

energy supply system options, and the various complex integration issues that 

are inherent in the design of sustainable energy supply systems that are both 

reliable and efficient. The creation of a decision support framework is proposed 

that will aid the technical design of sustainable energy systems, in order to 

encourage and support planning for future development. 

Since the discovery of fire, and the harnessing of animal power, mankind has 

captured and used energy in various forms for different pruposes. This has 

included the use of fire, fuelled by wood, biomass and other waste for cooking, 
heating and the melting of metals, the use of windmills, waterwheels and 

animals to produce mechanical work, and the use of animals for transportation. 
However, it was not until the industrial revolution that humans began to rely 
heavily on energy utilisation for everyday life. With the development and 

exploitation of electricity, the discovery of abundant reserves of fossil fuels with 
higher energy densities than biomass fuels, and the rapid expansion of energy 
intensive industrial processes and vehicles, the use of energy in industrialised 

countries increased at an incredible rate, with no concern for energy 

conservation as fuels were inexpensive and plentiful. In fact, machines that 

were originally designed to run on biomass derived fuels (e. g. Rudolf Diesel's 

first engine ran on peanut oil [2] and the Model T Ford was designed to run on 

alcohol [3]), were redesigned to run on fossil fuel derived fuels as these were 

abundant and cheap. From this beginning, the development of machines, 

processes and methods for generating electricity and heat have continued to rely 
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on the use of fossil fuels, energy demand has continued to grow, and energy use, 

particularly in the forms of electricity and transportation fuel, has become a vital 

part of our technological society. 

Around two hundred years later, an increased understanding of the 

environmental effects of burning fossil fuels has led to stringent international 

agreements, policies and legislation regarding the control of the harmful 

emissions related to their use [4]. Despite this knowledge, global energy 

consumption continues to increase due to rapid population growth and increased 

global industrialisation. In order to meet the targets laid down, a greater 

awareness of energy efficiency among domestic and industrial users throughout 

the world will be required, and domestic, commercial and industrial buildings, 

industrial processes, and vehicles will need to be designed to keep energy use at 

a minimum. Increased energy efficiency and improved design, however, will not 
be enough on their own. 

If emission targets are to be met, various measures must be taken. The current 

reliance on fossil fuels for electricity generation, heating and transport must be 

greatly reduced, and alternative generation methods and fuels for heating and 
transport must be developed and used. Alternatively fuelled vehicles, and the 

refuelling infrastructure to support them, also require to be developed, and the 

use of these vehicles must be encouraged. The implementation of these changes 
over the next fifty to one hundred years will significantly change the way in 

which energy is currently produced, distributed and used worldwide, and well 

considered forward planning and research into suitable supply options will be 

crucial to the effective future deployment of sustainable energy supply systems. 

1.1 Energy Use in the United Kingdom 

Figure 1.1 shows the final use for the overall energy consumed in the UK 

between 1970 and 2000 [5]. From this it can be seen that the energy use in all 

sectors, except the industrial sector, has increased during this period. 

Importantly, the energy use for transport has almost doubled in this 30-year 

period, and continues to grow, representing over a third of the overall primary 
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energy use in 2000. Similar patterns can be seen in other industrialised and 
developing nations, showing energy use for transport to be a significant and 
increasing problem [6]. The reduction in energy use in industry, which has 

levelled off within the last decade, is due to both the general decline in the 

industrial sector in the UK over this time, and the adoption of energy efficient 

practices. Despite this, there has been a 10% increase in the overall annual 

energy use in the UK since 1970. 

Figure 1.2 shows the contribution of the main primary energy carriers to the 

total energy consumption in the UK in 2000 [5]. It can be seen that the use of 

fossil fuels (coal, oil and gas) accounted for 90% of the total UK energy supply 

in 2000, which is an increase of 1% on the previous year. 
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The general increase in energy consumption and overall reliance on fossil fuels 

shown here are not unique to the United Kingdom. Global energy consumption 
is increasing, and this is particularly noticeable in the developing nations as they 

move towards industrialisation [6]. It is therefore important that, where new 

energy demands are created, these are met, where possible, by sustainable and 

non-polluting means, in order to stop the escalation of the already visible 

environmental effects of fossil fuel use. This alone, however, will not be 

enough to meet emissions targets, and reduce the environmental threat posed by 

the production of carbon dioxide and other pollutants. To achieve this, the 

current reliance on fossil fuels for all energy uses must be reduced, and, 

eventually, eliminated. Consequently, it will be necessary to re-evaluate the 

way in which energy is produced, distributed and used in the UK and 

worldwide. This, however, will not happen until less expensive, easily 
implemented, and equally reliable alternatives become available. 

1.2 Reduction of Fossil Fuel Use 

To achieve the necessary reduction in fossil fuel use, a number of measures can 
be considered: - 

" The electricity supply grid can be supplied with an increasing amount of 

electricity generated from sustainable and non-polluting sources. This 

has interesting implications for the organisation of the electricity supply 

grid, which will be discussed later [7,8]. 

" The use of waste and biomass, or fuels derived from these, can be 

considered for transportation, heating and cooking, electricity 

production, and energy storage [9-13]. Due to the low energy density of 

these raw materials, it is generally more prudent to use biomass and 

waste sources close to their point of origin, to reduce the amount of fuel 

required for their transport. If transported over large distances, more 

energy may be required for transport than is actually available in the fuel 

being transported! 
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" The use of combined heat and power (CHP), where the waste heat from 

electricity production is used for space and water heating or cooling 
(increasing fuel utilisation often by a factor of two or more), and the use 

of efficient district heating schemes, powered either by CHP or heat only 

plant, could be encouraged [8-13]. These could be fuelled by waste, 
biomass or derived fuels. This type of system has become popular in 

hospitals and hotels where there is a large electricity and heat demand 

[14], and is also being used to provide electricity and air conditioning for 

buildings that house multiple internet servers, as a way to reduce costs 

and secure a vital uninterrupted supply [15]. 

" Due to the availability of efficient small scale renewable energy 

generating plant, it can be worthwhile for many users (e. g. individual 

buildings, hospitals, farms, small communities) to consider on-site 

electricity, heat, hot water and transportation fuel generation for their 

own use, especially where there are exploitable local resources (e. g. a 

source of biomass or waste fuel, and/or a local wind or solar resource) 
[9-13]. This would significantly benefit areas where the import of fuel 

by pipeline, electricity grid or transport is difficult or expensive (e. g. on 
islands or in other remote areas), and may benefit many other areas or 
buildings, regardless of location, due to reduced energy costs, improved 

reliability, and the possible reduction of waste disposal needs. 

" Alternative forms of transport, alternatively fuelled vehicles, and the 

refuelling infrastructure to support these could be developed and 

encouraged [3,10]. 

" Alternatives to the direct use of natural gas and other fossil fuels for 

heating and cooking could be encouraged [9,10]. 

The use of local resources to supply the local area (whether that be a building, 

small community or entire country) has definite economic, political and 

environmental advantages. Reliance on other areas or countries for energy 
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supply is reduced or eliminated, lowering costs, and providing security of supply 

and self-sufficiency. The need for transportation of fuels by ship, pipeline, grid 

or other means is also reduced, lessening the fuel use or energy loss associated 

with these activities, and the environmental effects of accidents. 

The types of primary energy used, generation of other energy carriers (e. g. 

electricity or biofuels), and distribution methods used in different areas will vary 

with the available local resources and the patterns of demand for electricity, 
heat, hot water and transport. It will, therefore, be necessary to look at the 

overall energy resources and requirements for different individual areas, and to 

find the best match between the total energy requirements for a specific area and 

the available resources. 

1.3 Electricity Generation From Renewable Energy Sources 

One of the main demands for energy is in the form of electricity, and electricity 

supply grids are well established in most areas of the developed world. 
However, the methods for generating electricity from renewable sources, and 

the siting of the generating plants, can be quite different from the conventional 

methods for electricity generation from fossil fuels. This has interesting 

implications for the future design of these grids, particularly if an increasing 

percentage of the electricity is supplied from renewable sources. In order to 
describe these differences, electricity generators can be classed in three main 

categories - capacity limited, energy limited and intermittent [7], and these are 
described below. 

1.3.1 Traditional Thermal Plants 

Coal-fired, gas-fired, oil-fired and nuclear power plants, which supply almost all 

of the electricity to the national grid in the UK, can be classed as capacity 
limited. In this type of plant the amount of electricity that can be generated is 

limited by the physical capacity of the plant and availability constraints such as 

required time for maintenance and any unplanned outages. Traditional plants 

tend to have large generating capacities, requiring expensive heavy-duty 
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transmission lines and conversion equipment. Electricity is transmitted from 

these central points, splitting off again and again like the branches of a tree to 

supply electricity to both cities and remote areas. These large generating plants 

are interlinked to create a large supply grid, and are often situated far from the 

point of use of the electricity, which leads to significant losses in the 

transmission lines (on average 2.5% per 100km, depending on the capacity of 

the line [16]). This can be seen in Figure 1.3, which shows a schematic of the 

electricity supply grid in England and Wales [ 16] - this whole area being served 

by around forty power stations. Nuclear power stations, though not fed by fossil 

fuels, have other environmental and safety concerns, including radioactive waste 

disposal, contamination of surrounding land and water, and the possibility of 

minor and major accidents. 

1.3.2 Renewable Energy Generators 

Energy limited plants are limited by the amount of energy or fuel available to 

them at a certain time from a certain area (e. g. rainfall, waste, seasonal energy 

crop yields) and cannot always run at their rated capacity. Examples of this type 

of plant would be hydropower with reservoirs, and biomass, landfill gas or 

waste fuelled generators. Energy limited generators have an inbuilt storage 

capacity that is not available with intermittent sources, and the storage capacity 

available depends on the size of reservoir for hydroelectric schemes and the size 

of storage facilities and length of time the fuel can be stored without 

significantly degrading for the other types of plant. The storage capacity and 

generally fast response of these types of plant allows them to act as spinning 

reserve in a network, providing electricity at peak times to help match supply 

with demand. Currently, only hydroelectric plants are common in the UK, 

though an increasing number of small capacity biomass and waste plants are 

being considered and built. This type of plant tends to have a much lower rated 

capacity than the traditional thermal plant due to limited local resources, and the 

low energy density of the fuels making transportation of the fuel difficult and 

expensive in energy terms. 
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Figure 1.3 The Electricity Supply Grid for England and Wales [15] 
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The other main class of renewable energy sources are those that are intermittent 

in nature (e. g. wind, wave, solar, tidal, run-of-the-river hydro). With the 

exception of tidal energy, intermittent sources are unpredictable, have no storage 

capacity, and vary substantially with the local weather patterns. If a large 

percentage of this type of generator is used to feed an electricity supply grid, 

their intermittent and unpredictable nature is likely to make control of that grid 
difficult, due to problems with network balancing. Although it may be predicted 
from an area's climate that the generators will supply enough electricity overall, 

this is no guarantee that this overall amount will be available, or when it will be 

available. Generators may not produce electricity when it is needed, or they 

may be generating when there is no demand. Variation of weather patterns and 

demand with the seasons also needs to be taken into consideration. Currently 

there are only a small number of these types of plant supplying electricity to the 

grid in the UK, however if an increasing number of intermittent generators are 

to be used, these problems will require further investigation. 

With the exception of large projects like tidal barrages, renewable energy power 

plant (both intermittent and energy limited) tend to be smaller than traditional 

capacity limited plant, and are generally spread throughout the network 

wherever the exploitable energy sources are located. This type of supply is 

known as distributed generation where there are a large number of smaller 

generators located throughout the network, often in more remote areas where the 

grid is weak. This, again, will have an important effect on the design of future 

electricity supply grids, and on the necessary intermediate planning decisions. 

1.3.3 Increased Grid Penetration of Renewable Energy Generators 

A greater reliance on distributed renewable generating plants has interesting 

implications for the organisation of the electricity supply network. As more 
distributed sources start to be utilised, a more interconnected network should 

emerge. Having a larger number of minor generators throughout the network 

should allow many smaller areas of that network to become mainly self- 

sufficient, with the rest of the grid there only for backup. These areas will rely 
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on different generation mixes depending on the type of area, suitable sites, and 
available local resources. 

Distributed generation will also bring a number of other benefits. If electricity 
is generated closer to the end user by smaller plants it will not need to be 

transmitted as far, and at such large power densities. Transmission line and 

conversion losses will therefore be reduced, though remote networks containing 

generators may need to be upgraded. Also, if power transmission densities are 

reduced, it may allow more overhead lines to be economically replaced with 

underground cables, alleviating the health, safety and visual disturbance issues 

relating to overhead cables [11]. Although the exact effects need to be 

investigated, distributed generation should help strengthen the grid, and allow 

greater autonomy and a better security of supply, particularly in remote areas. 

Inevitably, the way the electricity supply grid is organised will change radically 

with the inclusion of increasing amounts of distributed renewable electricity 

generation. The situation will gradually change as individual thermal power 

plants reach the end of their lives and are replaced by increasing numbers of 
distributed renewable generators. Unfortunately, the intermittent nature of the 

most easily exploited sources (wind and solar) is likely to cause problems as 
ever-increasing amounts of these intermittent sources are used to supply the 

electricity network. This has implications for the management of this 
transitional period as the balance between supply and demand must be 

maintained as efficiently and reliably as possible while the system moves 
towards the ultimate goal of a 100% renewable energy supply over the next fifty 

to one hundred years. 

Opinion is divided as to the effect that a significant amount of intermittent 

electricity sources would have if integrated into a larger-scale electricity supply 

network. McLarnon and Cairns [8] state that energy storage is critical to 

systems supplied with intermittent energy, while Grubb [7] states that it should 
be possible to have large systems with well over half of their power from 

intermittent sources, provided that there is a large amount of fossil fuelled 

spinning reserve. This reserve, however, could be supplied by plant run on fuels 
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derived from biomass and waste. These issues must be resolved in order to 

design reliable renewable energy systems. There is, however, no one solution, 

and the situation will vary substantially with the size, type, location and climate 

of the area being considered, and with the available local resources and energy 
demand patterns. 

As the grid moves towards greater reliance on intermittent renewable sources, it 

would be useful for utilities, local authorities and other decision makers to be 

able to determine how renewable electricity generation could be maximised 

given the various attributes, constraints, potentials, and other energy 

requirements (for heat and transport) of specific areas. This would allow 
decisions to be made to aid the transition between the current situation and a 

future, mostly renewable, electricity supply network with a substantial amount 

of distributed generation, and largely self-sufficient network areas. 

1.4 High Renewable Energy Penetration in Small Areas 

The most significant developments currently taking place in high percentage or 
100% renewable energy supply are in small-scale projects, particularly on 
islands and in remote areas, where the import of energy sources via transport, 

pipeline or electricity grid is difficult or expensive [17,18]. Individual 

buildings, industries and farms are also looking to the possibility of energy self- 

sufficiency to reduce fuel bills, and make good use of waste materials which are 
becoming increasingly difficult and expensive to dispose of [19]. It is through 

this type of autonomous application that the main developments in renewable 

energy use are currently taking place. This is because renewable energy systems 

are becoming increasingly cost competitive in these situations due to the greater 

comparative cost of conventional energy supplies, and increasing waste disposal 

costs. Valuable lessons will be learned from these applications, which may be 

applied to other energy supply systems as further experience, research, increased 

manufacture, and economies of scale make such systems more reliable and 

economically desirable. 
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Various studies have been carried out into the extensive use of new and 

renewable resources, to generate electricity, on a small scale, for rural 

communities, grid-isolated islands and individual farms [17-25]. These studies 

have generally been for autonomous systems, though some have used a grid 

connection as a backup. Although the studies have different emphases, they all 

recognise a few common and important points. 

" To allow security of supply when considering intermittent sources, 

demand and supply must be as well matched as possible, and this is 

generally a function of climate. For example, in warm climates like that 

of California, high demands are recorded during the day as air 

conditioning units are run, and this matches the available solar energy 

resource. The UK is not so fortunate, with little correlation between the 

two main intermittent sources (wind and solar) and energy demand. A 

further problem for the UK is the increased demand during the winter 

months, mainly for heating, with a small increase in wind power and a 

large reduction in solar power to meet that demand. Therefore, all 

available supply sources should be considered in order to find the best 

possible correlation between demand and supply. 

To allow security of supply, it is prudent to use as diverse a mix of 

generation methods as is available, allowing the variable and 

unpredictable nature of individual sources to be partially compensated 
for. 

" Where possible, energy limited sources should be used as spinning 

reserve for times when the intermittent supply does not meet the 

demand. If this type of spinning reserve is not available, the need for 

adequate electricity storage was shown to be an important consideration, 

especially in smaller scale projects. For some climates it may be 

important to consider the need for inter-seasonal fuel storage or 

increased generating capacity during the winter months. 
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These studies are, however, only concerned with electricity supply. The 

important issues of energy demand for transportation, hot water and heat have 

not been addressed, and any full analysis of the energy needs of an area must 

also consider these. 

1.5 Decision Support Framework 

Although various studies have been carried out to find the best supply mix for 

given areas, results from specific studies cannot be easily applied to other 

situations due to area-specific resources and energy-use profiles. This is 

because the ideal way to organise an energy supply system, with a large 

percentage of renewable resources, will vary substantially with the size and type 

of area (rural, urban), climate, location, typical demand profiles, and available 

renewable resource mix. Therefore, a decision support framework is required in 

order to aid the design of future renewable energy supply systems (both large 

and small), effectively manage transitional periods, and encourage and advance 

state-of-the-art deployment as systems become more economically desirable. 

This system model will concentrate on the technical feasibility of possible 

renewable energy supply systems, although the ultimate decision will also be 

affected by wider economic and political issues. 

The proposed decision support framework will allow possible supply scenarios 
to be quickly and easily tried, to see how well the demands for electricity, heat 

and transport for any given area can be matched with the outputs of a wide 

variety of possible generation methods. These generation methods will include 

the generation of electricity from intermittent sources, the production of fuels 

derived from waste and biomass and their use in CHP, heating and energy 
limited plant, and the use of electricity and derived fuels for transportation. The 

framework will allow the appropriate type and sizing of spinning reserve, fuel 

production and energy storage to be ascertained, and will support the analysis of 

supplies and demands for an area of any type and geographical location, to 

allow potential renewable energy provision on the- small to medium scale (from 

an individual building to a medium sized community) to be analysed. This 

system will aid the making of informed decisions about suitable overall energy 
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provision for smaller areas, and help guide the transition towards higher 

percentage sustainable energy provision in larger areas. 

This work considers the various ways in which the total energy needs of an area 

may be met in a sustainable manner, the problems and benefits associated with 

these, and the ways in which they may be used together to form reliable and 

efficient energy supply systems. Consideration is given to the type of decision 

support framework that is required, and the proposed system is described in 

detail. The applicability and relevance of the decision support framework are 

shown through the use of 4-case study, which highlights the complex nature of 

sustainable energy supply system design. 

1.6 Outline of Thesis 

Demands for electricity, heat, hot water and transportation fuel may be met, in a 

sustainable manner, using a number of different processes. These may use 

climate related sources, biomass or waste fuels, or fuels derived from biomass or 

waste. Chapter 2 discusses currently available supply technologies for these 

demand types, methods for producing fuel from biomass and waste, storage 
technologies and possible overall supply scenarios. 

Chapter 3 looks at existing methods for aiding the design of renewable energy 

systems, and discusses what is required from this type of system. Chapter 4 

describes the requirements for a demand and supply matching tool that will 

allow possible sustainable energy system designs to be evaluated, and shows 
how this can be achieved by enhancing an existing software package. 

Chapter 5 details the algorithms used to describe the behaviour of the supply 

systems that may be used to follow the demand for all energy types. These 

include the use of electricity and a variety of fuels derived from biomass and 

waste in vehicles, engines, turbines and fuel cells, with possible CHP 

generation. An electrolyser model is included to allow the use of excess 

electricity for the manufacture of hydrogen, which may then be used in any of 

the plant described. Also considered are different types of heating system, and 
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the use of electrical storage heaters and hot water storage systems that take in 

excess electricity or heat. 

Chapter 6 describes the algorithms used to model the production of fuels from a 

variety of biomass and waste sources using various processes. These include 

transesterification to produce biodiesel, anaerobic digestion, landfill gas 

production and gasification to produce biogas, fermentation to produce ethanol, 

electrolysis to produce hydrogen from a dedicated intermittent source, biogas 

processing to produce hydrogen and methanol, pyrolysis to produce oil and 

charcoal, and other waste and biomass processing technologies. Some of these 

processes have energy demands associated with them, and this is taken into 

account. 

Chapter 7 gives a user's view of the developed software package, and discusses 

how the correct behaviour of the added functionality was verified. Chapter 8 

tests the applicability of the program using a relevant case study, highlighting 

the use of biomass, waste, and derived fuels to complement intermittent 

renewable energy sources. 

Finally, Chapter 9 presents the conclusions of this study, and recommendations 
for future work. 

This chapter discussed the need for sustainable energy development, and the 

planning issues relating to sustainable energy supply system design. A decision 

support framework is proposed that will aid the technical design of efficient and 

reliable sustainable energy systems, in order to support planning for, and 

encourage, future development. The range of currently available system 

components that require consideration to allow a full investigation of sustainable 

energy system design, for any given area, are described in Chapter 2 
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2 Options for New and Renewable Energy Systems 

This chapter discusses the options for, and the issues involved in, the design of 
integrated sustainable energy supply systems that are reliable and efficient, and 

allow consideration of transport, heat, hot water and electricity demands. 

Technologies currently available to meet these demands, and their potential role 
in the overall supply system, are described. 

There are various technologies currently available that will supply the energy 

needs for transport, heat, hot water and electricity, in a sustainable manner. 

Electricity may be generated by harnessing weather related sources of energy 

(e. g. wind, sunlight, waves, rainfall), however, this gives an intermittent and 

unpredictable output. In order to provide a reliable electricity supply, reduce 

energy wastage, and enable the energy requirements for heat and transport to be 

met, the outputs of these intermittent sources may be supplemented by various 

means. These may include the use of storage devices and/or the use of biomass 

and waste materials (in their original form, or converted into other fuels) in 

engines, turbines and fuel cells for the production of electricity and heat, in 

vehicles for transportation, or in heating supply or storage systems. 

When intermittent electricity generating sources are used in a sustainable energy 

supply system, it is important to consider how well the profiles of demand and 

supply of electricity match, and it is advisable to seek the best possible match by 

using varying amounts of a range of different intermittent sources [1]. As 

discussed in Chapter 1, it is prudent to use as diverse a mix of generators as 

possible, however, the types of intermittent supply and amount of each used 

would depend on the local climate, availability of suitable sites, and how well 

the outputs of these sources match with the profile of demand. Also, to ensure 

security of supply and avoid excessive waste, the use of spinning reserve fuelled 

by biomass, waste or derived fuels, or storage devices should be considered. 

Where substantial amounts of intermittent sources are used in a system, it is 

useful to have an outlet for excess electricity (at times when more electricity is 
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generated than there is demand for), in order to avoid wastage [2,3]. This 

electricity may be stored, using various means, depending on the scale of 

storage required. This stored electricity would then be available for use at times 

when there is not enough being generated to meet demand. This type of storage 

system is useful when the overall amount of excess electricity is equal to the 

overall demand that cannot be met by generation over a given length of time. 
The sizing and type of storage system required depends on the relationship 
between the supply and demand profiles. This type of system, however, only 

addresses the demand for electricity, and not those for heat, hot water and 
transport. 

If large amounts of excess electricity are being produced (much more than is 

needed overall to meet the electricity demand), this could be used to make 
hydrogen via the electrolysis of water [4]. This hydrogen could then be stored, 

used in heaters or vehicles, or converted back into electricity via a fuel cell later 

as required. Using excess electricity, this hydrogen could be produced centrally 

and piped to users, produced at vehicle filling stations, or at individual homes or 
business premises [5]. 

Alternatively, excess electricity could be used directly to fuel electric vehicles, 
recharging at times of low electricity demand, or to produce heat for space and 
water heating for immediate use, or to be stored as hot water or in storage 
heaters. When there is an electricity demand that cannot be met by the 
intermittent generators, a small amount of storage, or generators fuelled with 
biomass, waste or derived fuels could be used in the system to meet this. The 

same derived fuels can also be used to fuel vehicles. 

If large amounts of excess electricity are not desired, or if there is a low 

percentage of intermittent generation available in the system, the bulk of the 

electricity generated will need to come from engines or turbines fuelled with 
biomass, waste or derived fuels [2]. If this is the case, the use of combined heat 

and power (CHP) generation should be considered, as this provides much better 

fuel utilisation and can also help meet the heat demand [6]. When considering 
CHP, it is important to bear in mind the heat to electricity ratio. This ratio states 
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the amount of usable heat that is generated in comparison to the electricity 

output, and can vary between 1 and 5 times the electricity output, depending on 

the type of plant being considered. In a system using CHP, it is important to get 

the balance between heat and electricity demand as close to the heat to 

electricity ratio as possible to avoid wastage. This may be achieved by using 
intermittent supplies to meet some of the electricity demand, by using heat and 

electricity storage, and/or by using supplementary electrical heating. This 

optimum balance can be difficult to find, especially where there is a large 

seasonal variation in heat demand. 

Where technologies that are best run continuously (e. g. nuclear power stations 

or slow response energy limited plant), or supplies with predictable but 

intermittent outputs (e. g. tidal barrages) are run, the same problem of excess 

electricity occurs at times of low demand. If CHP is being considered, there is 

also the problem of excess heat. Again, suitable use should be made of these 

excesses, and this may be achieved using the various methods described 

previously. 

These examples highlight the complex nature of sustainable energy supply 

systems, especially when considering the total energy needs of an area and the 

use of intermittent sources of electricity. The integration and control strategies 
for all of these components must be carefully considered and implemented, and 
this complexity has been seen as a barrier to renewable energy system 
deployment. There are many possible supply combinations that can be 

employed, and the optimum combination for a given area depends on many 
factors. The balances being considered can be complex, and this highlights the 

need for a decision support framework through which the relative merits of 

many different scenarios and control strategies for a chosen area can be quickly 

and easily analysed. 

This chapter describes the technologies currently available to enable the 

realisation of the systems described above. Alternative transportation fuels and 

vehicles, and alternatively fuelled technologies for CHP generation are 

discussed. The production and storage of heat, and other uses for excess 
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electricity are also considered, along with various methods for producing fuels 

from waste and biomass sources. 

2.1 Meeting the Transport Demand 

Fossil fuel use due to transport has increased dramatically over the past decade, 

and shows little signs of abating. This has caused concern about related 

environmental and health effects, especially in cities where there is a large 

volume of traffic. A great deal of work has therefore been carried out to 

develop alternatively fuelled vehicles that produce little or no pollution, though 

currently these mainly enjoy fleet use and niche applications due to the lack of 

refuelling infrastructure, which may prove a substantial barrier to their wider 

use. 

The main fuels that can be used in a variety of land, sea and air vehicles are 

biogas in natural gas and fuel cell vehicles, biodiesel in diesel vehicles, ethanol 

and methanol in adapted petrol and fuel cell vehicles, hydrogen in fuel cell 

vehicles and electricity in electric vehicles [7]. In fact the Model T Ford was 

originally designed to run on alcohol (ethanol or methanol), the advantage being 

that it was a ̀ home-grown' fuel. It was the abundance and relative cheapness of 

oil at the time of development of the original fuel powered vehicles that changed 

the predominant fuels to petrol and diesel, and this has remained to the present 
day. 

Biogas can be used in vehicles designed or converted to run on natural gas and 
in some fuel cell vehicles [8-13]. It must, however, be cleaned first to create a 
high heating value gas (around 95% methane, a minimum of heavy gases, and 

no water or other particles) [14]. The use of biogas in vehicles does still 

produce carbon dioxide and particulate emissions, although these are greatly 

reduced compared with conventionally fuelled vehicles. Also, as methane is 

twenty-one times more powerful than carbon dioxide as a greenhouse gas, it is 

better, where biogas is being produced naturally (e. g. from animal and vegetable 

wastes or landfill sites), that it is captured and converted, whilst gaining useful 

work [15]. Increased fuel storage requirements and weight have been barriers to 
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the conversion of petrol cars; however, specially designed vehicles take these 
issues into account. 

The use of alcohol-fuelled vehicles is well tested, and has achieved great success 
in countries such as Brazil [16]. A variety of flexible fuelled vehicles (FFVs) 

are available which can run on 100% alcohol (ethanol or methanol), 100% 

petrol, or a combination of the two [8-13,17-19]. This type of vehicle uses an 
internal combustion engine (ICE), which is able to sense the percentage of 

alcohol in the mixture, and adjust its parameters accordingly. The use of alcohol 

as a fuel does still produce various emissions, though these are substantially 
lower than if using petrol or diesel. However, as the carbon dioxide produced 
by these vehicles is reused when growing the crops used to make the alcohol, 

this process is classed as carbon neutral [7]. Fuel cell vehicles are also being 

developed with on-board fuel reformers that convert the alcohol to hydrogen, 

and it is estimated that these will achieve 2.1 to 2.6 times greater fuel efficiency 

than using the alcohol in an ICE [20]. The efficiency of an FFV is comparable 

to a petrol engine. 

Fuel cell powered vehicles can run on pure hydrogen, producing clean water as 

the only emission. They are also being designed to run on alcohol, biogas or 

even petrol, with onboard reformers converting these fuels into hydrogen. 

These latter vehicles, therefore, still produce some emissions, though fuel 

efficiencies are greater than equivalent use in ICEs. The use of fuel cell vehicles 
is less established than the other types of vehicle being considered here, and, 

although a number of buses are in operation, commercially available cars are 

still three to five years away from the market, so little performance data is 

available from manufacturers [ 13,19,21 ]. 

Biodiesel can be used directly in a diesel engine with little or no modifications, 

and bums much more cleanly and thoroughly than diesel, giving a substantial 

reduction in unburned hydrocarbons, carbon monoxide and particulate matter. 
This does still produce carbon dioxide, but this is balanced by the continued 

growing of the crops used to produce the biodiesel [7]. It is a well-tested fuel, 

and experience shows that the fuel consumption of a diesel vehicle in litres 
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increases by 10% when it is being run on biodiesel [11,13], due to its reduced 
lower heating value (LHV), and slightly higher density. This increase, however, 

is less than would be expected due to the cleaner and more thorough burning of 

the fuel. Therefore, fuel consumption figures for diesel vehicles may be used 
directly for biodiesel-fuelled vehicles if they are increased by 10%, and these 

figures are widely available [8,22]. 

There are a wide number and range of different types of electric vehicles on the 

market [8,9,23], which give no emissions at the vehicle (and none overall if 

renewable electricity generating methods are used). These may be recharged 

slowly overnight, or at any time, providing an excellent use for off-peak excess 

electricity. Vehicles may also be recharged quickly (in under 5 minutes), but 

this should be kept to a minimum to prevent damage to the battery. The 

travelling range of these vehicles is less than conventionally fuelled vehicles, 
but is increasing with further research. 

None of these types of alternatively fuelled vehicles have, as yet, emerged as a 

clear front-runner to replace traditional vehicles, but it is likely that different 

countries or areas will favour different fuels, depending on their available 

natural resources. For example, biodiesel is becoming a popular alternative in 

many states of the United States of America where large areas can be devoted to 

soybean growth [24], whereas Iceland is looking towards a hydrogen economy 

and the use of fuel cell vehicles [4]. The main barriers to the implementation of 

alternative fuels will be the requirement for a choice of fuel at a national level, 

the necessity to create a suitable refuelling infrastructure, the length of time it 

will take to replace or convert existing vehicles, and the need for a strong public 
incentive to change. 

2.2 Combined Heat and Power Production Technologies 

Various types of engine, turbine and fuel cell may be run on a variety of fuels 

for combined heat and power (CHP) production, and these technologies are 
described in this section. Plant types which have slow response times are best 

suited to base load operation, where they are run at a constant percentage load at 
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set times, producing a constant electricity and heat output. Other types, with 
faster start-up and response times, are also suitable for load following 

applications, where they can be used to follow the demand for electricity, heat or 

both. 

2.2.1 Internal Combustion and Diesel Engines 

Two common load following generation technologies involve the use of diesel 

in compression ignition engines (diesel engines), and natural gas in internal 

combustion engines (ICEs). Both of these engine types may also be run on 

sustainable fuels derived from biomass and waste, with diesel engines running 

on biodiesel, pyrolysis oil, or vegetable oil, and ICEs running on biogas, ethanol 

or methanol [25,26], and this requires little or no modification. Diesel engine 

generating sets with rated outputs from 50 We to 10 MWe, and ICE generating 

sets with rated outputs of between 100 kWe and 2 MWe are available. 

These engine types are both suited to CHP production as the electrical output of 

a typical engine generating set is around 40% of the fuel input, the rest being 

lost as heat, around 50% of which is recoverable. This gives heat to electricity 

ratios ranging from 1: 1 to 2: 1, depending on the efficiency of the engine. The 

efficiency of these engine types decreases (substantially below 60% of rated 

power), and the heat to electricity ratio increases at lower percentage loads, 

which further complicates system design. These engines are also subject to a 

minimum recommended load, generally around 20% of the rated power [25], 

and constant starting and stopping should be avoided as this increases engine 

wear. 

2.2.2 Stirling Engines 

A Stirling engine is an external combustion engine, where combustion of the 

fuel does not take place inside the engine, but in an external boiler. Mechanical 

work is derived from the pressure changes that result from the cyclic heating and 

cooling of an enclosed working gas [27]. In fact, heat from any source may be 

used to run a Stirling engine, including concentrated solar rays, and waste heat, 
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but only fuelled Stirling engines will be considered here. This type of engine 
has many advantages over other engines and turbines as it allows the use of 
fuels that are hard to process, and it has a fairly simple design, which makes it 

suitable for small-scale applications, gives the plant a lower capital cost and 

reduces maintenance costs. Theoretical efficiency is also greater than steam 

turbines (discussed later), which can also use the same types of fuel, and Stirling 

engines are particularly suited to CHP production due to the large amount of 
heat that is passed through the engine cooler [25]. Interest in Stirling engines is 

beginning to re-emerge due to increased interest in biofuel use; however, they 

are not yet commonly used. Currently available Stirling engine generating set 

outputs vary from 1 We to 200kWe, although larger engines are feasible. 

Electrical efficiencies can vary from 15 to 35%, and heat to electricity ratios can 
be from 1.5: 1 to 5: 1, again, varying with partial load [27,6]. 

Stirling engines are better suited to constant loads at specified times of the day 

and year or continuous operation, rather than load following, due to their fairly 

slow response times. They are generally run constantly, and sized to provide for 

the heat demand, with hot water storage smoothing out the peaks and troughs, 

and electricity production sent to the grid [28,29]. Engines may be run on any 

number of combustible fuels, including biodiesel, biogas, straw and wood, with 

varying efficiencies depending on the plant and fuel used [30,31]. 

2.2.3 Gas Turbines 

Another common type of plant used for electricity and heat generation is the gas 

turbine. Gas turbines may be run on biogas, and are available with rated outputs 

of between 3 and 5OMWe [32]. Their operation is based on the Brayton Cycle, 

where incoming air is compressed to a high pressure, fuel added to the air is 

burned to increase the gas temperature and pressure, and the resulting gases are 

expanded across the turbine blades, giving rotational movement [25]. Coupled 

to a generator, this provides electricity generation, and waste heat may also be 

recovered for use. Heat to electricity ratios are typically in the order of 2: 1, and 

electrical efficiencies at full load are around 25 to 30%, again varying with 
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partial load. Fast response and start-up times make gas turbines suitable for load 
following applications. 

2.2.4 Steam Turbines 

For larger applications (between 1 and 1000 MW), steam turbines may be used. 
These use an external boiler to raise steam, which may be fuelled by any type of 

solid, liquid or gaseous fuel desired. This steam is then expanded across turbine 

blades to produce rotary motion, and, when coupled with a generator, electricity 
[25,30,31 ]. Again, waste heat maybe recovered for use. Electrical efficiencies 

at full load can range from 15 to 50%, depending on the complexity of design. 

This means that heat to electricity ratios can vary from 1: 1 to 5: 1, and it is 

common practice to use a simple, electrically inefficient and relatively 
inexpensive turbine when there is a useful outlet for large quantities of waste 
heat. This generation method is particularly suited to the use of large quantities 

of solid waste or biomass, provided suitable boilers are used, though start-up 

times are slow. The efficiency of a steam turbine decreases, and the heat to 

electricity ratio increases at lower loads. 

2.2.5 Fuel Cells 

The principle of the fuel cell was discovered over 150 years ago, but was not 

significantly developed until NASA started to investigate their emission free 

operation for use in spacecraft. Over the past two decades, further investigation 

has also been carried out into their use in vehicles, and in stationary and portable 

applications. As a result of this increased interest, stationary power plants from 

200W to 2 MW are now commercially available, with efficiencies ranging from 

30 to 50% and heat to electricity ratios from 0.5: 1 to 2: 1 [33-35]. As the 

efficiency of a fuel cell typically increases at lower loadings, the opposite 

situation to all the other plant being considered here, fuel cells are more suited 
for low load factor applications, and this, coupled with their fast response, make 

them well suited to load following and transport applications. 
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Fuel cells are classified by the type of electrolyte they use, and this dictates the 

type of fuel and operating temperature that are required. The most commonly 

used fuel cell for small scale and transport applications, due to its low operating 

temperature, and compact and lightweight form, is the Proton Exchange 

Membrane fuel cell (PEMFC). Phosphoric Acid and Molten Carbonate fuel 

cells (PAFC and MCFC) are also available for larger scale applications, and 

require higher operating temperatures (roughly 200°C and 650°C), which means 

they must be kept at this temperature if fast start-up is required. All of these fuel 

cells may be run on pure hydrogen, natural gas or biogas. Certain PAFCs may 

also use methanol or ethanol as a fuel. If pure hydrogen is used, the only 

emission from a fuel cell is pure, clean water. If other fuels are used, some 

emissions are given off, though the amounts are lower due to the better 

efficiencies achievable with fuel cells, especially at partial load. Figure 2.1 

shows the basic components of a fuel cell. 

II N. ýt 

Oxygen 
\e 

_e 

j 
(02) in 

Hydrogen 
(H2) in 

+ 

Water 

{ (H20) out 

FLOW FIELD MEMBRANE Ii-OW FIELD 

FUEL CELL 

Figure 2.1 Basic Components of a Fuel Cell [41] 
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2.3 The Production and Storage of Heat 

The demand for space and water heating may be met through the use of CHP, or 

through dedicated heaters using electricity or fuels derived from biomass or 

waste. This heat may be produced on demand, or produced and stored in 

electric storage heaters for space heating (using excess electricity when 

available), or in hot water storage tanks (heated by excess heat from dedicated 

boilers or CHP systems, or excess electricity). This storage provides a good use 
for excess electricity in a system, allows dedicated boilers to be run 

continuously, and/or allows CHP plant to follow the electricity demand or run 

continuously. Heat stored as hot water may be used later for space heating and 

the supply of hot water. 

2.3.1 Instantaneous Space and Water Heaters 

Various types of instantaneous heaters are available for different scales and 

types of application, and using different fuels, including electricity, biogas, and 

hydrogen [36-39]. These heaters may be used directly in buildings for space 

and water heating, or for providing or boosting the heat output of district heating 

schemes. When combined heat and power is being used for district heating, it 

may be useful to use excess electricity to provide some of the heat requirement 

when demand for heat is high. This would reduce the loading on the CHP plant, 

and the amount of wasted electricity. 

The use of hydrogen fuelled heaters for space and water heating, and cooking is 

a good use for hydrogen produced by electrolysis from excess electricity, and 

conversion efficiencies ranging from 80 to 95% are achievable [40,41]. The 

production of heat from electricity is 100% efficient, though not necessarily the 

best use for this high grade energy source, and biogas heating systems have 

electricity to heat conversion efficiencies of 60% to 80%, depending on the type 

of plant used. Biomass and waste, generally in the form of pellets, can also be 

used for space heating in domestic-sized and larger boilers, though start-up and 

response to change in demand times are slower. Figure 2.2 shows the similarity 
in design between a hydrogen fuelled domestic heater and a wood pellet boiler. 
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Figure 2.2 A Hydrogen Fuelled Heater and a Wood Pellet Fuelled Boiler [37,41] 

2.3.2 Space Heating Storage Heaters 

Many electricity supply networks provide a two-rate tariff structure to 

encourage the use of electricity throughout the night, when demand is low, in an 

attempt to level the electricity demand curve and reduce peak loads. A common 

outlet for this cheaper electricity is the use of night storage heaters, which take 

in electricity during the night, convert it into heat, and store it in heat storing 

bricks. This heat is then available for use, when desired, throughout the day. In 

the context of a renewable energy supply system, this type of heater could 

provide a form of storage, and a useful outlet for excess electricity, either 

whenever it is available, or between a set start and end time, providing heat at 

any time to meet the demand as necessary. 

2.3.3 Hot Water Storage 

Hot water storage systems are commonly used in a variety of different 

situations, and on a variety of scales. In a domestic system, water may be 

heated by various methods, and stored in tanks to supply space heating, hot 

water or both. This system may be scaled up to the level of a farm where 

electricity, biogas, straw, wood, or other wastes or fuels may be used to fuel a 
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dedicated boiler, which runs continuously, or at set times, storing excess heat in 

hot water storage tanks [42]. This is particularly useful when using biomass and 

waste fuels with slow response times. 

Hot water heating and storage can also be a good outlet for excess electricity 

and heat in any size of renewable system, as they can be used, when possible, to 

heat stored water, which is then available as and when required for space 
heating or as hot water [43]. District heating schemes also utilise hot water 

storage, on a much larger scale, to allow their heat producing plant (whether 

heat only or CHP) to run at a constant load, or to follow electricity demand. 

This is particularly important where fuels and plant with slow response times are 

being used (e. g. Stirling engines, steam turbines, wood, straw and waste fuels) 

as this allows them to run continually or only follow larger demand trends. For 

example, a typical Danish CHP plant that produces 20 MW of heat via a steam 

turbine uses a5 million-litre storage tank to allow continuous operation and 

supply with minimal waste [6]. However, for any size and type of system, the 

size of storage tank and rated output necessary depend heavily on the heat 

demand and supply profiles (and electricity demand profiles if CHP is being 

considered). Although tank sizes are likely to fall within an appropriate range 
for different applications [44], it is important to be able to determine appropriate 

tank sizes and rated outputs for different demand and supply mixes. 

2.4 Uses for Excess Electricity 

If there is excess electricity being generated in a system, this could be used for 

the production and storage of heat as described in section 2.3, or for the 

recharging of electric vehicles as described in section 2.1. Other uses for excess 

electricity include the generation of hydrogen for use in vehicles, fuel cells, 

engines or heaters, via the electrolysis of water, or the use of electrical- storage 
by various means, allowing stored electricity to be available when demand 

exceeds supply [45-47]. 
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2.4.1 Electrolysis 

An electrolyser acts as a reverse fuel cell, producing pure hydrogen and oxygen 

when electricity and water are input. A range of electrolysers are commercially 

available, with outputs ranging from 1 to 100 normal cubic metres of hydrogen 

per hour (3 to 300 kW), subject to a minimum load of 10% to 20%. 

Electrolysers, like fuel cells, work more efficiently at partial load, and average 

around 50% conversion efficiency [41,48]. As the resulting fuel may be used in 

a variety of ways with reasonable efficiency (to meet transport, heat and 

electricity demands), the production of hydrogen via electrolysis provides a 

good use for excess electricity in an energy supply system [4]. Figure 2.3 shows 

the components of a typical hydrogen filling station utilising electrolysers. 

2.4.2 Electricity Storage Devices 

Pumped hydroelectric schemes are currently the only main form of electricity 

storage used in large-scale generation. It is a proven technology, with typical 

electricity-to-electricity' efficiencies of around 70%, depending on the size of the 

plant [25]. When there is a surplus of electricity in the network water is pumped 
into a high reservoir, storing potential energy. When required, the water runs 
down through turbines, generating electricity. These types of plant are currently 

used in the UK to absorb excess nuclear capacity when demand is low and to 

provide electricity at times of peak demand. The amount of pumped hydro that 

can be used in a certain area, however, is restricted by the availability of suitable 
landscape, climate and ecological concerns. 

In smaller scale projects banks of rechargeable batteries can be used to help 

match demand with supply. These have electricity-to-electricity efficiencies of 

around 75%, and are subject to self-discharge which limits their effectiveness 
for longer-term storage [45]. Although batteries work well for individual or 

small groups of buildings, they do not easily scale up for network use. This is 

because a battery's power rating and storage capacity are directly linked to the 

size and shape of their electrodes, so the overall size is directly dictated by the 
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desired storage capacity, even though only a small generating capacity may be 

required. This makes them relatively bulky and expensive for large-scale use 

where greater storage capacities are required [46,47]. The use of flywheels is 

also suitable for small-scale projects that require low amounts of energy to be 

stored [1]. 

Another emerging technology is the regenerative fuel cell, which is a fuel cell 
that can also act in reverse to become an electrolyser, storing hydrogen to be 

used later for electricity generation. As the hydrogen is stored separately, the. 

system size is not governed by how much energy is to be stored, only by the 
desired generating capacity. The hydrogen storage capacity can be separately 
defined depending on system requirements. This makes it suitable for longer- 

term (inter-seasonal) storage. However, the overall electricity-to-electricity 
efficiency of this system is around 30% [45], which is rather low, and it may be 

better to separate the two systems, and use the hydrogen produced for 

transportation and heating, depending on circumstances. 

2.5 The Production of Biomass and Waste Derived Fuels 

The disposal of waste of all varieties is becoming an increasing problem in 

today's society. While every effort should be taken to minimise, re-use and 

recycle all waste streams where possible, there will always be a residual amount, 
including human and animal sewage, abattoir, food processing, and some 
industrial and municipal waste. As strict legislation is now in place regarding 

waste disposal, and the control of possible resulting disease and pollution, it is 

important to find ways of using these wastes in a safe and beneficial way [50]. 

The processing of these waste types, by various means, to provide fuels for 

electricity and heat generation, and transportation fuels, can provide many 

environmental advantages. Along with the production of energy, these include a 

vast or total reduction in the waste stream, the production of valuable by- 

products, and the killing of the pathogens and bacteria that cause disease. 

The classification of fuels derived from waste sources as sustainable is a 
controversial subject. However, if the waste being considered is produced as 
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part of the natural carbon cycle (agricultural and forestry wastes, animal waste, 

sewage, paper etc) then this makes the use of these wastes as fuels carbon 
dioxide neutral as long as the crops used, and feed for the animals and humans, 

continue to be grown [51]. Other waste types should be kept to a minimum, and 

alternative biodegradable or natural sources used instead where possible. When 

such waste is produced, however, it is better that it is processed in a suitable way 

to allow the removal of heavy metals and other contaminants and pollutants, 

whilst also gaining some benefit. 

The growing of crops specifically for the production of energy is also, 
increasingly, becoming an important source of fuel throughout the world, and a 

useful source of revenue for farmers [52]. Again, provided the crops continue to 

be grown, the production of energy from these sources is carbon dioxide neutral. 
It is important, however, to take the seasonal nature of both energy crops and 

agricultural wastes into consideration when deciding how they may be best used 
in a sustainable energy system, and processing these feedstocks to derived fuels 

provides many benefits in terms of fuel storage. 

There are a number of sustainable fuels that may be used in a variety of ways to 

meet electricity, heat, hot water and transportation demands as discussed 

previously. These fuels include biogas, hydrogen, biodiesel, ethanol, methanol, 

pyrolysis oil, charcoal, refuse derived fuel (RDF), wood, straw and other waste 

and biomass sources. Some of these fuels may be used as they are, and some 

may be derived, in various ways, from different biomass and waste feedstocks, 

giving many advantages over the original energy source. 

The production of derived fuels converts possible feedstocks into a more easily 

usable form of fuel, and generally increases the energy density of the available 
feedstock, making it more easily transportable and better for use in portable 

applications. This can also make these fuels easier to store, and can greatly 

reduce their degradation rates - both of which are important considerations 

when the feedstock supply or energy demand is highly seasonal. Importantly, 

thanks to the efficiencies of the processes and technologies being used, the 

subsequent use of these fuels in various plants to provide heat and/or electricity 
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can often provide a more efficient overall conversion process (original feedstock 

to energy) than the direct use of the original feedstock for energy production 
[53]. 

2.5.1 Gasification and Pyrolysis 

Gasification is a thermal decomposition process that converts a solid organic 
fuel into a liquid or gaseous one via a partial oxidation process. The main 

output from this process is a mixture of gases typically containing hydrogen, 

methane, carbon monoxide, carbon dioxide, nitrogen and water vapour. Small 

amounts of pyrolysis oil and charcoal are also produced, and are often used as 
fuels to provide heat and/or electricity for the process. The exact proportion of 

each gas in the mixture, and the amount of oil and charcoal produced, depend on 

the original feedstock and specific process parameters. If the oxidation is 

carried out in air, the final biogas mixture will be heavily diluted with nitrogen, 

giving a low heating value biogas (typically 5 MJ/Nm3). If the oxidation is 

carried out using pure oxygen, little nitrogen is present in the final mixture, and 

a medium heating value biogas is produced (typically 14 MJ/Nm3) [54]. This 

process, however, is more expensive, and requires a higher energy input. A 

typical gasification plant layout is shown in Figure 2.4. 

Both of these biogas mixtures may be used in a variety of plant types provided 

they are amended for use with low or medium heating value gases. 
Alternatively, the methane and hydrogen contents may be separated and used in 

suitable plant. The use of biogas mixtures with different heating values in 

engines and turbines is equivalent to the use of natural gas in terms of 

efficiency, but specific fuel consumption will increase with the decrease in 

lower heating value (LHV) [55]. A gas mixture containing 95% methane is 

equivalent to natural gas. The methane in the mixture may also be converted to 

hydrogen via steam reforming, or the biogas mixture can be further processed to 

methanol via catalytic conversion. Both of these processes are discussed later. 
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Pyrolysis is a similar process to gasification, but it is carried out at a lower 

temperature, and with little or no air, encouraging more pyrolysis oil and 

charcoal to be produced. Again, the exact output of gas, pyrolysis oil and 

charcoal depend on the feedstock and process parameters, and any gas produced 
is often used to provide process heat and/or electricity. The properties of the oil 

produced depend heavily on the feedstock. Waste tyres, and wastes with high 

plastics content, give oil with a high LHV (around 42 MJ/kg), whereas wood 

related feedstocks give a low LHV oil (around 17 MJ/kg) [57]. Both of these oil 

types may be used in a similar manner to diesel in engines, turbines, heaters and 

boilers. The charcoal produced can be used for energy production (with an 

LHV of around 14 MJ/kg), or sold as a valuable by-product which can be used 
for many purposes including filtration, landfill site lining or as a road building 

material. 

Wood, grasses, crop residues, and household waste are all suitable feedstocks 

for the gasification process, which can cope with up to 40% moisture in the feed 

[58-60]. Tyres (an increasing waste disposal problem due to strict legislation) 

and plastics are good feedstocks for the pyrolysis process, which, essentially, 

acts to return the high heating value rubber and oils that were originally used 

make these materials [61]. While all off these feedstocks mentioned can be used 
for either process, pyrolysis is less tolerant of moisture, requiring a moisture 

content of less than 10%, which is an important consideration when using wood. 
Some feedstocks may require some pre-processing in the form of chipping or 

shredding, which will require a small electrical input. 

Pyrolysis and gasification systems are available which can take from 3 to 3000 

tonnes per day of feedstock [54]. If used to generate electricity and heat in a 

CHP plant, this would be roughly equivalent to 90 kWe and 180 kWth to 90 

MW, and 180 MWth, depending on the feedstock and processes used. At the 

smaller scale, short batches of less than 30 minutes are used, and, at the larger 

scale, the process is, essentially, continuous. A small amount of energy, in the 

form of electricity and heat, is required for the process - around 5% of the 

amount that would be made by using the resulting fuels for CHP production. 

The exact amount varies with the feedstock and process parameters, and can be 
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met by process integration and the use of some of the fuel produced. Many 

available systems provide a straight route from feedstock, through pyrolysis or 

gasification, to CHP generation via gas or steam turbines. With this, a high 

degree of efficiency through process integration is possible, using the waste heat 

from the turbines to provide process heat for the pyrolysis or gasification stage 
[62]. 

2.5.2 Anaerobic Digestion 

Anaerobic digestion is the natural decomposition of organic matter, by bacteria, 

when no oxygen is present, which produces a mixture of methane and other by- 

products. Any mixture of organic inputs may be used (e. g. animal and human 

sewage, crop residues, newspaper, abattoir waste, food processing and 

agricultural waste), as long as the dry matter content of the feedstock mixture 
does not exceed 15%, making this a suitable option for wet wastes. The outputs 

of this process are a medium heating value biogas mixture (typically containing 
60% methane and 40% carbon dioxide), and a solid and liquid fertiliser mix. 
Anaerobic digestion is carbon dioxide neutral as the making of the biogas and its 

subsequent use in any type of plant does not produce any more carbon dioxide 

than would be produced through the natural decomposition of the waste [63]. 

The inputs and outputs of this process are shown in Figure 2.5. 

The- digestion process may take place in a variety of different designs of 
digester, all based around the same, main process characteristics. The waste is 

pumped periodically (usually once per day) into the digester, which consists of 

an airtight container, with an expandable cover to allow the build up of biogas 

before siphoning. The waste remains in the digester for between ten to forty 

days (retention time), and, as new waste is introduced, an equal amount of 
fertiliser output is displaced. Some designs require the mechanical mixing of 

the feed in the digester, others circulate biogas through the mixture to achieve 

this, and others do not require mixing. Other electrical requirements may 
include pre-processing of the waste, and pumping as necessary [52,64]. 
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To allow digestion to take place, the feedstock in the digester must be between 

30°C and 70°C. This may be achieved by heating the feedstock before entering 

the digester, or directly heating the contents of the digester. As the digester 

itself is well insulated, there is a negligible heat loss from the feedstock once 
inside [65]. The most commonly used method is the pre-heating of the 

feedstock, which is often heated to 70°C for 1 hour before entering the digester. 

This heat treatment process kills weed seeds, and the pathogens, viruses and 
bacteria that cause disease, creating a better and safer fertiliser. Different types 

of feedstock will displace a different amount of biogas per kg of feed introduced 

into the digester, and this production will be spread over its time inside the 

digester. If a higher temperature is used, a shorter retention time is required, but 

the same overall amount of biogas will be produced as would be with a longer 

retention time and lower temperature [63]. 

The required size of a digester may be determined by multiplying the retention 

time by the maximum volume feed rate per day, and digesters with volumes 

ranging from 200 m3 to 7000 m3 are available. These would produce between 

250 Nm3 and 9000 Nm3 of biogas from 12 tonnes to 425 tonnes of cow manure 

per day, in turn producing between 65 kW, and 95 kWth, and 2300 kWe and 
4300 kWth, if used in a typical suitable CHP system. The energy requirements 
for an anaerobic digester are, typically, 10% of the electricity output and 30% of 

the heat output of the biogas used in a typical suitable CHP system [66]. 

The digester should remain active where possible, as starting up and stopping 

are difficult processes. The feedstock feed rate can vary, however, down to 20% 

of the maximum feed rate per day without stopping the process [65]. As the 

feedstock type and amount available may vary with different harvest times, and 

with the ease of collection (i. e. manure collection if animals are inside in winter 

and outside in summer), different feedstock mixtures may require to be used at 

different times of the year in order to keep the digester active. 
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Figure 2.5 The Inputs and Outputs of an Anaerobic Digestion System [67] 
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2.5.3 Transesterification 

The use of vegetable oils (straight or blended) in a diesel engine gives higher 

particulate emissions, reduced efficiency, and greater maintenance requirements 

compared to the use of conventional diesel. However, if these oils are 

transesterified to make methyl or ethyl esters (biodiesel), increased relative 

efficiency, and lower particulate emissions can be achieved, with little or no 

engine modifications necessary [68]. The transesterification process can use 

waste vegetable or animal oils, or specially grown energy crops with high oil 

yields (including soybeans, oilseed rape, olives, or sunflowers) as a feedstock. 

Where energy crops are used, energy in the forms of heat and/or electricity is 

required for oil extraction from the crop. The residue left after oil extraction can 

be used as cattle feed, put into an anaerobic digester or gasifier, or burned 

directly to produce heat and/or electricity, depending on the residue type, and 

energy requirements [69]. 

Small-scale production of biodiesel is batch-wise, where batches of up to 2000 

litres can be processed, each batch taking around 10 hours to complete. Figure 

2.6 shows the stages of a typical batch process for producing `backyard 

biodiesel'. If necessary, the oil is first filtered to remove particles, and boiled 

for between 30. to 60 minutes to remove any water, which is often required when 

waste oil is being used. Ethanol or methanol (between 10 to 15% of the amount 

of oil by volume) and a catalyst (sodium hydroxide or potassium hydroxide, 

around I% by weight) are mixed together and added to the oil. This is mixed 

mechanically for around one hour, and then allowed to settle for about eight 
hours, to allow separation of the biodiesel and glycerine. The glycerine is 

drained off, and any soap in the mixture is removed, if necessary, by adding 

water and mixing, or bubbling air through. the biodiesel. This, again, is allowed 

to settle, and the biodiesel is drained off, leaving the soapy water. This process 

yields around the same volume of biodiesel as oil that was input, and around the 

same volume of glycerine as alcohol that was input [24,70,71 ]. Glycerine is a 

valuable by-product that can be sold to the pharmaceuticals or explosives 
industry or used to make soap or cosmetics. 
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1. Scale for measuring out lye and chemical supplies used for a titration. 

2. Sample of used oil about to be titrated. 

3. Colour of titrated liquid sample when at the correct pH. 

4. Weighing correct amount of lye. 

5. Lighting burner under transesterifyer vessel. 

6. View of sodium methoxide mixer (left) and transesterifyer vessel (right). 

7. View of sodium methoxide mixer being drained into transesterifyer vessel (note thermometer). 

8. Valve on bottom of transesterifyer vessel user to decant out more dense glycerine from less dense esters. 
9. Fuel pump and filters -- these are used last, after soapy residues and lye have had time to settle out of 
biodiesel. 

10. Overview of trailer-mounted processor: propane tank is for heating grease, PVC containers on either side 

are soap settling tanks for biodiesel prior to pumping through filters. Pick-up line for filter pump is inserted into 

tank only deep enough to siphon esters and not soaps on bottom. 

11. The finished product. 

12. Mike's original 5-gallon biodiesel mill. 

Figure 2.6 Biodiesel Production Process [71 ] 
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Larger scale biodiesel production can take place through a continuous process 

that goes through the same stages as the batch process and is, therefore, not 

easily stopped and started [72]. The energy required for either process is around 
2% of the electricity and 3% of the heat that would be obtained from a typical 

suitable CHP plant using the fuel produced [73]. 

A substantial amount of alcohol is required for this process, and methanol is the 

easier alcohol to use, though it is more difficult to make in a sustainable manner. 
Suitable processes are beginning to be developed using ethanol, which can be 

made by fermentation, as described in the next section. The batch 

transesterification process can be time consuming, and safety precautions must 
be taken at all stages due to the chemicals being used and the reactions taking 

place. 

2.5.4 Fermentation 

Fermentation is the biological conversion of sugar, starch or cellulose, to ethanol 

and carbon dioxide, through anaerobic respiration by yeast or other organisms. 
Roughly half of the weight of sugars is converted to ethanol, and half to carbon 
dioxide, and the ethanol produced has roughly 90% of the energy content of the 

sugars used, or roughly 96% of the heat of combustion of the cellulose used. 
The carbon dioxide produced is pure, and can be sold to industry [17]. 

Possible feedstocks for fermentation include sugar cane, sugar beet, fruit waste, 

wheat, cereals, potatoes, wood, newspapers, and municipal waste. Of these 

feedstocks, grains can be stored without degradation, but tubers, fruits and beet 

crops rot rapidly once harvested, and should be used as soon as possible. Any 

crop residues remaining after the harvest of energy crops, can be burned directly 

to produce heat and/or electricity, or put into an anaerobic digester or gasifier, 
depending on the residue type, and energy needs [74]. 

Pre-treatment of the feedstock is required to produce simple, fermentable sugars 
(glucose and fructose), and the type of pre-treatment required depends on the 
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feedstock being used. Sugary feedstocks (such as sugar beet or fruit waste) 

require crushing and mixing with water in order to release these sugars. Starchy 

feedstocks may require grinding or milling to free the starchy material, and 

cooking in water to dissolve and gelatinise the starch. Cellulosic materials may 

require chipping or similar pre-processing. Hydrolysis of starchy and cellulosic 
feedstocks is then necessary, where enzymes are added to break down the starch 

and cellulose to glucose and fructose. The exothermic fermentation process 

may then take place where the produced sugars are diluted in water, and yeast or 

other organisms are added to break down the sugars and convert them to ethanol 
in solution with water (roughly 10% ethanol by volume). Distillation then takes 

place to remove the water and other wastes, to produce 95% ethanol by volume 
[68,75]. An overview of the general ethanol production process is given in 

Figure 2.7. 

Various residues are produced by this process. The non-soluble component 

separated before fermentation, and the solids separated after fermentation, are 
known as stillage. This can be used as an animal feed or fertiliser, sent to an 

anaerobic digester, or dried and used directly as a fuel in boilers, engines or 
turbines. The liquid remaining after distillation is known as vinasse, and this 

may be sent to an anaerobic digester, or used as an animal feed or fertiliser [17]. 

Again, small-scale production of ethanol by fermentation is batch-wise, and 

various larger scale commercial continuous processes also exist [76-78]. The 

time for one batch can be between two to four days, but a few fermenters can be 

run simultaneously to allow a daily production. Batch production processes can 

take up to two tonnes of feedstock per batch, and continuous ethanol production 

plants can process from 15 kg/hr upwards. The amount of ethanol and carbon 
dioxide produced, and the amount of electricity and heat required vary with the 

feedstock and process being used. A substantial use is often made of crop 

residues and stillage to provide some or all of the process energy requirements 
[79-81 ]. A large amount of water is required for this process, which makes it 

unsuitable for some areas. 
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Flow Diagram for Ethyl Alcohol Production 
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Figure 2.7 The Ethanol Production Process [75] 

2.5.5 Steam Reforming of Methane to Hydrogen 

The steam reforming process produces hydrogen, carbon monoxide and carbon 

dioxide by the reaction of methane and steam. The usual feedstock for this 

process is natural gas, but the methane produced from gasification, anaerobic 

digestion or from landfill sites can also be used. This reaction requires no 

significant electricity input, but heat is required to produce the steam, and the 

reaction, in reality, only goes to around 90% completion. Well-proven 

technology exists on a range of scales for this continual process [82,83]. As this 

process is often used in conjunction with other plant, significant use can be 

made of excess heat to reduce the energy requirements. 

2.5.6 Catalytic Synthesis of Methanol 

The biogas produced by gasification, anaerobic digestion or from landfill sites 

can also be processed to methanol via catalytic conversion. If the biogas has a 

high methane content, this is first converted to hydrogen, carbon monoxide and 
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carbon dioxide via steam reforming. The biogas resulting from the gasification 

process already contains these three gases, in varying quantities, and any 

methane present can also be converted via steam reforming, if desired. These 

three gases then react, in the presence of a catalyst, to form methanol, and extra 

carbon dioxide may be added to allow a more complete use of any hydrogen 

created by this process [21 ]. Well-proven technology exists on a range of scales 

for this continual process, and heat is required to distil the methanol produced 
[82,83]. 

2.5.7 Landfill Gas Processing 

Landfill gas occurs naturally in landfill sites as the organic matter decomposes, 

by anaerobic digestion, to create a methane-rich biogas (about 55% methane and 

45% carbon dioxide). In fact, new landfill sites can be specially developed in a 

configuration that encourages anaerobic digestion, and optimises biogas 

recovery. As methane is around 21 times more effective than carbon dioxide as 

a greenhouse gas, it is better, where it is being produced, to convert it to a less 

harmful substance, while also gaining useful energy from it. Useful quantities 

of landfill gas can be available from a site for 10 to 30 years, and a typical site 

can produce up to 1000 m3/hr. Around 10% of the electricity made from the 

biogas will be used for its recovery (for pumping etc) [ 16,52]. This resource 

will gradually disappear as less waste is put to landfill, but is still a useful 
interim source of fuel. 

2.5.8 Waste and Biomass Processing Technologies 

Many waste and biomass fuel sources require to undergo some type of 

processing before they can be easily used in boilers, heaters, turbines, engines 

etc. The purpose of this processing may be to increase the fuel density to allow 

easier transportation or storage (e. g. briquetting or pelletising), to dry out a wet 

feedstock (e. g. sewage or wood drying), to reduce the feedstock size (e. g. 

chipping), or to create a more homogenous fuel (e. g. shredding of waste 

materials). These processes all require energy in the form of heat and/or 

electricity [52,84,85]. 
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2.5.9 Electrolysis 

The principle behind the production of hydrogen via electrolysis was discussed 

in Section 2.4.1. As well as providing a use for excess electricity in a system, 

electrolysers may also be attached to dedicated wind and PV supplies, where all 

of the electricity output is used for hydrogen production. 

2.6 Summary 

" There are a number of different processes available that allow the total 

energy needs of an area to be met in a sustainable manner, and those 

chosen will depend on a range of area-specific factors. 

9 The production of fuels from biomass and waste sources is an important 

source of sustainable fuel for transportation, heat and electricity 

production, and provides a good waste management solution for 

unavoidable wastes. 

When designing systems with a large amount of intermittent electricity 

generation, or systems where generators are run continuously to produce 

electricity and/or heat, it is important to seek as close a match between 

the demand and supply profiles as possible. 

" This may be done by varying the types and locations of the generators 
being used, and employing various storage and/or load following 

generating plant. 

" Any excess electricity or heat generated in the system should be put to 

good use to help meet the demands for different energy types, or stored, 
in some form, for later use. 
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" Where CHP is used, the balance between the heat and electricity demand 

should be maintained as close as possible to the heat to electricity output 

ratio, to avoid wastage. 

" As there are many factors to be considered in the design of sustainable 

energy supply systems, the interrelationship between the various 

components can be complicated. This will vary with each different 

situation considered, which highlights the need for a decision support 
framework where different supply scenarios may be quickly and easily 

tried, in order to gain an understanding of these balances, and find the 

most technically suitable system design for a specific situation. 

This chapter discussed the various components that could be used to create a 

sustainable energy supply system, and how they could be combined to create an 

efficient and reliable system. As there are many complex operational factors to 

be taken into consideration when designing integrated systems to supply the 

electricity, heat, hot water and transportation needs of an area, the creation of a 

generic framework that would aid informed decisions would be valuable. 
Chapter 3 describes the various ways in which the design of sustainable energy 

systems has been approached. 
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3 Approaches to Renewable Energy System Design 

There are various models that exist to aid the design of sustainable energy 

supply systems, and, due to the complexity of the tasks required of these 

systems, they have been produced as computer simulation packages. Several 

programs have been produced which deal with various aspects of sustainable 

energy system design and optimisation, but there are none available that deal 

with all of the issues discussed in Chapter 2. Systems currently available 

include those based on geographical information systems, the use of demand 

and supply matching for the temporal analysis of energy supplied from 

intermittent sources, and the evaluation of energy from biomass and waste 

sources. This chapter will look at the strengths of these programs, and will 

highlight areas that require further development in order to enable analysis of 

the type of multifaceted system required to provide for all the energy needs of 

any size or type of area in a sustainable manner. 

3.1 Geographical Information Systems 

A geographical information system (GIS) is a computerised database that allows 

the integration of different information sources to provide a comprehensive map 

of an area. Different layers may be built up over this map representing, for 

example, the three-dimensional relief or wind potential of the area. Muselli et al 

[1] present an interesting study of the French island of Corsica, which uses a 

GIS to build up the topology, existing electrical network, land availability, solar 

potential and other meteorological data, in order to determine the optimal energy 

supply system for this island. This system considers various supply scenarios, 

including the use of photovoltaic (PV) systems, battery storage, auxiliary 

engines and electricity grid extension. Hourly insolation figures are synthesised, 

and four load profiles are chosen to simulate the hourly consumption of the 

users under different circumstances. Various system designs are tried by 

considering the supply potential at each pixel of the satellite map, matching 

supply with demand, applying average plant efficiencies, and employing storage 

devices or auxiliary engines depending on the supply scenario being considered. 
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In this way, the optimum solutions for supply type, siting and sizing are found, 

and an economic evaluation is then carried out. 

This is an excellent system that combines a comprehensive survey of the siting 

potential of a specific area with a matching of the potentially available supply 

with local demand. However, this type of survey is site specific, and it would 

take time to gather the relevant information and build up a model for a specific 

area. It is also mainly suited to the analysis of larger systems, as this type and 
depth of analysis would not be necessary for an individual building, farm or 

small community. Although this system does not consider the use of biomass, 

waste and derived fuels, and concentrates on electricity supply only, it could be 

expanded to consider these sources and to look at electricity, heat and 

transportation fuel supply. This, however, would greatly increase the 

complexity of the model, and make it increasingly difficult to work with and 

more time consuming to create. 

3.2 Matching Demand and Supply 

Temporal, quantitative, and climate analyses are vital when dealing with 
intermittent renewable energy supplies, and should all be considered in any 

system that contains these types of supply. For example, many people find the 

concept of solar powered streetlights strange, however, it is the use of batteries 

that makes this possible. The key to designing such a system is to correctly size 

the required photovoltaic array and battery provision, taking into account the 

energy required during the longest night, with the solar resource available 
during the shortest day. The effects of cloud cover must also be taken into 

consideration, and there may be scope for some interseasonal storage in the 

battery. Clearly, the results for such a system situated near the equator, with its 

unvarying day lengths, would be very different from one near the north or south 

pole where there can be six months of darkness followed by six months of light. 

This system would be even more complicated if it were wind power which was 

being considered, as the wind resource is much more unpredictable, and varies 

substantially throughout the day. 
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Because of the intermittent nature of solar-based and wind-based supply 

technologies, it is. important to consider the daily and seasonal variations in the 

electricity supplies received from this type of plant, and compare these to the 

pattern of demand required for a particular area. This allows decisions to be 

made about how well the demand can be met directly from the supply, and what 

size and type of intermittent sources, storage devices or reserve would be needed 
in order to ensure security of supply. There are a number of systems available 

which allow the evaluation of intermittent PV and wind energy supply systems, 

on an hourly or more frequent basis, through the temporal matching of required 
demands with potential supplies [2-11]. The use of storage devices, auxiliary 

engines or grid connection, are also variously considered, and most models 

allow the user to see what pattern-of-use would be required of these plant, 

allowing decisions to be made about suitable plant type and sizing. Unless 

stated otherwise, all of the programs described in this section use relevant 

climate data and available manufacturers' information to help predict the output 

of the intermittent supply sources being considered. The required demand is 

then subtracted from this output, and auxiliary systems are employed as 

necessary or as specified at each timestep. This allows supply combinations and 

plant sizing to be analysed in various ways, depending on the emphasis of the 

model. 

3.2.1 Area Specific Analysis 

A program which uses demand and supply matching, F-Cast [2], has been 

developed to simulate the operation of an integrated system containing wind 

turbines, micro-hydro plants with pumped storage, biomass combustion, and 
back-up grid connection, for a particular area on the Greek island of Crete. This 

model allows the economic and technical assessment of proposed integrated 

systems, and several chosen system configurations are tested in order to find the 

best comparative solution. The output of this system is a cost analysis of the 

various possible schemes. Although this program was developed for a particular 

area and range of system designs, -it could be adapted for use in other areas. 
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3.2.2 Generic Programs 

A more generic approach to energy system design is described by Castro et al. 
[3]. This easy-to-use program allows the scenario-based assessment of 

electricity supply systems that contain both renewable and conventional power 

plants, for any area, provided climate data is available. The renewable 

technologies considered are PV and wind, with storage being provided in the 

form of pumped hydro. After the demand and supply have been matched, and 

the use of storage considered, the output of this program is a series of graphs 

showing the electrical generation outputs, demand and supply excesses, and the 

profile of use of the pumped hydro scheme. The suitability and optimum sizing 

of the required plants may be ascertained by trying different supply scenarios. 

This is also the case with the system described by Bonanno et al. [4], which can 

analyse systems containing wind turbines, PV arrays, batteries and diesel 

generators. Again, different simulations need to be run in order to compare the 

outputs of different system configurations, and the output of this program is in 

the form of a graph of supply deficit and an amount of fuel used. 

Chedid et al. [5,6] describe a system that analyses the reliability and costs of a 

renewable energy supply system that may contain wind turbines, PV arrays, 
batteries, diesel generators and a grid connection. This allows different 

simulations to be carried out in order to evaluate different control policies and 

supply mixes. Although complex in terms of its economic analysis, the 

technical analysis provided by this program is fairly basic. 

ARES-II [7] is another economic based model, designed to evaluate autonomous 

renewable energy systems incorporating PV arrays, wind turbines and batteries. 

Here, a factor indicating the level of autonomy of a chosen system is calculated 

using weather data and descriptive component parameters, and the level of 

autonomy attainable within a given budget may be arrived at through iteration. 

This economic based model is particularly suited to smaller scale projects, and 

provides a more in-depth technical analysis. 
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A renewable energy supply evaluation tool, MERIT [8], has been developed at 

the University of Strathclyde, which allows the analysis of energy systems over 

any chosen timescale from a day to a year, or for seasonal representative 

periods, with a user-specified number of timesteps per hour. Demand profiles 
for a chosen area (for electricity, heat and hot water) may be designed or built 

up from a variety of typical available profiles. A range of possible supplies may 

then be chosen, including wind turbines, PV arrays and PV concentrators for 

electricity generation, and flat-plate collectors for water heating. Auxiliary 

supplies may also be defined, including the use of batteries, pumped hydro 

plants and flywheels for electrical storage, diesel generators for back-up 

electricity and heat production, and a grid connection. Combinations of these 

demands and supplies (with one auxiliary supply only) may then be quickly and 

easily matched, and the outputs of these simulations, in the form of graphs of 
demand and supply, residual demand and excess supply, and the profile of use 

of the chosen auxiliary, may be easily compared. This allows many 

combinations to be tried from the one screen (without the need to go back and 

redefine the whole system), allowing the optimum system configurations to be 

determined for a chosen area and set of demand profiles. An auto search facility 

is also available which allows the optimum matches to be found using a variety 

of criteria. This program provides a good analysis of electrical demand, supply 

and auxiliary matching, however, although a start has been made to include 

demands for heat and hot water, these require further development in order to 

allow a more full analysis of the available supply possibilities and storage 

options. MERIT is a flexible and generic simulation tool, which, thanks to its 

graphical user interface, is easy to use and understand. 

Another flexible and generic tool, TRNSYS [9), has been developed at the 

University of Wisconsin-Madison. This transient systems simulation program 

allows analysis of any time period, broken down into half-hourly timesteps. 

Systems may contain a large number of components, which may include, 

amongst others, solar thermal plant, PV panels, wind turbines, batteries, 

auxiliary heating and cooling plant, building loads and structures, thermal 

storage, electrolysers, fuel cells, hydrogen storage and heat exchangers. The 

modular nature of this program gives it flexibility and makes it easy to expand 
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its range of available components. Unfortunately, a large amount of technical 

data and specialist system knowledge, much of which may be proprietary or 
difficult to obtain, is required to let TRNSYS provide its sophisticated and in- 

depth technical analysis of energy system design. This is, however, an excellent 

tool for the detailed design of energy systems, especially those incorporated 

within buildings. 

3.2.3 Optimisation Tools 

Various tools exist to find the optimum solution to the design of sustainable 

energy supply systems using demand and supply matching. Ackermann et al. 
[10] describe an overall system optimisation model and power flow simulation 

tool that evaluates the effect of embedded wind turbines connected to remote 
distribution lines, with respect to their influence on power quality. This tool 

identifies the configurations of embedded generation that give the lowest cost, 

while also considering the distribution losses over a certain time. This complex 

technical and economic system provides a thorough examination of actual line 

design, distances to customers, and power quality issues, which is a more 
detailed analysis than is necessary for the feasibility study being considered in 

this work. 

The optimisation program described by Seeling-Hochmuth [11] can be used to 

find the best possible design and operation strategy, for a given area and demand 

profile set. Systems containing PV arrays, wind turbines, diesel generators and 
battery storage can be analysed, and the non-linear performance of these 

components has been taken into consideration in this model. This optimisation 
is achieved by carrying out a search through the range of system operation 

possibilities over a given time period, using climate and demand data, and long- 

term technical and economic system component characteristics. The costing of 

these various strategies are compared, and the plant sizes altered according to 

specific search rules, using a genetic algorithm to solve the non-linear 

optimisation problem. The genetic algorithm imitates the natural selection 
found in evolution, where factors are randomly changed, and those that improve 
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the system are kept. The output of this program is the sizing and system 

operation recommendation for the optimum supply system. 

The search for an optimum solution is a reasonable pursuit if the system 

contains only one or two supplies, and one or two auxiliary technologies. 

However, when consideration is being given to a diverse range of possible 

supplies and a wide variety of ways of integrating these to form an overall 

supply system for electricity, heat and transportation, there will often be no 

optimum answer. Searching for one best answer requires strict selection criteria 

to be chosen, and rules out all other possibilities, which may, with a slight 

technical, political, economic or demand change, be much more viable options. 
It also does not allow the user to see emerging trends that may provide useful 
information when designing a system that will be put in place gradually, or 

when designing a system to allow for growth and expansion, especially when 

the fine balances necessary in an integrated system are being considered. In 

these cases, it is important to be able to explore the full range of possible 

solutions in order to judge different scenarios on their relative merits. 

3.3 The Use of Biomass and Waste 

With the exception of F-Cast [2] that considered a limited use of biomass for 

electricity production, and MERIT [8] which gives a small consideration to the 

demand for heat, the systems described Section 3.2 look only at the production 

and storage of electricity by PV, wind, batteries, pumped hydro plant, back-up 

diesel generators and grid connection. They do not take into account the 

valuable sustainable resource available in the form of biomass and waste and 

their derived fuels, or the demands for heat and transport. 

Other models exist which address some of these issues. For example, the 

OREM (Optimum Renewable Energy Model) system described by Iniyan [12], 

considers demands for cooking, transportation, pumping, lighting, heating, 

cooling and electricity. These can be met by the use of wind, solar and PV 

technologies, direct combustion of biomass and wastes, fermentation to produce 

ethanol, and gasification to produce biogas. The aim of the model is to develop 
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a system for the sustainable production of energy for India for the year 2020 by 

minimising the cost/efficiency ratio within the bounds of social acceptance, 

reliability, demand, and potential supply. This model, however, looks at the 

energy requirements for the year as a whole, and does not take into account the 

variable nature of the intermittent supply technologies. It can, therefore, not be 

used to aid decisions about the suitable type and sizing of storage devices or 

auxiliary plant that may be required. 

Another system, RETScreen [13], has been developed for the Canadian 

government. This is an Excel spreadsheet based model, which can be used 

worldwide to evaluate the energy production, life-cycle costs, and greenhouse 

gas emissions reductions for various single renewable energy technologies. 

These technologies include wind, PV, biomass heating, solar water and air 

heating, small-scale hydro, passive solar heating, and the use of ground source 
heat pumps. These models provide a good in-depth technical and economic 

assessment of these technologies used on their own, but do not consider the 

integration of these systems and, again, deal with annual energy requirements 

only. 

Ramakumar et al. [14,15] describe the use of the IRES-KB system to allow the 

technical analysis of potential renewable energy supply systems for remote 

areas. Demands for electricity, heat and mechanical power are considered, and 

these may be met by biogas from digested biomass, solar-thermal energy, 
hydropower, wind turbines, and PV panels. The year is split up into seasons, 

each of which is characterised by a set of daily demands and available resources. 
This information is input as energy needs per day for refrigeration, cooking, 
lighting etc, and as available wood and crop residues, volume of falling water, 

and a choice of pre-programmed cloud cover and wind regimes. These demands 

and supplies are split up throughout the day in hourly intervals, and some 

variability is added to the intermittent supplies through the cloud cover and wind 

regimes chosen, in order to analyse the required storage and reserve plant sizes. 

This system provides a good seasonal evaluation of the energy supplies and 

demands of an area, however, it lacks the more in-depth temporal analysis that 

would be necessary when considering more complex systems. 
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There are various models available which allow the analysis of different aspects 

of bioenergy system design [16], For example, BEAM [17] is a spreadsheet- 

based decision support system that allows the easy technical and economic 

evaluation of integrated biomass to electricity systems. This is done by splitting 

the process into three different stages - the production of various feedstocks 

(biomass and waste), the conversion of these into a suitable energy carrier via 

gasification, pyrolysis, fermentation or combustion, and the generation of 

electricity via gas or steam turbines, internal combustion or diesel engines. 

BEAM allows the user to look at the overall planning issues related to the type, 

siting, number and sizing of biomass plant by permitting the comparison of the 

relative cost of different feedstock types, supply strategies, and generating 

methods. A similar analysis may be carried out with the BIOPOWER program 
[ 18], where the cost of power generation from a similar range of fuels and power 

technologies may be compared. These models, however, are complex, and 

require data that is not easily available. 

Another system, Biomass Toolkit [19] provides a group of programs that make 

up a diagnostic tool for the assessment of bioenergy projects at a local or 

regional level. This gives an assessment of biomass resource availability, a 

technical and economic evaluation allowing selection of the most appropriate 

conversion technologies, and an assessment of the environmental impact, 

acceptability and other non-technical factors for proposed projects. Some 

consideration is also given here to the time dependant output of crops and their 

by-products. These programs all look at the use of biomass and waste 

technologies on their own, and are useful when considering the comparative 

merits of different biomass and waste related energy systems, and the overall 

planning issues involved, when this is the only technology being considered. 

A similar program, MODEST [20] allows the optimisation of dynamic energy 

systems that have time dependant components and boundary conditions, in order 

to minimize life cycle costs. This program is capable of considering demands 

for electricity and heat, and divides the year into seasons, and each season into 

chosen time periods, in order to find the best operation profile to meet the heat 
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and power requirement. Sensitivity analysis may then be undertaken, using 
factorial design to highlight any interaction effects which may occur between 

the different parameters that affect the cost analysis. Although this program 

provides a good economic analysis of proposed biomass or waste powered 

generating plant, it does not have the capability to consider the use of heat or 

electricity storage. Although the in-depth temporal analysis required of a 

system which includes intermittent supplies is not required when considering 
biomass and waste systems on their own, it is important to consider harvesting 

times and production schedules to allow the appropriate sizing of storage 
facilities and gasification, pyrolysis or fermentation plant. 

Although not designed for the evaluation of biofuel use, another package exists 

which allows the preliminary evaluation of combined heat and power (CHP) 

schemes, running on natural gas, for hospitals and hotels [21 ]. This program 

uses building type, floor area, and degree-day information to generate typical 

half-hourly demand profiles for heat and electricity for a year. Basic technical 

and tariff information is then used to give the recommended size of plant and the 

payback period. This program provides the temporal analysis necessary for the 

consideration of both electricity and heat demands, but does not allow for the 

possibility of electricity or heat storage or for an analysis of the relationship 
between the two demand types. Both of these factors are important in the design 

of larger scale integrated energy systems. 

3.4 Conclusions 

There are many different packages available that allow the evaluation of various 

aspects of sustainable energy system design, however, none deal with all the 

aspects required to make up an integrated energy supply system, capable of 

supplying all the needs of a given area, for electricity, heat, hot water and 

transport. There are, however, many important issues that arise from the 

evaluation of these different models that must be taken into account when 

considering the design of a decision support framework capable of dealing with 

all the technologies discussed in Chapter 2. 
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When the use of climate dependant intermittent supplies is being considered, it 

is vital to be able to consider the relationship between the supply and demand as 
it varies throughout the day, and with the different seasons. This may be done 

by matching supply with demand at different timesteps throughout the day to 

ascertain times of energy deficit or excess. This then allows the use of storage 
devices and/or load-following reserve to be considered in order to provide 

security of supply, permitting decisions to be made about appropriate plant 

sizing. 

Many of the programs discussed here are suitable for the evaluation of small- 

scale or specific projects. It would, however, be useful to have a flexible and 

generic program that is capable of analysing the needs and potential supplies of 

areas of any size, type and location, where many different combinations of 
demand and supply may be quickly and easily tried and compared with each 

other. However, as the analysis of large and small scale projects require a range 

of different issues to be considered, this work will concentrate on the study of 

small to medium scale projects (i. e. individual building to small community 

size). The full range of demand types and possible supply and storage methods 

should be available (as discussed in Chapter 2), although the overall systems 

chosen for simulation may be as simple or complex as desired. It would also be 

useful to be able to simulate power supply from conventional sources in order to 

evaluate mixed or transitional systems. The system must provide a sound 

technical analysis, however, the information required should be limited, where 

possible, to easily available manufacturers' data. This would allow the system 

to be kept easily up to date, and permit consideration of specific plant for 

specific simulations. The non-linear efficiencies of most plant types should also 
be taken into consideration. 

When considering the use of biomass, waste and derived fuels, it is important to 

bear in mind the timing of these supplies, as fuels may be harvested only at 

particular times of the year (e. g. energy crops and crop residues), or available 

constantly (e. g. animal wastes and landfill gas). This has a significant effect on 

the availability of fuel, on the sizing of storage, and on suitable plant type. This 

becomes even more important if these fuels are to be used in plants that are 
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compensating for the variable nature of intermittent sources and, therefore, the 

same type of temporal analysis will need to be carried out for the production, 

availability and use of these fuels as for the intermittent supplies. 

Many of the programs discussed in this chapter are based on economic models. 
Economics and politics, however, will not be considered in this work as they are 

subject to constant and unexpected change (e. g. reduced capital or running costs, 
future subsidies, grants or tax credits being introduced or removed), and may 

vary substantially around the world. Instead this framework will concentrate on 

evaluating the technical feasibility of a system. The range of best solutions may 

then be found using the program, and subsequently evaluated by the user, with 
due consideration given to equipment and running costs, available space and 

social acceptability, both for current and future predicted situations. 

The use of optimisation may be considered in this work, but this will not be the 

main or sole focus. This is because, when designing systems with so many 
different possible plant types and configurations, it is important to be able to see 

the full range of options available, so as not to rule out any viable systems. This 

then allows these systems to be evaluated, taking economic factors, political 
incentives, possible future technical advancements, and the potential need for 

expansion, into consideration. 

There are many programs available that allow the evaluation of mainly 

electricity supply systems containing intermittent supplies, reserve plant and 

storage. This work will, therefore, concentrate on the modelling of the main 

components available to complement the use of these intermittent sources in 

sustainable energy supply systems, as discussed in Chapter 2, and will look at 
how these may be integrated to form reliable systems for the supply of 

electricity, heat, hot water and transportation fuel. Chapter 4 gives an outline of 

a flexible and generic decision support framework that will aid the design of 

reliable and efficient sustainable systems that can supply the total energy needs 

of any given area. This will be achieved by extending the MERIT software 

described in this chapter. 
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4A Procedure for Demand and Supply Matching 

A flexible and generic decision support framework is required through which 

the design of sustainable energy systems for the supply of electricity, heat, hot 

water and transportation fuel may be evaluated. This will be a valuable decision 

making tool for the design of integrated energy systems that include intermittent 

renewable energy supplies. This chapter discusses the requirements of such a 

system, and the developments that have been made to an existing software 

package, MERIT, in order to achieve this. 

The previous chapters have shown that the following issues must be considered 
in order to create an effective demand and supply matching procedure that can 

analyse the total energy requirements of a given area: - 

" The procedure must be flexible and generic, allowing small and medium 

sized areas in any location and climate, with different demand needs and 

supply possibilities to be analysed. 

" The temporal matching of supply and demand is required in order to 

analyse variations throughout the day and between seasons. 

" Demands for electricity, heat, hot water and transport must be able to be 

considered. 

" Intermittent supplies, and the range of alternative transportation fuels 

and vehicles, alternatively fuelled technologies for CHP generation, heat 

storage and production technologies, other uses for excess electricity, 

and methods for producing fuels from waste and biomass sources must 

be available for consideration (as discussed in Chapter 2). 

" The procedure must aid decisions about the best mix, type and sizing of 

all technologies and processes being considered, and about the amount of 

fuel or other storage required as appropriate. Informed decisions can 
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then be made about the suitability of potential supply systems based on 
subsequent cost analyses. 

9 It must be possible to analyse and compare a number of potential 

combinations quickly and easily. 

Along with the temporal pattern of demands and supplies, the timing of the 

production of derived fuels must also be taken into account in the design of 

sustainable energy systems. If seasonal energy crops are used, the fuel may be 

harvested for two months of the year only, and requires to be stored if it is to be 

used for the remainder of the year. Other sources, such as biogas from 

anaerobic digestion or landfill gas, are produced by a steady, continual process, 

and biodiesel and ethanol are often made by batch production processes that can 

take from eight hours to five days to complete. These different production rate 

profiles must be compared with demand variation in order to determine daily 

and seasonal storage requirements, and to ensure that there is enough fuel at any 

given time to meet peak demands. Also, if excess electricity, or electricity from 

intermittent renewable sources, is used to generate hydrogen, this production 

will be intermittent and unreliable, and again must be compared with demand 

for the same reasons. This is further complicated if the fuel is to be used for two 

different purposes, for example, the supply of heat and as a transportation fuel. 

It is, therefore, important to be able to analyse this daily and seasonal production 

and use, along with the daily and seasonal demand and supply matching, in 

order to assess the suitability and storage requirements of different types or 

mixes of fuel, with different availabilities, for each particular demand and 

supply mix. 

A program (MERIT) has been developed, which contains some of the desired 

features described above [1]. This program allows electricity, heat and hot 

water demands to be matched with supplies from intermittent sources (wind 

turbines, PV cells, PV concentrators and flat plate collectors) and a basic base 

load small high-speed diesel generator that can supply electricity and heat. 

Auxiliary plant (load following supplies) such as storage devices (batteries, 
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pumped storage and flywheels), a back-up diesel generator, and tariff structures 

are also available for use. 

MERIT is written in Visual C++, and is easy to use thanks to its graphic user 

interface. The program allows the user to select an appropriate climate file and 

time period for the study, and the desired number of timesteps per hour can be 

chosen. The time period is chosen by date, and can be anything from one day to 

the whole year. To save time when matching, the program can also select 

seasonal representative days, weeks or months based on the climate information. 

As MERIT already contains many of the important basic elements of the 

procedure outlined above, it is used as the basis for this work. This chapter 
describes the existing MERIT system and the changes made to provide the 

required functionality. 

4.1 Demand Definition 

To gain a complete view of energy use in an area, the demands for electricity, 
heat, hot water, and transport must be considered. Profiles of use for these 

different types of energy demand and supply are considered at half-hourly 

intervals, as electricity and heat demand profile information available in the 

form of metered and load research data is typically defined in this manner [1]. 

Half-hourly intervals are sufficiently detailed for an initial analysis of various 

supply options, and further, more in-depth analysis can be carried out once 

suitable supply mixes have been found. 

A procedure already exists in MERIT to select demand profiles for electricity, 
heat and hot water from a database of existing profiles, or to create new half- 

hourly profiles. To create new profiles, these may be designed, based on 

existing templates held in a database, or by manually inputting the half-hourly 

consumption figures, in a part of the demand definition section called the Profile 

Designer. To increase or decrease the magnitude of the profile, whilst 

maintaining its shape, an alternative overall daily demand can be applied to the 

profile. Different profiles can be defined for different time periods throughout 
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the year, and for different days of the week. An annual profile is then created, 

and the magnitude of this profile can also be scaled up or down by applying a 

different overall annual consumption figure. This profile may then be added to 

the database of profiles for selection for matching. When a profile is chosen 

from the database, only the demands for the time period being considered are 

extracted. Profiles from the database can be selected in multiples, which 

multiplies the magnitude of the profile by a chosen figure. When selecting 

multiples, the user can specify a diversity factor, which introduces a degree of 

variability between the profiles. 

A number of methods for incorporating transport demand have been considered 

for this procedure, and it has been decided to define the demand for transport as 

a profile of distance that a vehicle or group of vehicles require to travel in a 

certain period of time (km/h), against time. Therefore, the profile shows the 

number of km that require to be travelled by a vehicle or group of vehicles per 

hour throughout each day, just as the electricity demand is the amount of 

electricity that is required per hour, and is given in kWh per hour (kW) and, 

later, the demand for a liquid fuel is given in litres per hour. This keeps all 
demand types equivalent. 

Transport demand profiles can be created using the Profile Designer, where the 

half-hourly demands may be input, and, if desired, the overall daily transport 

demand can be calculated from the number of vehicles and the number of 
kilometres per day per vehicle, and applied to the profile. Otherwise, as km/h is 

also the measure of speed, by knowing the average speed of a single vehicle, the 

distance it requires to travel per hour is known, and multiplying this figure by 

the number of vehicles gives the necessary distance per hour. For example, if 

two tractors run at an average speed of 10 km/h between set times of the day, the 

transport demand is 20 km/h between these set times. This information is then 

be used to create a profile of vehicle use throughout the day, varying with time 

of year, weekdays and weekends if necessary, to create an annual transport 

demand profile. This is illustrated in Figures 4.1 and 4.2, which show the 

definition of a daily transport demand profile, and the derived yearly demand, 
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for the agricultural vehicle use required to cultivate and harvest oilseed rape for 

transesterification. 
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Separate databases have been created for each demand type in Profile Designer, 

and the demand type is saved along with the profile information, allowing the 

correct profile type to be created in the demand definition section. 

This part of the procedure is called the demand definition section, and a typical 

output of this section is illustrated in Figure 4.3. This shows the demand for one 
day, but any time period up to a year may be analysed. For simplicity this 

graph shows only one demand, however a number of demands for all the 

different energy uses may be added together, as shown in Figure 4.4, and this 

combined demand is taken forward for subsequent matching with the output of 

the chosen supply technologies (defined later). Each combined demand set has 

four demand profiles associated with it (one each for electricity, heat, hot water, 

and transport). Some of these may, however, be zero profiles if there is no 
demand for that particular energy type, and if, for example, two electricity 
demands are chosen for combination, these are added together. Overall 

consumption (per day, year etc) for electricity, heat and hot water is measured in 

kWh, and transport in kilometres. The rate of consumption is measured in kW 

and km/hour. 

Figure 4.3 Typical Output of Demand Definition Section for One Day 
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4.2 Supply Definition 

Three layers of supply choice now exist within the program where there 

previously were two. The new layer is the first, which allows the specification 

and creation of half-hourly profiles for the production of fuels derived from 

waste or biomass. The second layer allows the specification and creation of 

half-hourly profiles from intermittent sources, and the final layer allows the 

definition of supplies that follow demand and/or use fuel. 
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4.2.1 Derived Fuel Production Specification 

In this procedure, the production of fuels by various processes has been split 
from its end use as this then allows the same fuel type to be used later in more 

than one process (e. g. in vehicles and turbines). The fuels chosen for inclusion 

in this procedure are biogas (low and medium heating value), 95% methane, 
biodiesel, hydrogen, ethanol, methanol, pyrolysis oil, charcoal and refuse 
derived fuel (RDF). Three ̀ other' categories are also included to allow the 

modelling of the untreated production of biomass or waste (e. g. straw 

production or waste availability), residues of the fuel production procedures, or 

the use of conventional fuels, making these available for use in various supply 

technologies, in order to allow the same analysis of storage requirements and 
fuel availability. A distinction has been made here between low, medium and 
high (95% methane) heating value biogas as, although these may all be 

commonly produced by various methods, some plant (e. g. vehicles) can only use 
95% methane, while others may be adapted to use any of these. Energy is 

required to increase the heating value of the biogas, and this also reduces the 

yield. 

As the gases (biogas and hydrogen) can be stored in a number of ways (e. g. 

compressed gas, liquid, or as metal hydride for hydrogen), it has been decided 

that it is confusing to use a unit of volume to describe the amount stored or the 

rate of production, as this would vary with the storage medium. These 

parameters will, instead, be described by their energy content - kWh for storage, 

and kW for rate of production. As the lower heating value of the biogas 

produced by various processes can vary significantly within the broad bands of 

low and medium heating value, this also means that the lower heating value of 

the gas need only be considered once during the procedure, and that gases, made 
by different methods, with slightly different lower heating values, may be 

combined under the headings of low or medium heating value biogas. 

To make results more meaningful for the user, however, the liquid fuels 

(ethanol, methanol, biodiesel and pyrolysis oil) are described in litres for storage 

and litres/hour for production rate of the liquid fuel. As liquid fuel consumption 
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rates for vehicles, engines and other plant tend to be quoted in this way, this also 

saves an unnecessary double conversion. For the solids (RDF and charcoal), the 

weight measurement of kg for storage and kg/hour for production rate are used 
for the same reasons. The `other' categories will be defined by the user as solid, 
liquid or gas, and use the appropriate units. 

Fuels can be made from waste and biomass by a number of processes. The most 

common methods, and those included in this procedure, are: - 

" Gasification 

" Pyrolysis 

" Transesterification 

" Fermentation 

" Anaerobic digestion 

" Capture of landfill gas 

" Steam reforming of methane to produce hydrogen 

" Catalytic synthesis of methanol 

" Electrolysis of water using electricity from intermittent sources (e. g. 

wind and PV) 

Waste and biomass processing technologies such as pelletising, 

shredding, briquetting, sewage drying etc. 

The method for defining the process characteristics, and creating half-hourly 

production rate graphs for the derived fuels, is based on the process already used 
in MERIT for defining the intermittent supply technology characteristics and 

creating their output profiles. The same methods for selecting and combining 

profiles have also been used to provide continuity. The algorithms used to 

model the production of fuels and other residues from these processes are 

described in more detail in Chapter 6. Consideration is also given, in these 

models, to the energy required to carry out these processes and, where 

appropriate, to put the produced fuel into storage. 
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To define a fuel production system, the desired system type is selected from the 

top list shown in Figure 4.5. This opens a system definition window for the 

selected system type, in which easily available manufacturers' data, and system 

and feedstock characteristics, may be input, or existing systems may be chosen 
from a database. The half-hourly fuel production rate and energy use profiles 

are then calculated as described in Chapter 6, and these graphs are drawn (see 

Figure 4.5). An information box is also given along with each profile set as it is 

calculated (see Figure 4.6), giving information about the overall inputs and 

outputs required for the process. 

Each process is defined, in its system definition window, as either seasonal or 

continuous, and this information is taken through to the matching stage. If a 

seasonal supply is defined, and the simulation period is less then a year, the user 
is warned that this will give misleading results. The procedure for dealing with 

seasonal fuel supplies at the matching stage is described later in Section 4.3. 

A Derived Fuel Profile Designer has also been created, based on the Demand 

Profile Designer, which allows the definition of any known fuel supply profile 

or related energy demand profile, in the same manner as described in Section 

4.1. This allows a profile for any fuel or demand type to be created, and is 

particularly useful for assigning a profile of supply of wood, waste or other fuels 

which can be used directly in auxiliary supplies without prior processing, to one 

of the ̀ other' categories. The pattern of storage requirements, and the suitability 

of the fuel supply pattern for these fuels can then be analysed in the same 

manner as for the other defined supplies, as described later. 

88 



Fuel Supply Profile Definition QX 
File Tools tjelp 

Goals. ENericdy, Hs4. Hal Warr (11f). Ugieds obi, golds (kgA) 

Profile etowser 1700 

158 7 

Anaerobic Di Restion Systems Accept 
P fil 

1473 

GasdiceUOn/Fy olysis Systems 
Transestenhcaaon Systems 

ro e 
1360 

FV Electrolysis Systems 
Wind Electrolysis Systems 

J I ýnrnai ra< S�sremý 
Pty 

Combine 

1247 

1133 

Profile Combiner 1020 

907 

793 

680 

56 7 

I 453 ý Combined Profile Name: 
340 

r Continuous r Seasonal 227 

Selection Summary 113 
ý. ý 

Fuel Supply Profiles Selected 00 
00 40 50 120 160 201 241 281 321 A1 401 441 48 1 521 

%ets 

-Do9s 
Qo  9 Rý 

- E1w3 

- 
Sogas (rnedum heal 

__ 
RDF EIe*ny Dwrwd 

- 
%% Malarom 

_Qraml Had Donrrd 
Hydrogen 
Eherd 

--- F1'olytic Of 
-Hat vwalw Done 

Oher 1 

beam OMr2 

Figure 4.5 Derived Fuel Production Specification 

Barley used: 15000.00 kg 
Water used : 75000.00 litres 
Yeast used: 1500.00 kg 
Malt used: 12.00 kg 
Ethanol made : 5100.00 litres 
Wet Animal Feed (vinasse) made: 0.00 kg 
DryAnimal Feed (stillage) made : 4500.00 kg 
Crop Residue made : 21000.00 kg 
Biogas (medium) Made : 0.00 kWh 
95% Methane Made: 0.00 kWh 
Hydrogen Made : 0.00 kWh 
Methanol Made : 0.00 litres 
C02 required for methanol production : 0.00 kg 
C02 made : 4200.00 kg 
Heat required : 9000.00 kWh 
Electricity required : 1320.00 kWh 
Unprocessed feedstock remaining. 0.00 kg 
Maximum storage required : 491.80 kg 

OK 

Figure 4.6 Information Box 
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Again, as in the demand definition section, profiles of rate of production for 

these fuels can be added together if desired, and these profiles are made 

available for use by the chosen supply technologies. As some energy input is 

often necessary for most of these processes (in the form of electricity for 

shredding, heat for drying etc), demand profiles for electricity, heat and hot 

water are also calculated and taken forward to the matching stage along with the 

fuel production information. Due to the specific requirements of transportation 

demand profiles (described later), any related transportation demands (e. g. 

agricultural vehicle use) should be defined separately in the demand definition 

section. Each combined fuel supply set, therefore, has three demand profiles 

associated with it, and thirteen fuel profiles (one each for low heating value 
biogas, medium heating value biogas, 95% methane, hydrogen, ethanol, 

methanol, biodiesel, RDF, pyrolysis oil, charcoal, otherl, other2 and other3). 

Some of these may, however, be zero profiles. Any demand profiles would be 

added to the chosen demands on matching so, when it comes to demand and 

supply matching, there is a facility to allow the chosen fuel production processes 

to be turned on or off to avoid unnecessary demands being considered. 

4.2.2 Intermittent Energy Supplies 

Supply technologies such as wind turbines, photovoltaic (PV) panels, PV 

concentrator systems and flat plate collectors are commonly used for the 

production of electricity, heat and hot water. These supplies are highly 

dependent on climate conditions, so standard half-hourly climate information 

such as wind speed, wind direction, ambient temperature, direct normal and 
diffuse horizontal solar radiation are required in order to be able to predict the 

half-hourly output patterns of such devices. As these supply technologies rely 

heavily on climate conditions, their output is intermittent and unreliable. 

Suitable methods for modelling the production of energy from these intermittent 

technologies are already available in MERIT. Technologies are chosen or 

defined as described in Section 4.2.1, and rate of supply profiles for electricity, 

heat and/or hot water are created, similar to those for demand, and using the 

same units. Again, as with the demand definition section, profiles can be added 
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together if desired, and taken forward for matching with the demand profiles. 

Each combined supply set has three supply profiles associated with it (for 

electricity, heat and hot water). It is not possible to use any of these supplies to 

meet the transport demand. A typical output graph for this section is shown in 

Figure 4.7. 

5 

4 

3 r., 
c2 

048 12 16 20 24 
time 

Figure 4.7 Typical Output Graph for the Intermittent Supply Definition Section 

A Supply Profile Designer has also been added in the intermittent supply section 

to allow known supplies, constant supplies such as geothermal, base load 

nuclear, or other conventional supplies etc, to be added to simulations. This 

functions in the same way as the other Profile Designers, but only supplies of 

electricity, heat and hot water can be defined. 

If fuel using supplies are chosen later in the procedure, intermittent sources will 
be considered first when matching supply with demand, as they provide a source 

of energy that is, effectively, free after initial manufacturing and installation 

costs (i. e. no fuel is required). The matching procedure is discussed later. 

4.2.3 Supplies Which Follow Demand and/or Require Fuel 

Supplies that are used to meet the excess demands not met by the intermittent 

supplies are classed as load following supplies. Their output depends on the 

required demand and there are various different types that need to be considered 

here, including: - 
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" Storage devices (e. g. batteries, flywheels, pumped storage, hot water 

storage systems) take in energy at times when there is excess, and supply 

the same type of energy when there is an unmet demand. These are, 

generally, less than 100% efficient, so the output will be less than the 

input, and their use is often subject to a minimum load, where they can 

only take in or supply energy above a certain percentage of their rated 

power. 

" Gas, steam and combined cycle turbines, internal combustion, diesel and 

stirling engines, fuel cells, space and water heaters, can use fuels derived 

from waste and biomass, other directly used waste and biomass fuels, 

and excess electricity for the production of electricity, heat and hot 

water. These supplies can be used to follow the unmet demand, run 

constantly as a base load at a specified percentage load, or used at 
different load levels at specified times of the day and year. Where CHP 

is being considered, the supply is also able to follow the electricity 
demand, the heat demand or both. The use of this type of plant will also 

allow the simulation of conventional power sources. 

" Vehicles running on various secondary fuels are considered at this stage 

as their output depends on the transport demand, and fuel availability. 
Onboard storage and refuelling methods are taken into consideration 
here as they affect the pattern of use of the fuel. 

" Electrolysers to produce hydrogen also provide a good use for excess 

electricity. The hydrogen produced is added to the hydrogen already 

available, and the total is then available for use in other load following 

devices using hydrogen as a fuel. 

MERIT already contains the procedures to allow various auxiliary plants to be 

defined and selected for use in the matching procedure, and this is done in a 

similar manner to that for the derived fuel supply definition. However, no 
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profiles are output from this part of the procedure, as these cannot be calculated 

until the residual demand, supply, and fuel availability are known. This is done 

at the matching stage by applying the demand, supply and fuel availability 

information to the defined model parameters and specified plant algorithm. 

Existing available technologies in MERIT include batteries, pumped storage, 

flywheels, basic diesel generators, and tariff structures [1). The specific 

algorithms developed to model the other technologies mentioned in this section 

are described in more detail in Chapter S. 

As the demand and supply profiles change after each load following supply has 

been used, the order in which they are applied is important, and each process is 

applied in the order in which it is chosen at the matching stage. This allows 

different control strategies to be tried. For example, if hydrogen is to be 

produced for immediate use, the electrolyser should be selected first. However, 

if the electrolyser is there to produce hydrogen for storage after all other 

electricity using supplies have had their share, then it should be selected last. 

Although some of these devices have quite different uses, they are all either load 

following devices and/or devices that require fuel. They have been put together 

here as they may then be employed in any order, to create any desired control 

strategy. Engines, turbines and fuel cells are also considered in this section as 

base loads as this allows fuel availability to be checked. If there is not enough 

fuel available, the possible output with the available fuel is calculated. 

4.3 The Matching Process 

The matching procedure available in MERIT allows different mixtures of 

demands, supplies and one auxiliary (load following supply) to be chosen from 

those already selected and brought through to the matching stage. This can be 

achieved by pressing the desired demand, supply and auxiliary buttons on the 

matching screen, and, when selected, these buttons are highlighted in colour. 

Graphs showing the combined supplies and demands for each energy type are 

shown, and can be `toggled' between using a button above the graph. A new 
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analysis is performed each time a new demand, supply or auxiliary is chosen, or 

the energy type is changed. 

All of the chosen demands are added, and the chosen supplies are subtracted 

from these, giving a second graph of residual supply and demand for electricity, 

heat or hot water. If an auxiliary is chosen, the residual demand or supply for 

each timestep, and the defined plant parameters are applied to the appropriate 

plant algorithm. This produces a third graph showing the profile of use of the 

auxiliary supply, and the residual demands and supplies are reduced 

accordingly. A statistical analysis is carried out, and the match is given a rating 

out of ten for electricity, heat or hot water, based on the inequality and 

correlation of the profiles [1]. Many different combinations of supplies, 

demands and auxiliaries may be analysed in this way, and MERIT also has an 

automatic searching facility that can find the best supply and demand match 

combinations, using various user-selected criteria, based either on the electricity, 

heat or hot water demand only. 

Various changes to this matching procedure have been necessary to provide the 

desired functionality, and these are described below. An overview of the 

amended matching procedure is also given. 

4.3.1 Derived Fuel Availability 

When the matching procedure window is first opened, the window shown in 

Figure 4.8 is also opened. This allows the choice of which derived fuels are to 

be used for a particular simulation. This choice may be changed at any time by 

pressing the ̀ Fuel Supply Choice' button on the matching procedure window, 

which opens the same fuel choice window. It is important to select only the 

fuels being used, as there may be energy demands associated with these fuel 

supplies, which should not be considered if the fuel is not being used. 

Before matching, the production rate graph for each fuel being considered is 

changed to a graph of the amount of the fuel available at each timestep, by 
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dividing the production rate at each timestep by the number of timesteps per 
hour. 

Choose which fuel supplies you wish to be available. 

r Abattoir Waste 

r 

r 

WVO 1000 litre batch (eth) 

WV0100 litre batch (eth) 

P Nordex 1300kW 

OK 

Figure 4.8 Derived Fuel Supply Selection 

When considering the use of energy crops or fuel production from energy crops, 

the possible production times are often highly seasonal. If an analysis were to 

be carried out for a year, there may be a number of months being analysed 

before the production can start, which would be without fuel. This, however, is 

not likely to be the case in reality, as excess fuel would probably have been 

stored from the previous year. In order to obtain realistic results when 

considering such seasonally stored supplies, the simulation is run for two 

consecutive years with the same demands, allowing any fuel remaining in 

storage to be used at the beginning of the next year. Using the second of these 

years gives the required results, and will also allow the user to see if there was 

any substantial over or under-production. When looking at this type of supply, 

the simulation period should not be less than a year. 

4.3.2 Multiple Load Following Supplies 

The matching procedure has been changed to allow the use of multiple load 

following supplies, and where more than one supply is chosen, these are applied 

in the order in which they are selected. This is important, as the residual 
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supplies, demands, and available fuel will change after each supply type has 

been considered. Also, each supply must be considered in turn for each timestep 

being evaluated, rather than looking at one supply over the whole time period, 

and then the next. This is because remaining fuel is being stored, and this may 

be stored and subsequently used by the first supply technology (as shown by the 

hatched lines in Figure 4.9). This fuel would not then be available for another 

technology, although the storage profile would suggest otherwise. For this 

reason, each technology is considered in turn for each timestep. When each load 

following supply technology has been considered for a given timestep, any 

remaining fuel, for each different fuel type being used, is added to the amount 

being produced at the next timestep. This then stores the fuel and makes it 

available for the next timestep, and also creates a storage profile of remaining 

fuel. 

Storage Profile Fuel available for use 

Figure 4.9 Fuel Availability 

When load following supplies which require fuel are being used, the amount of 

the relevant fuel type available is checked by the algorithm to ensure there is 

enough to run the supply at the required rate. If electricity is the required fuel, 

the amount of excess electricity for that timestep is used as the available fuel. 

When there is insufficient fuel to run the plant at the required rate, the possible 

rate is determined by the algorithm, as described for each plant type in Chapter 

5, and a warning message is displayed on the matching procedure window. 
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As it would be too confusing to show the profile of use graphs, for each load 

following supply being considered, all in the one graph, a button has been 

placed above this graph area to allow the different graphs to be `toggled' 

between. The name of each load following supply appears above the relevant 

graph, as shown in Figures 4.10 and 4.11, and the type of graphical information 

given depends on the type of plant used (see Chapter 5). Other relevant process 
information, including the number of engines used where multiple sets have 

been defined, is given in the Auxiliary Supply Performance box above the 

graphs. The engine being used in this example has been set to follow both the 

electricity and heat demand. 

The fuel storage graphs may be seen in the first graph area on the matching 

procedure window (see Figure 4.12), along with the energy demand and supply 

graphs, and can be `toggled' between using the button above. From these it can 
be seen whether the production rate is appropriate, and the required size of 

storage tank can be ascertained, as shown in Figure 4.13. If the excess is 

substantial, and each production period increases it (as can be seen in the second 

graph), it would be wise to decrease the amount being produced. If a fuel is 

available, and none has been used, the production from one timestep is still 

added to the next to produce a storage profile. 

The total amount of each fuel used is given in the Match Results box, and, 

again, the different fuel types can be ̀ toggled' between. This is useful when the 

same fuel is being used in different plants, and can be an important 

consideration when comparing different scenarios. If seasonal representative 

time periods are being used, an estimated annual overall consumption for each 
fuel is also given below this. 
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Figure 4.10 Output of the Matching Procedure (1) 
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Figure 4.11 Output of the Matching Procedure (2) 
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Figure 4.13 Estimating Storage and Production Rate from Fuel Storage Profiles 
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4.3.3 Four Different Energy Demand Types 

So that the supply, demand and residual graphs can be `toggled' between 

quickly, rather than having to repeat the matching analysis each time a different 

energy demand is considered, all energy demand types are analysed at the same 

time, making the comparison process faster. This also allows an overall rating 

for the match to be calculated, along with the individual energy demand ratings, 

which is an average of the individual ratings, excluding any zero demands, as 

there will not always be a demand for all four energy use types. The automatic 

search facility may now also be asked to search for the best specific individual 

energy demand type match, between demand and intermittent supplies, or for 

the best energy type match considering all energy demands (excluding zero 

profiles). 

The `Get Match' button has been introduced for speed, to stop a new analysis 

being carried out each time a demand, intermittent supply, or load following 

supply button is selected. When all desired demands, supplies and load 

following supplies have been chosen, this button is pressed to start the matching 

process. 

4.3.4 Transport Demands 

Considerable thought has been given with regards to the siting of transportation 

demand and vehicle use within this procedure. Splitting the transportation 

demand and vehicle choice as described here allows various benefits, including 

the ability to use hydrogen generated from excess electricity, to see onboard fuel 

storage characteristics, to apply specific refuelling regimes (e. g. overnight 

recharging), and to place vehicles in their desired place in the fuel use priority 

order. If the vehicle selection was, alternatively, performed at the demand 

definition stage, vehicles would always get priority over other fuel using 

technologies. Also, the transport demand would come through as a demand for 

fuel, and the fuel availability would not be known, so the user would not know 

when the transport demand could not be met without adding unnecessary 

complexity to the procedure and outputs. 
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However, when more than one transport demand has been defined, as specific 

vehicle types may be required for specific transport demands (e. g. agricultural 

vehicles, buses), it is necessary to link these demands with their specific vehicle 

type during the matching procedure. Windows are, therefore, opened during 

matching to allow the user to link each vehicle with its specific demand, as 

shown in Figure 4.14. If this were not done, the first vehicle chosen would try 

to satisfy all of the chosen transport demands. 

Which transport demand would you like to link the first vehicle with 9 

lCtivvy Cavelier (95% Methane) 

110 3 Bedroom Therme) (DF 0) 

110 3 Bedroom Electrical PF 0) 

r Smell Island (4x4) 

r Industrie) C Eledncel 

r s12 

OK 

Figure 4.14 Linking Transport Demands 

4.3.5 The Overall Matching Procedure 

r 10 3 Bedroom Thermal (DF O) 

(' 10 3 Bedroom Electncel PF 0) 

r SmeiI Island (4x4) 

r Industrie) C Elec ncel 

r st2 

OK 

Once all desired demands, fuel supplies, intermittent supplies, and load 

following supplies have been chosen using the procedures outlined in Sections 

4.1 and 4.2, various combinations of these may be tried via the matching 

window shown in Figure 4.10. There are two streams that need to be considered 

here - the energy supplies and demands, and the fuel availability. For each 

chosen demand set there are four demand profiles, for the fuel supply sets there 

are three demand profiles and thirteen fuel profiles, and for the intermittent 

supply sets there are three supply profiles. As the output and fuel use of the load 

following supplies depend on the residual demand and supply, these are not 

calculated until matching. 

Modi transport demand would you like to link the second vehide wit ? 

1GM EV1 Lead Acid (Electricity) 
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Before going forward for use in the matching procedure, the fuel availability 

profiles are chosen using the window shown in Figure 4.8, and are changed from 

being an amount of fuel available in kW, litres/h or kg/h, to an amount available 
for each timestep interval (kWh, litres or kg, per timestep interval). This is done 

by dividing the fuel produced per hour figure by the number of timesteps per 
hour (equal to 2 when looking at half-hourly intervals). 

The flow chart in Figure 4.15 represents the matching procedure. A number of 
different demands, intermittent supplies and load following supplies are chosen 
for matching by pressing their relevant buttons on the matching window (see 

Figure 4.10). When the `Get Match' button is pressed, the chosen equivalent 
demands are added together, along with any demands required by the fuel 

supply process. Transport demands are not added together, but are taken 

through separately. The chosen equivalent intermittent supply and fuel supply 

profiles are also added together. The supplies of electricity, heat and hot water 

are then subtracted from their relevant demands in order to produce a profile of 

residual demand and excess supply. If there are no load following supplies, the 

supply and demand graphs and residual and excess graphs are drawn. 

If load following supplies have been chosen, if more than one transport demand 

has been chosen, the windows shown in Figure 4.14 appear to allow the user to 

link each demand with the relevant vehicle. Each chosen load following supply 
is then considered in the order in which it was chosen, and the output of each of 

these technologies is predicted by applying the residual demands, excess 

supplies, fuel availabilities, and defined plant parameters to the appropriate 

algorithm (as described in Chapter 5). Only the appropriate transport demand is 

considered for each vehicle as necessary. Each algorithm returns amended 

residual demand, excess supply, and fuel availability information for use in the 

next supply, and this process is repeated for each chosen load following supply 

in order. Each time fuel is used, it is subtracted from the amount of fuel 

available at that particular timestep. If there is not enough fuel available, the 

demand that can be satisfied with the available fuel is calculated by the supply 

algorithm and the user is alerted that there is not enough fuel to run the plant at 

the desired capacity. If there is some fuel remaining after all supplies have been 
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considered, this amount is added to the production value for the next half-hourly 

time step. This is now stored and available for use at this next timestep. In this 

manner, a required storage profile is built up for each fuel being considered. 
Once all supplies have been considered, this procedure is repeated for each 

subsequent timestep. 

Demand Profiles 
Fuel Supply and Intermittent Load Following 
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Figure 4.15 The Matching Procedure 
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When all timesteps have been considered, if one or more of the fuel supplies is 

seasonal, any remaining fuel is added to the fuel availability for the first 

timestep, the process is repeated, and the second year's results are used for the 

graphs. The supply and demand graphs, residual and excess graphs, fuel storage 

graphs, and load following supply profile of use graphs are then drawn. 

4.3.6 Outputs of the Matching Process 

Through the matching process the user is able to assess a number of important 

criteria, in order to allow the comparison of different supply scenarios. 

9 Graphs are available to show the residual demand and supply, so that 

decisions can be taken about any demand and supply changes that may 
be made, and what type of load following or storage technologies might 
be appropriate. 

"A statistical analysis is made to show how well profiles match [1], and 

the user is able to analyse each energy carrier individually, or get an 

overall rating. This overall rating only considers energy carriers for 

which there is either a demand or supply, as there will not always be a 

need for all four of the demand types. 

9A graph showing the profile of use of the load following supplies (e. g. 

percentage load of the engine over time, state of charge of the battery, 

vehicle tank contents) is given in order to ensure that the equipment is 

not being used in a way which would be damaging to it, and that the 

rated capacity or other parameters chosen are appropriate for this 

particular application. Other useful information is also given about the 

performance of these supplies in the box above the graph. 

" The overall fuel use for each fuel type (and estimated annual fuel use if 

seasonal representative periods are being analysed) is calculated, and 
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users are alerted if there is not enough fuel to run any of the fuel using 

supplies at the desired capacity at any time. 

"A graph of the final storage profile for each fuel is displayed in order to 

allow decisions to be made about the required size of fuel tanks, and the 

suitability of the fuel type and production rate. 

As there are a large number of different graphs, to save confusion, there is a 

means of `toggling' between the appropriate graphs for the four different energy 

carriers, the thirteen different fuel storage graphs, and the profile of use graphs 
for supplies that follow demand and/or require fuel. 

This chapter has described the requirements for and the general layout of a 
demand and supply matching program which allows the total energy needs for 

an area to be analysed. The specific algorithms employed to determine the 

outputs, with the available inputs, for the various load following supplies 

mentioned in this chapter are described in detail in Chapter 5. The algorithms 

used to determine the derived fuel supply and related energy use profiles are 
described in detail in Chapter 6. 

4.4 References 

[1] F. J. Born, "Aiding renewable energy integration through complementary 
demand-supply matching", PhD Thesis, University of Strathclyde, 2001, 

www. esru. strath. ac. uk 
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5 Load Following Supply Algorithms 

This chapter presents the algorithms used to describe the behaviour of a variety 

of load following supplies. In each case, the residual demands, supplies and fuel 

availabilities are sent to each model at the matching stage, in the order in which 

they were chosen, for each consecutive half-hourly timestep, and this 

information is amended appropriately and returned. Each technology also gives 

a relevant output graph, showing plant use or storage characteristics, and 
information about overall fuel consumption or energy taken in and given out, as 

appropriate. 

These models have been designed to be generic to a particular plant type group 
(e. g. gas turbines or fuel cells), and require only readily available 

manufacturers' data in order to predict performance. The main issues that affect 

the performance of a particular type group are considered, and the performance 

analysis is based on these. This allows a wide variety of sizes and types of plant 

to be considered without having to run extensive tests to find specific data for 

each single engine, turbine or fuel cell, which would be time-consuming, much 

of the required information may be proprietary, and would quickly be out of 
date. This level of performance modelling is appropriate for the initial 

suitability assessment through demand and supply matching that is being 

considered here. 

5.1 Vehicle Performance Algorithm 

The input to this part of the procedure, at the demand and supply matching 

stage, is a transport demand profile (km/h versus time) and the appropriate fuel 

availability profile. From these, the ability to meet the transport demand, and 
half hourly fuel use, must be derived. To do this, the specific fuel consumption 

of the chosen vehicle, the amount of fuel that can be stored on board, and the 

refuelling requirements are defined when choosing the load following supplies, 

and examples of the vehicle definition windows for the different fuel types can 

be seen in Appendix 1 (Figures A1.40 to Al. 44). This information is then used 
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at the matching stage, along with the fuel availability, to determine what 

demand may be met, to determine the necessary refuelling times and amounts, 

and to reduce the available fuel accordingly. The procedure for this is described 

in this section. 

5.1.1 Fuel consumption 

A number of factors affect the fuel consumption of a vehicle, including personal 
driving style, driving speeds, and the number of stops and starts. To allow 

comparison, international standard test conditions have been set to determine 

fuel consumption figures for different vehicles for three typical types of driving 

condition - urban, extra-urban and combined driving (1], and these typical 

figures are used in this program in order to calculate vehicle fuel use. The fuel 

consumption units used by the program depend on the fuel type, as discussed 

below, but all are quoted as an amount of fuel per 100km. As the transport 

demand is in km/h, all consumption figures are converted to the amount of fuel 

required per km by dividing by 100, to allow the actual fuel requirement to be 

calculated in the correct units (kWh for gases and electricity, and litres for liquid 

fuels). This calculated specific fuel consumption (kWh/km or litres/km) is then 

input into the algorithm defined later. 

Biogas vehicle fuel consumption is quoted in petrol equivalent litres per 100km, 

with one petrol equivalent litre being the quantity of biogas that has the same 

energy content as one litre of petrol. This is because there are various different 

storage mediums being used in vehicles, so the use of a measure of the energy 

content saves confusion and provides a standard. By quoting in petrol 

equivalent litres rather than kWh, it allows comparisons to be made with petrol 
driven engines, as this is generally better understood. As the transport demand 

is in km/h and the biogas fuel use is in kWh, this consumption figure is 

converted to kWh/km using Equation 5.1. 

FU = 8.827 x FC 
100 

(5.1) 
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Where FU = Fuel Use (kWh/km) 

FC = Fuel Consumption (petrol litres equivalent/ I OOkm) 

1 petrol equivalent litre = 8.827 kWh 

The fuel consumption for alcohol (ethanol and methanol) fuelled vehicles (both 

flexible fuelled internal combustion engine and fuel cell vehicles) is quoted in 

litres/l001an for 100% petrol, and for a blend called E85 (or M85), which is 

85% ethanol (or methanol) and 15% petrol. However, figures for E100 or M100 

(100% ethanol or methanol) and E50 or M50 (50% ethanol or methanol and 

50% petrol) are also sometimes quoted. As the fuel consumption varies with the 

percentage of alcohol in the mixture, the percentage blend at which the fuel 

consumption is being quoted is required along with the fuel consumption figure. 

If this is less than 100% alcohol, the program allows the fuel to be employed at 

that blend, or the fuel consumption may be approximated for 100% alcohol. If 

approximating for 100% alcohol, the fuel consumption at 100% petrol must also 
be given, and this is generally quoted with the blended fuel consumption. As 

the fuel consumption figure varies linearly between 100% petrol and 100% 

alcohol, the fuel consumption at 100% alcohol is calculated by direct proportion 

using Equation 5.2. 

A100 = (AFC - PFC) x 100 + PFC (5.2) 
Percentage 

Where Percentage = Quoted percentage of blended alcohol 
AFC = Fuel consumption at quoted percentage of blended 

alcohol (litres/ 100km) 

PFC = Fuel consumption at 100% petrol (litres/1001an) 

A100 = Fuel consumption at 100% alcohol (litres/100km) 

To give the fuel consumption figure in litres/km, this figure, or the chosen fuel 

consumption figure if not approximating for 100% alcohol, is divided by 100. 

Biodiesel consumption is quoted in litres/lOOkm, and the fuel consumption 

figures for vehicles running on diesel can be used directly for biodiesel-fuelled 
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vehicles if they are increased by 10% [2]. To give the fuel consumption figure 

in litres/km, this figure is divided by 100. 

The use of fuel cell vehicles is less established than the other types of vehicle 
being considered here, so there is a limited amount of information available 
from manufacturers. The fuel consumption for these vehicles is input in 

kWh/100km, using a measure of the energy content to eliminate the problems 

associated with the different storage mediums. This fuel consumption unit has 

been chosen, as this is easy to convert to from the various ways in which fuel 

consumption is being quoted for this type of vehicle. To give the fuel 

consumption figure in kWh/km, this figure is divided by 100. 

Fuel consumption figures for electric vehicles are quoted in kWh/100km, which 
is divided by 100 to give the fuel consumption in kWh/km. The overall amount 

of energy available from a battery depends on its rate of discharge [3], however, 

when considering vehicles, no information is given about the effects of rate of 
discharge on the delivered energy. As the vehicle `fuel consumption', or more 

correctly for a battery, discharge rate, is quoted for typical use, and there are a 
limited range of discharge rates at which the vehicle would require to draw 

energy, the quoted discharge rate (kWh/100km) is used, and not varied with the 

energy drawn. This is the same simplification as using average fuel 

consumption rates for the other types of vehicle, as the fuel consumption of 

these vehicles would vary with the speed and type of driving. Also, as general 
transport demands are being modelled over half hourly time periods, and the use 

of onboard storage is being taken into consideration, these are reasonable 

assumptions. 

Batteries also suffer from self-discharge if left unused for months. As these 

vehicles would generally be in almost constant use, and as information about 

self-discharge rates for vehicles are not easily available, this has not been taken 

into consideration here. Therefore, the energy use (discharging) of electric 

vehicles is treated in a similar way to the other types of vehicle being considered 
here. Recharging, however, must be treated slightly differently, and this is 

discussed later. 
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5.1.2 Storage and Refuelling Options 

As vehicles have onboard storage, it is unrealistic to model them as continuous 

users of fuel. Instead they require refuelling when their tank is running low, or 

at certain times each day, depending on the users requirements. Therefore, the 

initial fuel level as a percentage of the tank capacity must be known, and a 

refuelling method must be defined. Options for refuelling given in the program 

are, refilling to maximum when the level falls below a given minimum 

percentage, or choosing to refuel at the same time or times each day. If 

continuous use is to be analysed, the options to always keep at maximum or an 
input minimum, where possible, are also available. These options are available 
for all types of vehicle, except electric vehicles, whose recharging is a separate 

case with specific considerations, which is described later. 

The amount of storage available on the vehicle is also an important factor when 

considering fuel use and refuelling profiles. This is not often quoted as a storage 

amount, and where these figures are available, they are again subject to 

confusion due to the different storage methods for gases. However, a parameter 

that is widely available, which is directly related to the storage capacity of the 

vehicle, is the driving range between refuelling. If the range and fuel 

consumption of a vehicle, and the number of vehicles, are known, the total 

available onboard storage capacity can easily be calculated using Equation 5.3. 

This parameter is required for the vehicle use algorithm described later. Where 

more than one vehicle is being used, an even distribution of use across these 

vehicles is assumed. 

Total Storage = (Number x Ran eg x FC) (5.3) 
100 

Where Total Storage = Total storage (litres, litres(eq), or kWh) 

FC = Fuel consumption (litres/100km, 
litres(eq)/100km or kWh/100km) 

Range = Range (km) 

Number = Number of vehicles 
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If biogas is being considered, the total storage in petrol equivalent litres must be 

changed to kWh by multiplying it by 8.827 as in Equation 5.1. 

If ethanol or methanol is being used, and it is wished to approximate for 100% 

of the fuel, the range for 100% petrol must be given, and the range to be used in 

Equation 5.3 must be calculated using Equation 5.4 

Range (A100) = (AR - PR) x 100 + PR (5.4) 
Percentage 

Where Percentage = Quoted percentage of blended alcohol 

AR = Range at quoted percentage of blended alcohol (km) 

PR = Range at 100% petrol (km) 

Range (A100) = Range at 100% alcohol (km) 

A filling station can also be modelled rather than a fleet of individual cars. If 

this is the case, the storage capacity for the filling station tanks is given in the 

storage units for that particular fuel (litres, litres(eq) or kWh). Again, if biogas 

is being used as the fuel, the input value must be multiplied by 8.827 to convert 
from litres(eq) to kWh. The average fuel consumption of the vehicles using the 

filling station is given, and the options for refuelling the tanks of the filling 

station are the same as for the individual vehicles, as this covers the main range 

of possible refuelling schedules. As electric vehicles would be recharged 
directly from the grid or local electricity supply, the filling station option is not 

appropriate. 

5.1.3 Vehicle Use Algorithm 

At the matching stage it is necessary, for each timestep, to calculate the required 

fuel use, subtract this from the onboard storage tank, and refill the tank when 

necessary and possible from the available fuel. In order to do this, the specific 

fuel consumption for the vehicle is calculated as described in Section 5.1.1, the 

available storage is calculated as described in Section 5.1.2, and the 
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instantaneous transport demand for each half hourly time step is read in to the 

algorithm outlined in Figure 5.1. This then determines how much of that 

demand can be met, and the new onboard tank level, and subtracts any fuel 

necessary to refill the onboard tanks from the fuel available. If the transport 

demand cannot be met due to a lack of fuel, the user is warned, and the amount 

of demand that can be met with the available fuel is calculated. The total fuel 

used is also calculated for information. 

Before starting this algorithm, various parameters are calculated, depending on 

which refuelling option has been chosen. These can be seen in Equations 5.5 to 

5.10. 

refill (to max if goes below) = Total Storage x Refill Percentage (5.5) 
100 

min (always keep at if possible) = Total Storage x Min Percentage (5.6) 
100 

tank (initial fuel level) = Total Storage x Initial Percentage (5.7) 
100 

timesteps per day = 24 x timesteps per hour (5.8) 

start time 1= Time 1 selected x timesteps per hour (5.9) 

start time 2= Time 2 selected x timesteps per hour (5.10) 

Total Fuel Used =0 

Then, for each timestep value, the following are defined, 

fuel supply = available secondary fuel from matching stage at timestep value 

i= this timestep value 
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The number of timesteps per hour will be 2 when considering half-hourly 

profiles. 
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After the algorithm has been followed, the outputs for each time step value that 

are sent back to the matching stage are, 

Residual Demand (km/h) 

Percentage Tank Contents 

Fuel Used (litres or kWh) 

= residual 

= (tank x 100) / Total Storage 

= fuel used 

Total Fuel Used (litres or kWh) = Total Fuel Used + fuel used 

At the matching stage, it is not useful to display a graph of the vehicle profile of 

use, as this would be exactly as defined by the user at the demand definition 

stage. A more useful output of this section to the matching process is a graph of 

the percentage tank contents, which shows if the chosen number and type of 

vehicles, and the refuelling policy chosen are appropriate. Overall fuel 

consumption information is also given. 

5.1.4 Electric Vehicle Charge Algorithm 

Due to the limitations of the amount and types of information that are readily 

available for electric vehicle batteries, existing battery models [4] cannot be 

used for the recharging of electric vehicles. A different model has, therefore, 

been devised which allows the recharging power requirements of the vehicles to 

be calculated using available data. 

There are two ways to determine the storage capacity of an electric vehicle. 
Firstly, the total capacity can be found using, 

TS = SCxRVxNV (5.11) 

Where TS = Total Storage (Wh) 

SC = Storage Capacity (Ah) 

RV = Rated Voltage (V) 
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NV = Number of Vehicles 

However, information about minimum discharge levels is not generally quoted 

for electric vehicles, so it is not easy to tell how much of this is actually 

available to the driver. The second method is the same as that described earlier 
for the other types of fuel, where, 

AS = FC xRx NV (5.12) 
100 

Where AS = Available Storage (kWh) 

FC = Fuel Consumption (kWh/IOOkm) 

R =Range (Ian) 

NV = Number of Vehicles 

This is a more useful method of calculating the storage capacity of an electric 

vehicle as it eliminates the problems of minimum discharge level, which can be 

misleading, and calculates the total capacity actually available. In this case, the 

output graph at the matching stage shows the percentage of available battery 

capacity. 

The recharging of a battery generally takes place in three stages, two of which 

can be seen in Figure 5.2 [3]: - 

0 Bulk Charge - the battery is charged using a constant current until it 

reaches around 70 or 80% charge. This is the maximum safe charging current 

that does not cause overheating in the cables. 

0 Absorption Charge - as the battery gets close to full charge, the internal 

resistance increases. To avoid damage and overheating, the charging voltage 

remains constant, while the current decreases exponentially. 
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" Float Charge - once the battery reaches full charge, the charging 

voltage is reduced to prevent damage to the battery from overcharging when the 

recharger has not been switched off. 
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Figure 5.2 Battery Charging Characteristics [3] 

In the first stage, bulk charging, the battery charge increases linearly with time, 

due to the constant charging current, to a specified bulk percentage charge (CB). 

In the second stage the charging current tapers exponentially with time, which 

means that the percentage charge at a time (t) can be defined by Equation 5.13. 

current% = bulk% + (max% -bulk%)( 1- e) (5.13) 

Where current% = percentage charge at time t 

max% = maximum percentage bulk charge 
bulk% = maximum percentage charge 

t= current time - bulk charge time 

ti = 1/5 time for absorption charge (maximum safe rate to 
avoid overheating) 
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In general, the bulk charge phase for an electric vehicle takes half of the 

recharging time, recharging the battery to around 70%, and the absorption 

charge phase uses the second half of the recharge time [5]. The float charge 

phase is not considered here as this is designed mainly to limit battery damage 

due to overcharging, which this model will not allow. 

The initial state of charge of the vehicle battery is defined with the vehicle 

characteristics, along with the time to start the slow recharge, and whether or not 

to allow fast recharges (although the number of fast recharges a vehicle 

undergoes should be limited as this affects the battery life). The time taken for a 
full slow recharge, the maximum bulk charge percentage, and the percentage of 

the charge time this takes, also need to be input in order to define the recharge 

curve. This allows the algorithm shown in Figure 5.3, for charging and 
discharging the electric vehicles, to be used at the matching stage. Discharging 

is similar to the other vehicles, except that no recharging takes place if the level 

falls below 0, unless fast recharging has been allowed. The efficiency of the 

battery must also be taken into consideration, as more energy is required to 

recharge the battery than will be available from the battery after recharging. 
This efficiency is generally around 85%, and is taken into account when 

recharging the battery, by increasing the amount necessary for recharging. 

This procedure is slightly different than for the other vehicles as, although the 

demand is still in storage units (kWh), the supply profile is a supply rate (kW) 

rather than an available amount. This must, therefore, be taken into 

consideration throughout the procedure. Firstly, the maximum storage capacity 
(maxkWh) must be calculated using Equation 5.12, and this should then be used 
in Equation 5.7 to calculate the initial fuel level (tank). Timesteps per day, start 

time 1, and start time2, should be calculated as before. Then, for each timestep, 

the residual electricity supply should be read in as the fuel supply, and i is equal 

to the current timestep value. 
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The i value is checked to see if it corresponds with either of the recharge start 

times. If not, the vehicle battery is discharged in a similar manner to the other 

vehicles. If the battery charge goes below zero, and fast recharging is not 

allowed, the transport demand that can be met with the available charge is 

calculated and the available battery charge is set to zero. If fast refueling is 

allowed, the electricity required to fully recharge the battery is calculated in kW 

rather than kWh, using Equation 5.14. This gives the electricity supply rate 

required to fully recharge the battery over the available timestep interval in kW, 

which can be directly compared to the available supply. 

required (kW) = (maxkWh - tank) x timesteps per hour (5.14) 

Likewise, when this electricity supply is used to add charge to the battery, the 

electricity supply in kW must be divided by the timesteps per hour to find the 

storage value (kWh) that can be added to the tank in that timestep interval, as 

shown in Equation 5.15. 

tank (kWh) = tank + (fuel supply / timesteps per hour) (5.15) 

In reality, the recharge would probably take less time than the full timestep 

interval, but in dealing with, mainly, half-hourly timesteps, there is a necessary 

averaging out of all supply data [4]. To avoid this, a greater number of 

timesteps per hour may be chosen, but this only makes sense if other electricity 

supply profiles and climate data are also available at that frequency. 

If the slow recharge is to start, or continue as the level has not reached 100% 

and there is no demand, the percentage charge of the battery must be checked. 
If this is below the bulk percentage level, the percentage charge increases at a 

constant rate, and this does not vary with the percentage charge in the battery. 

Therefore, the required energy supply rate is constant, and calculated using 
Equation 5.16. 
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required (kW) = maxkWh x bulk% (5.16) 
time x time% 

Where maxkWh = maximum storage capacity (kWh) 

bulk% = maximum percentage from bulk phase 

time = recharge time 

time% = percentage of recharge time for bulk phase 

If the percentage charge of the battery is above the bulk percentage level, the 

percentage charge being added to the battery decreases exponentially with time, 

as defined by Equation 5.17. 

Percentage Charge Added = (1 -e 
/s) (5.17) 

In order for this to happen, the power drawn by the recharge unit (the recharge 

rate (kW required)) will decrease exponentially with time, as defined by 

Equation 5.18. 

Power Drawn by Recharge Unit = (em ) (s. i s) 

As the vehicle may come to be recharged with varying percentage charges, and 

there may not always be enough excess electricity to fully supply the recharging 
demand, the time in these equations will not be known to ascertain the power 

required. Therefore, the shape of the recharge rate profile (kW required) with 

percentage charge must be found. From Equations 5.17 and 5.18, it can be seen 

that this profile can be defined by, 

x= 1-y 

This is shown graphically in Figure 5.4. 

(5.19) 
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Figure 5.4 Relationship Between Percentage Charge and Recharge Rate 

Therefore, if the charge percentage in the battery is greater than the bulk 

percentage charge, the required power needed for recharging at that percentage 

charge is given by Equation 5.20. 

required power (kW) = required x (max% - current%) (5.20) 
(max% - bulk%) 

Where required = maximum required power (Equation 5.16) 

current% = percentage charge at this timestep 

max% = maximum overall percentage 

bulk% = maximum percentage from bulk phase 

If available, this is then added to the battery, compensating for the storage and 

production rate profiles as before. 

After the procedure has been followed, the outputs for each time step value that 

are sent back to the matching stage are, again, 

Residual Demand (km/h) = residual 

Percentage Tank Contents = (tank x 100) /maxkWh 

Electricity Used (kW) = fuel used 
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An example of the output graph produced using this procedure, for a two-day 

cycle, is shown in Figure 5.5. 
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Figure 5.5 Recharge Curve Calculated by the Described Algorithm 

5.1.5 Other Vehicle Types 

The discussions so far have focussed on land vehicles, but the same processes 

can be equally applied to aeroplanes and boats providing that fuel consumption 

and range data are available [6,7]. Diesel trains could also be run on biodiesel, 

and the processes, again, would be the same. However, electricity demand from 

electric trains would be more easily modelled at the demand profile selection 

stage as a direct electricity demand, due to the way in which consumption data is 

available. 

5.2 Internal Combustion and Diesel Engine Modelling 

There are two possible ways to approach the performance modelling of internal 

combustion or diesel engines. Firstly, the combustion process and 

thermodynamic cycle could be explicitly modelled, in order to predict the 

performance of different engine designs. This approach, however, would 

require a large volume of data that would not be easily available (much of which 
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might be proprietary), or may require tests to be carried out on the specific 

engine being considered. Also, the complexity and variety of designs available 

would make it difficult to create a generic model for a wide variety of engines. 
Alternatively, the performance of an engine can be predicted from actual 

performance data quoted by manufacturers, which is already widely used to 

predict engine performance under different load and ambient conditions. A 

model of this type would be more generally useful, and applicable, as it would 

use readily available manufacturers' data, and it could also be easily applied to 

other engine types and new technologies as they arise. An example of this 

would be the Proe Afterburning Ericsson Engine [8], which is a multi-fuelled 

engine that uses the Ericsson thermodynamic cycle rather than the Diesel or 
Otto cycles, and may also be modelled using the generic approach outlined in 

this section. 

The existing diesel generator model in MERIT has been enhanced to allow 

consideration of different engine and turbine types, part load performance (of 

efficiency and heat to electricity ratio), minimum load, the possible use of 

multiple engine sets to allow more efficient performance (i. e. only one operating 

at low load times), derating for altitude and ambient temperature, and the 

possibility of using different types of fuel. The ability to follow heat and/or 

electricity demand, run at a constant load, or run at specified varying loads at 
different times of the day and year, has also been added. To allow derating, the 

altitude of the site is input with the Climate data selection. 

This section describes the algorithms used to model the behaviour of diesel and 
internal combustion engines, and the relevant system definition windows are 

shown in Appendix 1, Figures A1.30 and A1.31. Figure A1.32 shows the 

window in which different percentage loads can be defined for different times of 

the day and year. The input to this section from the matching stage, for each 

timestep, is the appropriate fuel availability, and the residual electricity and heat 

demands. The output of this section to the matching stage is a graph of 

percentage engine loading with time. Overall fuel consumption information is 

also given. 
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5.2.1 Required Power 

Specifically designed engine generator sets are commonly used for electricity 

generation, where the engine and generator come already coupled, and 

performance information is given for the overall system (fuel to electricity). If a 

separate engine and generator are to be used, the engine is run at a fixed 

rotational speed, which is dictated by the generator coupling. Therefore, the 

performance information that is quoted for the speed required by the generator 

should be used, and this rotational speed may be calculated using 

Engine Speed (rpm) = Supply Frequency x 60 (5.21) 
Number of Generator Pole Pairs 

where the supply frequency is given in Hz. 

As this performance information will only describe the fuel to mechanical work 

conversion, the percentage generator efficiency must also be known in order to 

calculate the power output required from the engine to meet the electrical 
demand. 

Engine power required = Generator Power Required x 100 (5.22) 
Generator Efficiency 

If an engine generator set is being modelled, the generator efficiency is set to 
100%. 

5.2.2 Engine Derating 

The maximum rated power that may be drawn from either a diesel engine or 
ICE is affected by both ambient temperature and altitude [9,10]. The process of 

calculating this reduced power availability is called derating, and derating 

factors are given in manufacturers' data. Although figures vary with different 

engines, typically, the maximum rated power available must be reduced by 

around 1.5 % for every 5 degrees that ambient temperature is above 40 °C. 

Also, above 1000 metres above sea level the maximum rated power must be 
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reduced by 4% per 500 metres, and by 6% above 3000 metres. Therefore, if the 

altitude is above the threshold level, and if the engine is situated in an area 

where it is affected by ambient temperature, the maximum available power 

(rated power) must be reduced accordingly. If the engine is situated in an area 

that is not affected by ambient temperature, the constant average room 

temperature is used for derating. The algorithm used to determine the rated 

power used for the rest of the procedure is shown in Figure 5.6. 
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5.2.3 Engine Performance in the Context of Varying Load 

In order to define the performance of an engine, it is necessary to know the 

required percentage loading, and its efficiency or fuel consumption at that load. 

If CHP is to be considered, the ratio of heat to electricity output must also be 

known. 5.7 shows a representative heat balance curve for a diesel engine, 

though exact characteristics vary with engine size and configuration. It can be 

seen that the percentage of fuel energy input which contributes to net work 
(mechanical work, and hence electricity production) remains fairly constant 
down to around 70% of full load, but then starts to decrease rapidly, showing 

that the efficiency of electricity production decreases with percentage load (i. e. 

more fuel is required per kWh of electricity produced at lower percentage 
loadings). At the same time, the amount of heat lost to the jacket coolant water 

and exhaust gases, from which heat recovery is possible for CHP generation, 

increases due to this decreased efficiency. 

It can also be seen from Figure 5.7 that, if the percentage fuel energy input 

values for net work, exhaust and jacket water are summed at different 

percentage loadings, the overall percentage of fuel energy input which 

contributes to these three outputs remains fairly constant. Values below 20% 

loading have not been taken into consideration here as this is typically 

recommended by manufacturers to be the minimum load value to avoid damage 

to the engine. This means that the overall efficiency (for electricity and heat) of 

a typical engine CHP generation system remains fairly constant, while the fuel 

to electrical efficiency decreases with decreased load. Therefore, more heat is 

produced at lower loads, keeping the overall percentage of recoverable energy 
(electricity and heat) fairly constant. Using this assumption, it is possible to 

estimate the ratio of heat to electricity production at any percentage loading, 

provided the ratio is known for 100% loading. These figures are typical for both 

diesel engines and ICEs, with the overall efficiency (heat and electricity) 

generally being around 90% of the fuel input. 
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Figure 5.7 Representative Heat Balance Curve for a Diesel Engine [9] 

5.2.4 Determination of Required Percentage Load 

As the efficiency of electricity production decreases with percentage load, this 

rate of decrease must be defined. As the shape of this curve varies with 

different engines, different mathematical descriptions would be required for 

each different engine, which is not practical. Efficiency information for diesel 

engines is occasionally quoted in graphical form, showing the fuel consumption 

versus percentage load. However, for diesel engines and ICEs running on liquid 

fuel, the specific fuel consumption (g/kWh) is much more commonly quoted as 

a measure of efficiency, and this is given at specific percentage loadings 

(generally 25%, 50%, 75% and 100%) [10]. These percentage loadings are also 
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used for gas powered ICEs, but the parameter quoted is usually the efficiency of 

either electrical or mechanical production, rather than the specific fuel 

consumption [11]. Therefore, the specific fuel consumption for diesel engines 

and ICEs running on liquid fuels, and the mechanical efficiency of gas powered 
ICEs must be given at different percentage loads (which may be specified by the 

user), and from these figures, the specific fuel consumption or efficiency for any 

specific load may be interpolated, assuming a linear variation between points. 

To determine the percentage load required at any particular timestep, the 

generation priority must be defined. The user may choose to set the engine to 

follow the electricity demand, follow the heat demand, follow demands for both 

electricity and heat, run at a constant percentage load, or run at specific 

percentage loads at different times of the day or year. With the last two options, 
it is simply a case of determining the percentage load that should be running at 

that time of day and year. 

If following the electricity demand, the generator power required is equal to the 

electricity demand, and the power required from the engine is calculated using 
Equation 5.22. If following the heat demand, the generator power required is 

equal to the heat demand divided by the heat to electricity ratio at 100% load, 

and the power required from the engine is, again, calculated using Equation 

5.22. If following both the heat and electricity demands, the required generator 

powers to meet either demand are determined, and whichever value is highest is 

used in Equation 5.22 to find the required engine power. As the heat to 

electricity ratio will change at lower percentage loadings, this ratio, the specific 
fuel consumption or efficiency, and the percentage loading will be recalculated 
later if the engine is following the heat load. If the engine is following both 

demands, the choice of which demand to follow will also be reassessed using 

this recalculated data. If the required engine power is greater than the rated 

engine power, then the required engine power equals the rated power. If the 

required engine power is less than the minimum recommended load, the engine 
is not run. This process is shown in context in Figure 5.8, which uses a flow 

chart to describe the algorithm used to determine the required percentage load. 
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The percentage load is then calculated using Equation 5.23, 

Percentage Load = 100 x Required Engine Power (kW) (5.23) 
Derated Maximum Power 

The specific fuel consumption or efficiency is calculated by interpolating 

between the known values for 100%, 75%, 50%, and 25%, as shown in Figure 

5.9. If values are known for other percentages, these may also be input and used 
for interpolation, however, the value for 100% load must be given. 

5.2.5 Multiple Engine Generator Sets 

In order to work more efficiently, provide a better range of loads that may be 

supplied, and reduce engine damage, it is common practice to use a number of 

lower rated engine generating sets rather than one higher rated one. This also 

means that, if one fails, essential power may still be provided. This possibility 
has been incorporated into this model, by allowing a maximum of five 

generating sets, of equal rated power, in the one engine definition. These engine 

sets share the load between them in a manner that ensures they are working as 

efficiently as possible. As the engine efficiency has a low rate of decrease at 
higher loadings and a greater rate of decrease at much lower loadings (see 

Figure 5.7), the best performance is obtained from the plant by running the 

lowest possible number of individual engines at equal percentage loadings. 

The number of available engine sets is defined, and if the required engine power 
is less than the maximum derated power, one engine only is required, and its 

operating parameters are calculated as described previously. All other engines 

are not used. If the required engine power is between one and two times the 

maximum derated power, the load is divided equally between the two engines, 

to allow them to work as efficiently as possible. If this calculated load is below 

the minimum load, one engine will work at full load, while the other is not used, 

and there will be some unmet demand. This will only happen, however, if the 

minimum load is above 50%. This is repeated for between two and three times 

the maximum derated power, between three and four times, and between four 
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and five times, depending on the number of engine sets specified. If the demand 

is greater than the possible supply, this excess demand will not be met. As all 

engines being used will be supplying the same percentage load, the calculation 

of operating parameters need only be done once. This process is shown in 

context in Figure 5.8, which uses a flow chart to describe the algorithm used to 

determine the number of engines that require to be run and the required 

percentage load for each engine. 
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Figure 5.8 Required Percentage Load Determination Algorithm 
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Figure 5.9 Specific Fuel Consumption or Efficiency Determination 

As engines may be started and stopped at different times as demand increases 

and decreases, it is necessary to be able to see graphs showing the loading of all 

engines in order to assess the way in which they require to be used. As these 

graphs overlap, it is also necessary to state how many engines have been used to 

satisfy the peak demand. Figure 5.10 shows the output of a biodiesel run 

generator set, where three engines are required to meet the electricity demand. 

Two engines are running constantly at varying load, following the electricity 

demand, and a third is needed to help supply the peak demand between 0900 

and 1700 hours. 

133 



Auxiliary Supply Performance 
Fuel Used: 1418.40 litres (Biodiesel) 
3 Engines Used 

Supply and Demand »> Real 

347.4 

324.2 

301.0 

277.9 

254.7 

231.6 

4 208.4 

185.3 
Ill 

162.1 

138.9 

115.8 

92.6 

69.5 

46.3 

23.2 

0.0 
0.0 2.0 4.0 6.0 8.0 10.0 12.0 14.0 16.0 18.0 20.0 22.0 24.0 

Hours 

90.46 

84.43 

78.40 

72.37 

66 34 

60.30 

54.27 

48.24 

42.21 

36.18 

30.15 

24.12 

18.09 

12.06 

6.03 

0.00 
0.0 2.0 

Figure 5.10 Use of Multiple Engine Generator Sets 

5.2.6 Heat to Electricity Ratio 
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The heat to electricity ratio at partial loads may be calculated in a number of 

ways. The options are available to estimate the ratio at partial loads using the 

assumptions outlined earlier, to input heat to electricity ratios at partial load 

percentages (e. g. 100%, 75%, 50%, and 25%) if this information is available, or 

to keep the ratio constant at partial loads. If values are input for specific 

percentage loads, the heat to electricity ratio is interpolated using these values. 

If CHP is not desired, then the engine may be run to generate electricity only, 

and the heat to electricity ratio is set to 0. 

If the ratio is to be estimated, the calculations outlined below are used. If the 

specific fuel consumption is being used (liquid fuels), the maximum energy 

available from the fuel is given by 

Max = CV 
3610.3 

Auxiliary »> 117 kWe -Volvo TD720GE 
Electricity Demand (Engine Loading (96) 
Electricity Supply 

(5.24) 
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where Max = maximum energy available from the fuel (kWh/kg) 

CV = calorific value of the fuel (kJ/kg) 

1 kWh=3610.3 W. 

The actual fuel consumption at 100% load is given by 

Actual FC = SFC x Power 
1000 

where Actual FC = actual fuel consumption at 100% load (kg/h) 

SFC = specific fuel consumption at 100% load (g/kWh) 

Power = derated maximum power (kW). 

(5.25) 

If the maximum energy available from the fuel and the actual fuel consumption 

at 100% load are multiplied, the result is the total energy potential of the fuel 

used in kW. The percentage of this energy that is available for use at 100% load 

is given by 

Percentage = (Power + (Power x Ratio)) x 100 (5.26) 
Potential 

where Percentage = percentage of energy available for use at 100% loading 

Power = derated maximum power (kW) 

Ratio = heat to electricity ratio at 100% loading 

Potential = total energy potential of the fuel (M). 

The actual fuel used at the partial load is calculated using Equation 5.25, 

however, in this case, the specific fuel consumption must be that for the 

percentage load being considered, and the power is the required power at which 

the engine is operating, in kW. Assuming that the same percentage of the 

energy is available for use as at 100% loading (i. e. that the overall efficiency 
(heat and electricity) is constant), the total useful energy that this amount of fuel 

can produce is given by 
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Total Energy = Max x Fuel Used x Percentage (5.27) 
100 

where Total Energy = total useful energy available from partial load fuel use 
(kW) 

Max = maximum energy available from the fuel (kWh/kg) 

Fuel Used = partial load fuel use (kg/h) 

Percentage = percentage of energy available for use at 100% loading. 

The part of this total useful energy that is available as heat is the total amount 

minus the electrical output, and the heat to electricity ratio may then be 

calculated from these two figures. This whole process may be reduced to 

Equation 5.28. 

Ratiopa, t = SFCFart (1+ Ratio j-1 (5.28) 
SFC1oo%o 

where Ratio, 00%o = --heat to electricity ratio at 100% load 

Ratiopart = heat to electricity ratio at partial load 

SFC10O% = Specific Fuel Consumption at 100% load 

SFCpart = Specific Fuel Consumption at partial load 

If efficiency values are being used (gaseous fuels), the overall efficiency may be 

defined as 

Overall Efficiency = Efficiency x (Ratio + 1) (5.29) 

where Overall Efficiency = total heat and electrical efficiency 
Efficiency = electrical efficiency at 100% load 

Ratio = heat to electricity ratio at 100% load. 

Assuming the overall efficiency is constant, the heat to electricity ratio at partial 
load may be calculated using 

Ratiopart = (Overall Efficiency - Efficiencvpara (5.30) 
Efficiencypart 

136 



where Ratiopa, t = heat to electricity ratio at partial load 

Overall Efficiency = total heat and electrical efficiency 
Efficiencyp = electrical efficiency at partial load. 

Substituting for the overall efficiency gives 

Ratiopart = Efficiencyloo%s (1 + Ratio1oo%o) -1 (5.31) 

Efficiency pan 

where Ratio 1100% = heat to electricity ratio at 100% load 

Ratiopan = heat to electricity ratio at partial load 

Efficiency 100% = Specific Fuel Consumption at 100% load 

Efficiency Part = Specific Fuel Consumption at partial load 

Therefore, if estimating the heat to electricity ratio at partial loads, Equation 

5.28 is used if specific fuel consumption is being considered, and Equation 5.31 

is used if efficiency values are being considered. The process of determining 

the heat to electricity ratio at different loads is outlined in Figure 5.11. 

If the engine is following the heat demand, it is necessary to recalculate the 

required engine power. This is because the original calculation of the electrical 
load required to produce the desired amount of heat relied on the heat to 

electricity ratio at 100% loading. However, this ratio will increase at partial 
loading, decreasing the required engine power to meet the heat demand. Also, if 

the engine is following both electricity and heat demand, and the heat demand is 

currently being followed, this must, again, be recalculated. However, if the 

electricity demand is currently being followed, there is no need to recalculate as, 
if the electricity demand was more than the heat demand originally, the heat 

supply will only increase with decreased efficiency, therefore it will still require 

to follow the electricity demand. This process is shown in Figure 5.12. 
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Figure 5.11 Heat to Electricity Ratio Determination 
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Figure 5.12 Re-Determination of Heat to Electricity Ratio 

In order to find the revised heat to electricity ratio, the generator power required 
is recalculated by dividing the heat demand by the heat to electricity ratio just 

calculated for the current percentage load, and the power required from the 

engine is recalculated using Equation 5.22. The percentage load, specific fuel 

consumption or efficiency and heat to electricity ratio are calculated as before 
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with this new required engine power. This process is repeated continuously 

using the recalculated heat to power ratio to determine the required engine 

power in order to satisfy the heat demand, until the difference between the last 

calculated ratio and the current calculated ratio is plus or minus 0.0001. If the 

engine is following both heat and electricity demand, once the final heat to 

electricity ratio has been determined, it is necessary to check if it is still better to 

be following the heat demand rather than the electricity demand. Again, the 

required generator powers to meet either demand are determined, and whichever 

value is highest is used in Equation 5.22 to find the required engine power. The 

percentage load, specific fuel consumption or efficiency and heat to electricity 

ratio are then calculated as before. 

5.2.7 Actual Fuel Consumption 

Once the final values for the percentage load, specific fuel consumption or 

efficiency, heat to electricity ratio and number of engines running have been 

determined, it is necessary to calculate the actual fuel consumption required. 

This can be done using Equations 5.32 to 5.36. The equation used depends on 

the desired unit for the fuel (kWh for gas, litres for liquid and kg for solid fuels), 

and whether specific fuel consumption or efficiency values are being used. 
Although solid fuels may not be used in either of these types of engine, they 

may be used in Stirling engines, which will be considered later in this chapter. 

Consumption (litres) = SFC x Power 
Density x Timesteps 

(5.32) 

Consumption (litres) = 3610.3 x 100 x 1000 x Power (5.33) 
Efficiency x CV x Density x Timesteps 

Consumption (kg) = SFC x Power (5.34) 
1000 x Timesteps 

Consumption (kg) = 3610.3 x 100 x Power (5.35) 
Efficiency x CV x Timesteps 

Consumption (kWh) = 100 x Power (5.36) 
Efficiency x Timesteps 
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where SFC = specific fuel consumption at partial load (g/kWh) 
Power = required engine power (kW) 

Density = density of the fuel (kg/m3) 

Timesteps = number of timesteps per hour 

Efficiency = engine efficiency at partial load (%) 

CV = calorific value of the fuel (kJ/kg) 

1kWh = 3610.3kJ. 

Once the actual fuel required has been calculated, this is multiplied by the 

number of engines being used, and this is checked against the amount of fuel 

available. If there is not enough fuel, a warning is given, and the percentage 
load at which the engine or engines are able to run with the available fuel is 

calculated. Although the generating set would not actually work in this way, 

this has been designed to give an idea of what would be available in a given 

circumstance, so the user can make a decision about either increasing the fuel 

production rate, or providing other means of supply to reduce reliance on the 

engine. 

If the specific fuel consumption is being used, the algorithm for determining the 
fuel consumption and finding the percentage load that is possible with the 

available fuel as necessary is shown in Figure 5.13. The possible engine power 

achievable with the fuel available, and hence the percentage load, are 
determined using the current specific fuel consumption. This may be done by re- 

arranging Equation 5.32 or 5.34 as appropriate. If more than one engine set is 

available, and the possible percentage load is above 100%, the number of 

engines that may be run, and the percentage at which they may be run, are 

calculated, while not allowing them to go below minimum load. If the possible 

percentage load is above 400%, this is divided by 5, and, if this is not below the 

minimum load level, this is used as the percentage load for all five engines. If it 

is below minimum load, four engines are run at full power. This is repeated for 

above 300%, 200% and 100% (dividing by 4,3 or 2, and with 4,3 or 2 
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Figure 5.13 Fuel Consumption and Possible Load Determination (SFC) 
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engines running respectively). If the possible percentage load is below 100% 

and above minimum load, one engine is used at this percentage. The desired 

number of engines will always be available, otherwise, the condition that 

there was not enough fuel to meet the required consumption would not have 

been met. The specific fuel consumption must then be recalculated at this new 

percentage loading, and the process repeated until the difference between the 

last calculated specific fuel consumption and the current calculated specific fuel 

consumption is minimal (e. g. plus or minus 0.0001). 

If the efficiency is being used, the above process cannot be followed, as the 

calculation of the possible engine power, which may be calculated by re- 

arranging Equations 5.33,5.35 or 5.36 as appropriate, would result in ever 
decreasing operating powers. This is due to the fact that, in the equations, the 

efficiency is being multiplied by, rather than divided by, which is the case with 

the specific fuel consumption. Another approach has, therefore, been taken 

where the actual fuel consumptions at the percentages for which the efficiency 

values are quoted, are calculated, and the possible percentage load with the fuel 

available is calculated by interpolation between these points. If more than one 

engine is available, the fuel available is checked to see if it is above four times 

the 100% load fuel consumption. If so, the fuel available is divided by five, all 
five engines are used, and the percentage load possible with the available fuel is 

calculated. If this results in a loading less than the minimum load, four engines 

are run at full load. This is repeated for above three times the 100% load fuel 

consumption, above two times, and above the 100% load fuel consumption. If 

less than the 100% load fuel consumption is available, one engine is used, and 

the fuel consumption is calculated as before. This approach is slightly less 

accurate due to its use of linear variation between the percentage load points, but 

it is adequate for this purpose. The algorithm for determining the fuel 

consumption and finding the percentage load that is possible with the available 

fuel as necessary, if the efficiency is being used, is shown in Figure 5.14. 
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Figure 5.14 Fuel Consumption and Possible Load Determination (Efficiency) 
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After either process to find the possible percentage load with the fuel available, 

this should be checked to see if it is below the minimum load, and, if not, the 

specific fuel consumption and heat to electricity ratio should be recalculated as 
before. 

iPL 
Min 
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5.2.8 Estimating Biodiesel Performance From Diesel Consumption 

Testing of biodiesel performance in diesel engines shows that specific biodiesel 

consumption (in litres) is, typically, 10% more than diesel consumption in the 

same engine [ 12]. This increase is due to the reduced lower heating value (LHV) 

of biodiesel, despite its higher density. Taking into account the difference in 

density, the specific fuel consumption (g/kWh) of biodiesel is equal to the diesel 

specific fuel consumption increased by 15%. Heat to electricity ratios and 

overall efficiencies remain unaffected. If the efficiency is being used rather than 

the specific fuel consumption, the efficiency value does not require to be 

amended for varying lower heating values, as these will be taken into 

consideration when calculating the actual fuel consumption. 

If the modelling of back-up supply using diesel, petrol or natural gas as fuels is 

required, this may be done using the `other' fuel categories, and giving the 

required information for these fuels. It is necessary to specify whether these 

`other' fuels are solid, liquid or gas, to allow the correct calculations to be made. 

5.3 Stirling Engine Model 

The performance of a Stirling engine is not affected by ambient temperature or 

altitude and, therefore, does not require derating. Otherwise, performance 

characteristics are quoted in a similar manner to other engines, with efficiency 

values being given. Again, efficiency decreases with partial load, as can be seen 
in Figure 5.15, while overall efficiency (electricity and heat) remains fairly 

constant. This allows this type of engine to be treated in the same manner as 
diesel engines and ICEs for performance modelling, as described in section 5.2. 

However, due to the external nature of the heat source, and their fairly slow 

start-up time, the options to follow heat demand, electricity demand or both are 

not appropriate for Stirling engines, and are, therefore, not available. Again, 

multiple engine sets may be used, and these are subject to a minimum 

recommended load. The output from this procedure is a graph of percentage 

engine loading, and fuel use is calculated and dealt with as before. An example 
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of the definition window for a Stirling engine is given in Appendix 1, Figure 
A1.33. 
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Figure 5.16 Theoretical Load Performance of Stirling and IC Engines [13] 

5.4 Gas Turbine Model 

Performance characteristics for gas turbines are generally quoted in charts 

similar to that shown in Figure 5.16. Ambient temperature derating factors may 
be determined from this chart by considering the `power limit' line. From this 

line, the threshold temperature (the temperature at which the line changes from 

horizontal to sloping, above which derating should begin) and percentage rate of 
decrease per °C above this temperature may be determined. Although the rated 

power is generally quoted at the ISO standard of 15 °C, the generator terminal 

output power at the threshold temperature should be used as the basis for 

derating to allow accurate calculation of the maximum derated power available. 

Different turbines have different derating threshold temperatures and rates of 
decrease. As the threshold temperatures tend to be low (between -10 and 10 

°C), it is important to consider this effect, as it can have a significant affect on 

the performance of the turbine. Site altitude can also affect the maximum output 

power, and this information will be included in manufacturers' data if required. 

Derating of the maximum available power may, therefore, be treated in the same 

way as for diesel and internal combustion engines, as described in section 5.2. 
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Figure 5.16 Gas Turbine Performance Chart - Alstom Typhoon 435 [14] 

The generating set percentage electrical efficiency at full and partial loads may 

also be determined from gas turbine performance charts, using 

Efficiency (%) = generator terminal output power (kW) x 100 (5.37) 
heat input (kW) 

To find the average efficiency values at full and partial load, the ISO standard 

rated output at 15°C is taken as the full load rated output. When part load 

efficiencies are calculated, it can be seen that the efficiency decreases with 

partial load in a similar way as with the engines. The overall efficiency (heat 

and electricity) again remains fairly constant, typically at around 80%. 

Therefore, the calculation of percentage load and heat to electricity ratio may, 

again, be dealt with as previously described for diesel and internal combustion 

engines, as described in section 5.2. As gas turbines cope well with varying 

loads, and have a fast response time [ 15], they are suitable for load following 
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and continuous operation. Again, multiple turbine sets may be used, and these 

are subject to a minimum recommended load. The output from this procedure is 

a graph of percentage turbine loading, and fuel use is calculated and dealt with 

as before. An example of the definition window for a gas turbine is given in 

Appendix 1, Figure A1.34. 

5.5 Steam Turbine Model 

Part load performance characteristics for steam turbine plant are quoted either as 

part load efficiency values [16] or as average block heat rate values [17]. If a 

heat rate value is given in kJ/kWh, this may be converted into a percentage 

efficiency value using Equation 5.38. 

Electrical Efficiency (%) = 3610.3 x 100 (5.38) 
Heat Rate 

Figure 5.17 shows a graph of average heat rate values versus load for a steam 

turbine power plant. From this it can be seen that the heat rate of the plant 

remains fairly constant down to around 50% loading, after which it increases 

significantly. This increase in heat rate denotes a significant decrease in 

efficiency. This is typical behaviour for a steam turbine, although actual part 

load efficiency or heat rate figures will vary with the type and size of plant. 
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Figure 5.17 Average Heat Rate Versus Output for a Steam Turbine [17] 
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The performance of a steam turbine is not significantly affected by ambient 

temperature or altitude and, therefore, does not require derating [18]. 

Otherwise, steam turbine performance may be modelled in the same way as an 
ICE, as described in section 5.2, using percentage part load efficiency values as 

the measure of performance. Again, as with an ICE, while the efficiency of the 

steam turbine drops with partial loading, the amount of waste heat produced 
increases proportionally, increasing the heat to electricity ratio, and keeping the 

overall efficiency (heat plus electricity) fairly level [18]. 

As the steam turbine uses an external heat source to produce the steam necessary 

to turn the turbine, the efficiency of the boiler employed to produce the required 
heat to raise the necessary steam must be taken into account when calculating 

the overall fuel requirement. This is done by calculating the fuel consumption 
figure using Equation 5.33,5.35 or 5.36 as appropriate, multiplying this by 100 

and dividing by the percentage boiler efficiency. Due to the external nature of 

the heat source, and fairly slow start-up time, the options to follow heat demand, 

electricity demand or both are not appropriate for steam turbines, and are, 

therefore, not available. Again, multiple turbine sets may be used, and these are 

subject to a minimum recommended load. The output from this procedure is a 

graph of percentage turbine loading, and fuel use is calculated and dealt with as 
before in section 5.2. An example of the definition window for a steam turbine 

is given in Appendix 1, Figure A1.35. 

5.6 Fuel Cell Model 

Various models exist to predict the performance of fuel cells [19,20,21], but 

these rely on large volumes of information that are specific to a particular fuel 

cell design. To allow development of a generic model that can be easily applied 

to the different fuel cell types, manufacturers' performance data will again be 

used. This will allow the performance of any fuel cell type (e. g. Phosphoric 

Acid Fuel Cells, Molten Carbonate Fuel Cells) to be simulated under various 

load conditions, using the same procedure. 
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The performance of a fuel cell is not significantly affected by ambient 

temperature or altitude and, therefore, does not require derating. Otherwise, the 

electricity and heat production of a single fuel cell may be modelled in the same 

way as an ICE (as described in section 5.2), using percentage part load 

efficiency values as the measure of performance, and the output to the matching 

stage is also the same. As electricity is generated directly in a fuel cell, the 

generator efficiency and power factor considered in the ICE model are not 

required. Fuel cells also have fast response times, which make them ideal for 

following demand. There are no other factors that significantly affect the 

performance of a fuel cell at this level of modelling [22]. Examples of the 

definition window for a fuel cell system are given in Appendix 1, Figures A1.37 

and A1.38. There are, however, some specific considerations that need to be 

taken into account when modelling fuel cells, and these are outlined below. 

5.6.1 Operating Temperature 

The required operating temperature of a fuel cell depends on the type of 

electrolyte used. The most common types of fuel cell used for stationary 

applications are the Phosphoric Acid Fuel Cell (PAFC), which operates at 

around 200°C, and the Alkaline Fuel Cell (AFC), which operates at around 
80°C. This operating temperature is reached, initially, with the help of an 

external heat source, and is then maintained at a reasonably constant level by 

waste heat from the operation of the fuel cell. For the purposes of this model, it 

will be assumed that the fuel cell generating system is running fairly 

continuously, with some degree of loading, and therefore does not require 

external heating. Typically, several days of standby can be achieved without the 

need for external heating [22]. 

5.6.2 Fuel Cell Efficiency 

Fuel cell generating systems can run either on pure hydrogen or on hydrogen 

rich fuels such as biogas or methanol. The latter type requires an internal 

reformer, which reduces the overall generating efficiency, and this effect is 

included in their quoted efficiency figures. The efficiency of a fuel cell also 
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varies with the type of electrolyte being used, and its required working 

temperature, although scaling the same fuel cell design up or down has little 

effect on the efficiency. 

Interestingly, the efficiency of a fuel cell stack alone increases at lower loads, as 

shown in Figure 5.18 [23]. This increase in efficiency, however, varies 

substantially with the overall plant design, and some fuel cell generating sets can 

show efficiency values that increase, decrease or stay reasonably constant at 
lower loadings [24]. This can be seen in the overall curve in Figure 5.18, which 

shows the fuel in to electricity out efficiency of an overall fuel cell 

configuration. 

5.6.3 Multiple Fuel Cell Generation Sets 

As the efficiency of a fuel cell may increase under partial load, this must be 

taken into consideration when deciding the optimum share of load between 

multiple fuel cells when more than one is specified in a generating set. If 

efficiency decreases with partial load, the load share is determined as described 

for multiple engine sets in Section 5.2.5. If efficiency increases with decreasing 

load, as shown in Figure 5.18, a different approach must be taken. This is 

outlined below, and shown graphically in Figure 5.19. Again, it has been 

assumed that it is more efficient to run a number of fuel cells at the same 
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percentage loading, rather than using a mixture of percentage loadings. This is 

due to the shape of the efficiency versus partial load graph (Figure 5.18), where 

the rate of change of the efficiency is much lower closer to optimum loading, 

and this increases as loading moves away from optimum in either direction. 

There would, therefore, be no real benefit in running one or more fuel cells at 

optimum loading and one or more at a different loading and lower efficiency, as 

this would give a lower overall efficiency. 

In order to determine the optimum fuel cell load share, the efficiency values 

require to be specified at different partial loads, as before, and the efficiency 

value at the minimum load is determined from these by extrapolation or 

interpolation. These values are then compared with each other to find the 

optimum percentage load, and the power available at this load is calculated as a 

percentage of the maximum rated power. 

A factor can be defined, as described by Equation 5.39, which allows decisions 

about engine loading to be made. 

Factor = Required (5.39) 
Optimum 

Where Required = Power required from the generation set (kW) 

Optimum = Power available at the optimum percentage loading (kW). 

If the maximum of five fuel cell sets are specified, and the factor is greater than 

five, all five fuel cells are run. If the required power divided by the maximum 

rated power is greater than five, the generating set is not able to satisfy all the 

power requirement, and all five fuel cells are run at full power. If this is less 

than five, the power requirement is divided equally between the five fuel cells, 

and the percentage load is calculated from this. 

If the factor is between four and five, the required power is divided by five, and 

the percentage load is calculated. If this is below minimum load, four fuel cells 

are run with the required power distributed evenly between them. Otherwise, 
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the efficiency value this loading would give, with five fuel cells running, is 

calculated by interpolation, and the same calculation is made for four fuel cells 

running (dividing the power required by four). These efficiency values are 

compared, and the most efficient generation mix, using either four or five fuel 

cells, is chosen. If the factor is between three and four, two and three, or one 

and two, the same process is carried out to compare the efficiency values gained 
by running three or four, two or three, or one or two, fuel cells respectively. If 

the factor is less than one, the percentage load is calculated. If this is less than 

minimum load, no fuel cells are run. Otherwise, one fuel cell is run at the 

required load. If the factor is equal to an exact integer of five or below, that 

number of fuel cells may be run at their optimum percentage load. If four, three 

or two fuel cells are specified, the procedure outlined above is followed, 

checking first if the factor is greater than four, three or two respectively, rather 

than five. From this, the percentage load, the number of fuel cells running, and 

the efficiency at which they are running may be determined. 
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Figure 5.19 Determination of Percentage Load for a Fuel Cell 
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Figure 5.19 (cont) Determination of Percentage Load for a Fuel Cell 
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5.6.4 If Fuel Availability is Less Than Required 

If there is less fuel than is required to run the fuel cells at the desired loading, 

the maximum output that may be achieved must be ascertained. If only one fuel 

cell has been specified, or if the efficiency is at a maximum at full load, the 

maximum output achievable with the available fuel is calculated in the same 

way as described for engines in Section 5.2.6. Otherwise, where the fuel cell 

efficiency increases with decreasing load, the method outlined below is used. 
This is shown graphically in Figure 5.20. 

Firstly, the fuel consumption at the optimum percentage load and the other given 

percentage loads are calculated using Equation 5.33,5.35 or 5.36 as appropriate. 
The optimum number of fuel cells amongst which the load may be divided can 
be determined using the factor calculated in Equation 5.40. 

Factor = Fuel Available (5.40) 
Optimum Fuel Consumption 

Where Fuel Available = Amount of fuel available (litres, kg or kWh) 

Optimum Fuel Consumption = Fuel consumption at the optimum 
percentage loading (litres, kg or kWh). 

If five fuel cell sets have been specified, and this factor is equal to an exact 
integer of five or below, that number of fuel cells may be run at their optimum 

percentage load. If this factor is greater than five, the best load spread with the 

fuel available is achieved by dividing the fuel available equally between all five 

fuel cells. If the factor is between four and five, the available fuel is divided 

equally between four fuel cells, and the percentage load possible is calculated by 

interpolation between the fuel consumption figures calculated for the given 

percentage loads. If the factor is between three and four, two and three, or one 

and two, the same process is carried out to compare the efficiency values gained 

by running three or four, two or three, or one or two, fuel cells respectively. If 

the factor is less than one, the percentage load is calculated. If this is less than 

minimum load, no fuel cells are run. Otherwise, one fuel cell is run at the load 

possible with the available fuel. 
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If four, three or two fuel cells are specified, the procedure outlined above is 

followed, checking first if the factor is greater than four, three or two 

respectively, rather than five. In this way, the percentage load, the number of 
fuel cells running, and their efficiency at this load, may be determined, to 

provide the optimum use of the total fuel available. 
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5.7 Electrolyser Model 

An electrolyser uses excess electricity to create pure hydrogen from water, 

which may then be used for transport, for the production of heat or electricity, or 

stored for later use. It is, effectively, a fuel cell operating in reverse, and shows 

the same increase in efficiency at lower running levels. Again, complex models 

such as TRNSYS and SIMELINT do exist to predict the output of specific 

electrolysers [25,26], but these require large amounts of data specific to each 

electrolyser, and give more detail than is required here. Therefore, easily 

available manufacturers' data will again be used to provide a sufficient 

approximation of the performance of a range of electrolysers. 

The performance of an electrolyser is defined by its electricity consumption 
(kWh/Nm3), which varies at partial loads, and may be quoted at a range of 

percentage loads, and by its maximum hydrogen production rate (Nm3/hour). 

The unit Nm3 represents one normal cubic metre of hydrogen (measured at 0°C 

and 1 bar), which is equivalent to 3 kWh. The amount of water required is 

around one litre/Nm3, and there is usually a minimum acceptable percentage 
load of around 25%. If the hydrogen produced is to be compressed or liquefied 

for storage, the energy required to do this must be taken into consideration, and 

this is also given in kWh/Nm3. The performance of an electrolyser is not 

significantly affected by ambient temperature or altitude, and as it operates at 

ambient temperature, it does not require to run on standby. Little waste heat is 

produced, and this is not enough to be of use for CHP [27,28]. An example of 

the electrolyser definition window can be seen in Appendix 1, Figure A1.50. 

5.7.1 Electrolyser Performance Algorithm 

To determine the amount of hydrogen that may be produced, the amount of 

electricity available for use over each timestep must be known. Therefore, the 

rate at which electricity is available (kW) must be divided by the number of 

timesteps per hour to give the total amount of electricity available for use 

(kWh). The maximum amount of hydrogen that may be made over the timestep 

(Nm3) must also be determined by dividing the maximum production rate by the 
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number of timesteps per hour. From these, the amount of hydrogen that can 

actually be made, and the percentage load this would require, can be determined 

using Equations 5.41 and 5.42. 

Can Make = Electricity (5.41) 
Consumption + Storage 

Percentage Load = 100 x Can Make (5.42) 
Maximum 

Where Can Make = Amount of hydrogen which can be made with the 
available electricity (Nm3) 

Electricity = Electricity available over that timestep (kWh) 

Consumption = Electricity consumption at 100% load (kWh/Nm3) 

Storage = Energy required to put hydrogen into storage (kWh/Nm3) 

Maximum = Maximum amount of hydrogen that may be made during 
the timestep (Nm ) 

If the percentage load is less than the stated minimum load, the electrolyser is 

not run. If the percentage load is greater than 100%, the electrolyser is run at 
full load, and the electricity used, hydrogen made, and water used are calculated 

using Equations 5.43,5.44 and 5.45. 

Electricity Used (kW) = Consumption x Maximum x Time (5.43) 

Hydrogen Made (kWh) = Maximum x3 (5.44) 

Water Used (litres) = Water x Maximum (5.45) 

Where Time = Number of timesteps per hour 

Water = Water required (litre/Nm3) 

1 Nm3 of hydrogen =3 kWh 

If the percentage load is between minimum and maximum load, it is necessary 

to recalculate the amount of hydrogen that may be made (using the power 

consumption figure for the percentage load just calculated). This is because the 
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original calculation of the amount of hydrogen that could be made with the 

available electricity used the power consumption rate at 100% load. The new 

power consumption figure at partial load may be found by interpolation between 

the part load percentage figures given. This process is repeated continuously, 

using the new percentage load calculated each time to ascertain the power 

consumption figure, until the difference between the current amount of 

hydrogen that can be made, and the new amount is negligible (e. g. less than 

0.001). The new percentage load is then checked to see if it is below the 

minimum load, and, if not, the amount of hydrogen made is calculated by 

multiplying Equation 5.44 by the percentage load, and dividing by 100. All the 

electricity available is used, and the amount of water used is calculated by 

multiplying Equation 5.45 by the percentage load, and dividing by 100. This 

procedure is shown Graphically in Figure 5.21. 

The output of this section to the matching stage is a graph of electrolyser 

percentage loading, a total amount of electricity and water used, and a total 

amount of hydrogen made. As the hydrogen is made, it is made available for 

use at that timestep, or stored for subsequent use by adding it to the available 

fuel profile in the same way that fuel used has been subtracted in other 

procedures. 
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5.8 Regenerative Fuel Cell Model 

A regenerative fuel cell is a fuel cell that may be run either as a fuel cell, or in 

reverse as an electrolyser. It is, essentially, a storage device, which takes in 

excess electricity and converts it to hydrogen, which it then stores in a tank until 

electricity is required, when the operation will reverse to create electricity from 

the stored hydrogen. A model for this can be created by amalgamating the fuel 

cell and electrolyser models, although extra consideration must be given to the 

amount of hydrogen storage that is available, and the initial storage level. 

At the beginning of the procedure, the amount of hydrogen in the tank is 

calculated using the initial percentage storage level, and the maximum storage 
level. Then, at each timestep, it is determined whether there is a demand for or a 

supply of electricity. If there is a demand, the fuel cell model is employed as 
described in Section 5.6, using hydrogen from the dedicated storage rather than 

that available from the matching stage. The procedure checks to see if there is 

enough hydrogen available in the storage tank the same way as before, and the 

amount used is subtracted from the amount in the tank to give a new tank 

storage level. If there is a supply of electricity, the electrolyser model is used to 

determine the amount of hydrogen that may be produced, as described in 

Section 5.7, and this is added to the stored amount, taking care not to exceed the 

storage limitations. If the amount of hydrogen being produced will take the 

storage level over 100%, only the amount of hydrogen necessary to fill the tank 

will be produced, and the amount of electricity required to achieve this is 

calculated. If this would require the electrolyser to run below minimum load, no 
hydrogen is produced. 

The output from this model is a graph of the percentage storage tank content, 

along with the amount of electricity produced, electricity used, heat produced, 

and water used. A regenerative fuel cell may be defined using the Fuel cell 

definition window, and an example of this can be seen in Appendix 1, Figure 

A1.39. 
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5.9 Instantaneous Space and Water Heating System Model 

Space and water heating systems are provided here to allow the use of remaining 
fuels and excess electricity to help meet the demands for heat and hot water. 
Considered here are space heaters, which have an instantaneous action, 
instantaneous water heaters, and water heaters with some storage, which are 

capable of providing a full tank of hot water or more within a half hour period, 
depending on their rated power. Larger hot water storage systems will be 

considered later in this chapter. 

This basic type of heating is simple to model, as efficiency of the plant does not 

vary significantly with partial load, and is not subject to minimum loads. This is 

due to the way in which a heating system is controlled - when the thermostatic 

control determines that heating is required, the heater is turned on at its full rated 

power, and turned off again when the correct temperature is reached. Therefore, 

the efficiency always remains the efficiency at rated power, and the heat 

supplied is the heat required. The information required to model instantaneous 

space or water heater performance is the number of heaters, their rated power 

and efficiency, and the type of fuel to be used. If a liquid fuel is being used, the 

lower heating value (kJ/kg) and density (kg/m3) of the fuel are also required. 
The lower heating value only is required for a solid fuel. An example of the 

heating system definition window for this type of system can be seen in 

Appendix 1, Figure A1.49. 

The maximum heat or hot water that may be supplied is equal to the rated power 

of the heater multiplied by the number of heaters. If demand is greater than this, 

there will be a residual demand, and the heaters will run at full load. If demand 

is less, the heater will supply only the required amount. The amount of fuel 

required is then calculated using Equations 5.33,5.35 or 5.36 as appropriate, 

multiplied by the number of heaters. If there is not enough fuel, the amount of 

heat that can be supplied with the available fuel is calculated, and the user is 

alerted that there was not enough fuel to run the heater at the desired capacity. 

The profile shown on matching is a graph of percentage heater loading with 

time. Figure 5.22 gives a graphical representation of this procedure for a system 
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following the heat demand. To follow the hot water demand, simply substitute 

the hot water required for the heat required. 
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Figure 5.22 Instantaneous Heater Algorithm 

5.10 Space Heating Storage Heater Model 

Storage heaters have a rated capacity (kW), which limits the rate at which 

electricity may be converted to heat and stored in the bricks, and a maximum 

storage level (kWh). There is also a limit to the rate at which the heat may be 

given out from the bricks. This is generally given as a minimum length of time, 

in hours, for a full discharge of heat from the bricks [29]. A small amount of 
heat will be lost from the bricks over time, and the amount lost depends on the 

amount of heat stored. This heat loss may be quoted as the percentage of the 

heat stored that is lost per hour. Although this heat will be lost into the room, 

and will therefore serve some useful purpose in offsetting future heat demand, It 

will be assumed that this heating effect is negligible as it occurs at times when 
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heating is not required. An example of the heating system definition window 
for a space heating storage heater can be seen in Appendix 1, Figure A1.48. 

To calculate the performance of a storage heater, the initial and maximum 

storage levels must be given, and then, for each timestep, the algorithms 

outlined in Figure 5.23 and 5.24 must be followed. 
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Figure 5.24 Algorithm for Using Stored Heat to Supply Heat Demand 

If all the available or allowed electricity (rated power x number of heaters), 

whichever is least, has not been used (i. e. flag = 1), and the storage level is not 

at maximum, these two algorithms are repeated until one of these conditions has 

been met. This allows for simultaneous intake and supply of heat. Each time 

the procedure is repeated, the available electricity and allowed electricity must 
be reduced by the amount already used. The profile shown on matching is a 

graph of percentage heat stored with time. Information is also given about the 

total amount of electricity used, and the total amount of heat given out. 

5.11 Hot Water Storage System Model 

Hot water heating systems have been placed in this procedure as a separate 

model as they may then be used as an outlet for excess electricity from any 

source, to store excess heat from CHP systems or other sources for later use, or 
both (see Appendix 1, Figure A1.47). They may also be supplied by a dedicated 

fuelled heater, which runs continuously (see Appendix 1, Figure A 1.46). This 

hot water may then be used to supply space heat, hot water or both in any size of 
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system. If considering the supply of both heat and hot water, two tanks would 
be used in a real system -a closed loop system for space heating, and an open 

system to supply hot water. However, as water from one of these tanks would 
be used to heat the other tank, both tanks would come to the same temperature. 

Therefore, these two tanks may be treated as one equivalent tank with a 

combined storage capacity. As hot water storage systems may be used on any 

scale (from a small domestic system, to a large district heating system) this 

procedure will allow necessary tank sizes and rated outputs to be determined for 

a wide variety of different situations. 

In a hot water storage system, it is necessary to know the temperature inside the 

tank for a number of reasons: 

" hot water should be supplied at or above a given temperature (generally 

around 60°C) to ensure bacteria are not present, 

9 the water replacing the used hot water will be supplied at a fairly low 

temperature (typically around 10°C), 

" there will be a maximum temperature above which water should not be 

stored or supplied (generally around 80°C), 

" if stored water is at or below room temperature (generally around 20°C), 

it can not be used for space heating. 

These temperatures must, therefore, be specified for a system. 

However, as both the supply and demand for heat is given in kW, and tanks may 
be of varying sizes, the amount of heat stored in the hot water will be calculated 
in kWh. Equation 5.46 gives the heat stored in kJ. 

Heat Stored (kJ) =m Cp AT 

where m= mass of water (kg) 

Cp = specific heat capacity of water (kJ/kgK) 

OT = temperature difference (K) 

(5.46) 
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As 1 kWh = 3610.3 kJ, and using litres as the measure of volume of water stored 
in the tank, rather than kg as a measure of weight, the heat stored in kWh may 
be calculated using 

Heat Stored (kWh) =VD CBOT (5.47) 
3610.3 

where V= storage tank volume (litres) 

D= density of water (kg/litre). 

Using Equation 5.39, the threshold temperatures defined above may be 

expressed in their equivalent amount of stored heat for a given storage tank size. 

The water inlet temperature is taken as the lowest temperature that the tank will 

experience, and the amount of heat stored at this temperature is zero. Room 

temperature (below which heat can not be supplied to a room) is calculated as a 
heat stored equivalent by using Equation 5.47, where AT is equal to room 

temperature minus the water inlet temperature. To calculate the heat stored 

equivalent of the minimum hot water supply temperature, AT is equal to the 

minimum hot water supply temperature minus the water inlet temperature. To 

calculate the maximum amount of heat that may be stored in the tank, AT is 

equal to the maximum tank temperature minus the water inlet temperature. To 

calculate the initial heat storage level, AT is equal to the initial tank temperature 

minus the water inlet temperature. These threshold heat storage values are then 

used to decide whether or not heat may be added or supplied using the 

procedures outlined below. 

Figure 5.25 outlines the algorithm for adding heat to the hot water storage tank 

using excess heat, electricity or both. It is assumed that, when waste heat is 

used to heat the stored water, that this is supplied at or above the maximum tank 

temperature. This allows all the available heat (in kWh) to be transferred to the 

tank, with no reduction in tank water temperature. 
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Some of the terms used in Figures 5.25 and 5.26 are explained below. As with 

electric space heating storage heaters, there will be some loss due to radiation 
from the storage tank. The scale of this loss depends on the level of insulation, 

and the temperature of the water in the tank. Again, this may be expressed as a 

percentage loss of heat stored over time, and only occurs if the water 

temperature is above room temperature. 

storage = storage level (kWh) 

loss = percentage loss from tank per hour (above room temperature) 

max = maximum storage level (kWh) 

HWCutOff = lowest storage level to allow hot water supply (kWh) 

SHCutOff = lowest storage level to allow space heating supply (kWh) 

heatused = heat used (kW) 

elecused = electricity used (kW) 

heat = heat supply available (kW) 

elec = electricity supply available (kW) 

timesteps = number of timesteps per hour 

AtoW = hot air to water heat exchanger efficiency (%) 

efficiency = electric water heater efficiency (%) 

HWrequired = hot water demand (kW) 

Heatrequired = heat demand (kW) 

HWsupplied = hot water supplied to meet demand (kW) 

Heatsupplied = heat supplied to meet demand (kW) 

HWnecessary = hot water necessary to meet hot water demand (kWh) 

Heatnecessary = hot water necessary to meet heat demand (kWh) 
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Figure 5.25 Stored Hot Water Heating Using Excess Heat or Electricity 
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If a dedicated supply is used, for example a straw fired boiler, which runs 

continuously despite demand, the heat lost from the tank is calculated as before. 

The actual fuel consumption required to run the heater at maximum capacity 

must then be determined. If electricity is being used, the required supply rate 

(kW) is calculated using Equation 5.48. 

Supply = Power x Number x 100 
Efficiency 

where Supply = electricity supply rate (kW) 

Power = heater rated power (kW) 

Number = number of heaters 

Efficiency = heater efficiency (%) 

(5.48) 

The actual required fuel consumption for gaseous, liquid and solid fuels may be 

calculated using Equations 5.33,5.35 or 5.36 as appropriate, and multiplying the 

result by the number of heaters. If there is not enough fuel to run the heater at 
its rated capacity, the amount of heat which can be supplied with the available 

fuel is calculated, and the user is alerted that there was not enough fuel to run 

the heater at its maximum capacity. 

The amount of heat being supplied is then added to the storage tank. If this 

causes the amount stored to go above the maximum level, the excess heat is 

wasted. This wasted heat is calculated by subtracting the maximum storage 
level from the new storage level, which is then set at maximum. 

Whether using excess electricity and/or heat, or a dedicated supply, the stored 
hot water is then used to meet the demands for heat and/or hot water as desired. 

Figure 5.26 outlines this procedure. 
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Figure 5.26 Using Stored Hot Water to Meet Heat and Hot Water Demands 
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If using excess electricity and/or heat, if all the allowed supply has not been 

used (i. e. flag = 1), and the storage level is not at maximum, the two processes 

outlined in Figures 5.25 and 5.26 are repeated until one of these conditions has 

been met. This allows for simultaneous production and supply. Each time the 

procedure is repeated, the available electricity, allowed electricity (rated value 

available), and available heat must be reduced by the amount already used. 

If a dedicated supply is being used, the amount of waste heat that was produced, 

if any, is added to the storage value. If this is then greater then the maximum 

allowed storage value, the maximum value is subtracted from the storage value, 

and this becomes the new waste amount. If there is still a demand for heat 

and/or hot water to be met, the procedure shown in Figure 5.26 is followed 

again. This process continues until either there is no residual demand, or no 

more waste is being produced. This, again, is to allow for simultaneous 

production and supply. 

The profile shown on matching is a graph of the tank water temperature with 

time. The water temperature may be calculated by re-arranging Equation 5.47 

to give Equation 5.49. 

TWater =Hx 3610.3 - Tinlet 
VDCP 

where Twater = water temperature (°C) 

Tiit1et = inlet temperature (°C) 

H= heat stored (kWh) 

V= storage tank volume (litres) 

D= density of water (kg/litre) 

Cp = specific heat capacity of water (kJ/kgK) 

(5.49) 

If using excess electricity and/or heat to supply the tank, information is given 

about the total amount of heat and/or electricity used, and also about the total 

amount of heat and/or hot water supplied. If a dedicated supply is used, 
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information is given about the overall fuel consumption, the total heat and/or hot 

water supplied, and the total amount of heat wasted. 

This chapter described the algorithms used to estimate the performance of 

various load following supplies, based on residual demand, supply and fuel 

availability information sent by the matching process. Chapter 6 describes the 

algorithms used to create fuel supply and related energy use profiles for 

specified derived fuels. 
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6 Derived Fuel Production Algorithms 

In this chapter the algorithms used to determine the outputs of the various 

biomass and waste processing procedures, introduced in Chapter 2, are 

described in detail. For each process considered, easily available 

manufacturers' data, feedstock availability, and basic process parameters are 
input. The algorithms step through each timestep of the chosen simulation 

period in turn, in order to build up a half-hourly profile, for the chosen 

simulation period, of the production rate of the derived fuel or fuels (in kg/hr for 

solid fuels, litres/hour for liquid fuels and kW for gases). Also produced is a 
half-hourly profile of the energy requirements for the process (for electricity, 

heat and hot water, in kW). Other significant inputs and outputs are also 

considered, and information is given about their overall use or production for the 

simulation period being considered. 

Due to the complications with the transport demand profiles described in 

Chapter 4, any extra demand for transport arising from the processes described 

(e. g. transport of feedstock, agricultural vehicle use) should be defined 

separately. If a seasonal fuel production profile is defined, and the simulation 

being run is for less than a whole year, the user is warned that this may give rise 

to misleading results. 

6.1 Gasification and Pyrolysis 

Although complex models exist to predict the output of gasification and 

pyrolysis systems, these require substantial amounts of complex, proprietary, 

and not easily available information [1]. A more generic approach has, 

therefore, been taken, which is based on available manufacturers' information 

for specific systems with specific feedstocks. As process batches are short 

(generally less than 30 minutes) this process is treated as a continuous process. 

Only one feedstock type at a time is considered as different feedstocks can give 

significantly different results, even with the same equipment [2]. An example of 

178 



the gasification and pyrolysis definition window is given in Appendix 1, Figure 

A1.14. 

6.1.1 Feedstock Availability 

If the feedstock supply is constant throughout the year (e. g. tyres, household 

waste) the feedstock availability is given as the amount available each day in kg. 

This amount is put into a store on the first timestep of each day, and is then 

available for use by the gasification or pyrolysis system as described in section 
6.1.2. The amount in store at any given time is given in kg. A specified 
degradation rate (percentage loss of weight per day) is applied, where necessary, 

to whatever fuel is left in the store at the start of each day before any new fuel is 

added. This allows any weight loss of feedstock due to organic degradation to 

be taken into account. This will only occur with certain types of feedstock, and 

can be kept to a minimum by using appropriate storage methods. If any pre- 

processing of feed is required (e. g. shredding, chipping), the electricity required 
for this is calculated using Equation 6.1 or 6.2 as appropriate. 

If pre-processing is carried out 24 hrs per day 

Electricity required (kW) = Feed x Elec (6.1) 
24 

If pre-processing is carried out between specified times during each day 

Electricity required (kW) = Feed x Elec (6.2) 
Hours 

Where Feed = Feedstock per day (kg/day) 

Elec = Electricity required for process (kWh/kg feedstock) 

Hours = Number of hours machine is working per day 

For seasonal feedstock supplies (e. g. energy crops, agricultural waste), a harvest 

period is defined, and an even harvest is assumed across this period. The 

feedstock availability per day is calculated using Equation 6.3. 
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Feedstock per day (kg/day) = Land x Yield (6.3) 
Days 

Where Land = Available land (ha) 

Yield = Crop Yield (kg/ha) 

Days = Number of days in harvest period 

This feedstock is put into a store on the last timestep of each day it is available, 

to allow for harvesting and feedstock processing, and, again, a degradation rate 
is applied, where appropriate, to any feedstock remaining in store before this 

new amount is added. The electricity required for feedstock pre-processing is 

calculated as before, and it is assumed that feedstock is processed, where 

necessary, as it is harvested, as this makes it easier to store, and often greatly 

reduces any possible degradation. If this is not the case, any required electricity 
demand can be added to the process requirements discussed in section 6.1.2. 

The algorithm dealing with the feedstock availability is shown in Figure 6.1. 

This is followed for each timestep in turn. 

Although the fuel is only available to put into storage during the harvest period, 
it can be used from this store at a much slower rate, if desired, allowing fuel 

production beyond the harvest period. If there is excess feedstock left over in 

the store at the end of the simulation period, and this is more than the minimum 

required for the fuel production process, the entire simulation period is analysed 

again, in the same manner, but starting with the excess stored amount of 
feedstock available for processing. Using the results from this second 

simulation period allows the inclusion of fuel derived from feedstock remaining 

at the end of the first period. This is shown in Figure 6.2, where the feedstock 

remaining at the end of the year, from the June to September harvest, continues 

to be available into the next year, until finally running out in April. If there 

continues to be an excess of feedstock at the start of the next harvest period, the 

process will not be able to exceed its maximum feed rate, so there will continue 

to be an excess of feedstock, and production will be constant throughout the 

year. Care should be taken to match the feedstock availability to the process 

feedstock feed rate (kg/hr), either to ensure that all of the available feedstock is 
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being used each day for a continuous supply, or that the feedstock availability is 

stretching across the desired time period for seasonal supplies. 

Along with the graph of fuel production over time, information is given about 

the amount of unprocessed feedstock remaining at the end of the simulation, and 

the maximum amount of feedstock that has required storage at any one time 

throughout this period. Again, when using seasonal supplies, it is misleading to 

simulate anything less than a year. 
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TS -1 ? 
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Figure 6.1 Gasification and Pyrolysis Feedstock Availability Algorithm 
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Figure 6.2 Seasonal Biogas Supply 

6.1.2 Process Characteristics 

The continuous gasification or pyrolysis process may be run either twenty-four 

hours per day, or between a specific start and end time each day. If the timestep 

being considered falls within an operating period, and there is enough feedstock 

in store to allow operation, the production rates (in kg/hr) for biogas, pyrolysis 

oil and charcoal are calculated from available information for a specific process 

and feedstock. If more feedstock is available than the maximum feed rate for 

that time period (maximum feed rate per hour / number of timesteps per hour), 

Biogas Production Rate (kW) = Biogas x GasLHV (6.4) 
GasDensity x 3610.3 

Pyrolysis Oil Production Rate (litres/hour) = Pyr x 1000 (6.5) 
PyrDensity 
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Where Biogas 

GasLHV 

GasDensity 

Pyr 

PyrDensity 

1 kWh 

= Biogas production rate (kg/hr) 

= Lower heating value of biogas (kJ/Nm3 

= Density of biogas (kg/Nm3) 

= Pyrolysis oil production rate (kg/hr) 

= Density of pyrolysis oil (kg/m3) 

= 3610.3 kJ 

The charcoal production rate (kg/hour), and the production rates of any other 

specified outputs, are as provided for a specific process and feedstock, as are the 

requirements for electricity and heat (in kW). 

If the amount of feedstock available at a particular timestep is between the 

maximum and minimum feed rates, a linear relationship is assumed, and each of 

the production rate figures is multiplied by the following partial production 
factor: - 

Partial Production Factor = Feed x Timesteps (6.6) 
FeedRate 

Where Feed = Amount of feedstock available (kg) 

Timesteps = Number of timesteps per hour 

FeedRate = Feedstock feed rate (kg/hr). 

The heat requirement is also multiplied by this factor, as this will vary with the 

amount of feedstock. The electricity requirement, however, is not reduced, as 

this will remain the same, despite the reduction in feedstock. When used, the 

amount of feedstock left in the store is reduced accordingly, and a tally is kept 

of the overall feed used (kg), outputs made and heat and electricity required 
(kWh). This information is displayed along with the final output graph. 

This procedure is shown graphically in Figure 6.3, where each timestep is 

considered in turn, in order to determine the fuel production rates for the 

different fuels being produced, and the related energy requirements. 
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6.1.3 Use of Biogas 

Various options are available for the use of the biogas produced. The 

algorithms described are shown graphically in Figure 6.3. 

1. Keep as a low or medium heating value Biogas 

The biogas production rate is calculated using Equation 6.4 (applying the partial 

production factor as necessary), which calculates the rate of production of 
biogas by measuring its energy content (kW). If this gas is to be put into 

storage, the electricity required to do this is calculated using, 

Electricity Required (kW) = Biogas x Elec (6.7) 
GasDensity 

Where Biogas = Biogas production rate (kg/hr) 

Elec = Electricity to compress or liquefy biogas (kWh/Nm3) 

GasDensity = Density of biogas (kg/Nm3). 

2. Separate the hydrogen and methane components 

The composition of the biogas produced from a specific process and feedstock is 

generally quoted as the percentage, by volume, of specific important gases in the 

total mixture. The amount of a specified gas in the mixture is, therefore, 

calculated using Equation 6.8, and the electricity required to put either or both 

gases into storage, if required, is calculated using Equation 6.9. The partial 

production factor is applied as necessary. 

Specified Gas = Biogas x Percentage x LHV (6.8) 
Production Rate (kW) GasDensity x 100 x 3610.3 

Electricity Required (kW) = Biogas x Percentage x Elec (6.9) 
GasDensity x 100 

Where Biogas = Biogas production rate (kg/hr) 

Percentage = Percentage of specified gas in mixture (by volume) 
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LHV = Lower heating value of specified gas (kJ/Nm3) 

GasDensity = Density of biogas (kg/Nm3) 

Elec = Electricity to compress or liquefy biogas (kWh/Nm3) 

The total amounts of hydrogen and methane produced throughout the simulation 

period are given along with the final production rate graphs. Any excess energy 

requirements arising from the separation process may be added to the overall 

process energy requirements considered in section 6.1.2. 

3. Make hydrogen, from the methane component, via steam reforming 

Hydrogen may be made, via the steam reforming of methane, according to the 

following chemical equation: - 

2CH4 + 3H20 º CO + CO2 + 7H2 

64 kg CH4 + 108 kg H2O º 56 kg CO + 88 kg C02 + 28 kg H2 

By considering the molecular weights of each component, it can be determined 

that 64 kg of methane are required to produce 28 kg of hydrogen. In practice, 
however, this reaction will not go to completion, so a completion percentage 

must be applied [3]. 

To determine the total amount of hydrogen that is made, the rates of production 

by weight (in kg/hr) of hydrogen and methane are calculated using Equation 

6.10, and the partial production factor is applied as necessary. 

Specified Gas = Biogas x Percentage x Density (6.10) 
Production Rate (kg/hr) GasDensity x 100 

Where Biogas = Biogas production rate (kg/hr) 

Percentage = Percentage of specified gas in mixture (by volume) 

Density = Density of specified gas (kg/Nm3) 

GasDensity = Density of biogas (kg/Nm3) 
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The amount of hydrogen that can be produced from this weight of methane is 

calculated by direct proportion, using the weights given in the above chemical 

equation, and the completion percentage is applied to find the weight actually 

produced. This is then added to the weight of hydrogen already in the biogas 

mixture to determine the total hydrogen production rate in kg/hr. If desired, the 

weight of methane remaining can also be calculated by direct proportion, in the 

same manner as for hydrogen, and the percentage applied should be 100 minus 

the completion percentage. 

The production rate of hydrogen and methane (in kW) is calculated using 

Equation 6.11, and the electricity required to put either or both gases into 

storage is calculated using Equation 6.12. 

Specified Gas = Gas x LHV (6.11) 
Production Rate (kW) Density x 3610.3 

Electricity Required (kW) = Gas x Elec (6.12) 
Density 

Where Gas = Specified gas production rate (kg/hr) 

LHV = Lower heating value of specified gas (kJ/Nm3) 

Density = Density of specified gas (kg/Nm3) 

Elec = Electricity to compress or liquefy specified gas (kWh/Nm3) 

Again, the total amount of hydrogen, and methane if desired, produced 

throughout the simulation period is given along with the final production rate 

graphs. The heat required to raise the steam necessary for this process may be 

added to the overall process energy requirements considered in section 6.1.2. 

4. Make methanol, via catalytic conversion 

As the biogas mixture produced will typically contain a mixture of hydrogen, 

carbon dioxide and carbon monoxide, this allows the production of methanol, 

via catalytic conversion, according to the following chemical equations [3]: - 
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CO + 2H2 º CH3OH 

CO2 + 3H2 º CH3OH + H2O 

That is 

56 kg CO +8 kg H2 º 64 kg CH3OH 

88 kg CO2 + 12 kgH2 º 64 kg CH3OH + 36 kg H2O 

Further hydrogen, carbon monoxide and carbon dioxide for these reactions may 

also be derived from the methane content of the biogas if desired, via steam 

reforming as described previously. The production rates by weight (in kg/hr) of 
hydrogen, and the other gases, are determined as described previously, and the 

extra gases produced via steam reforming of methane are added to these if 

desired. The methanol production reactions will not, in practice, go to 

completion so a completion percentage must, again, be applied. 

Firstly the amount of methanol that can be derived from the carbon monoxide 

and hydrogen present is determined. If there is excess carbon monoxide (i. e. 

there is more than 7 (56 divided by 8) times the weight of hydrogen), the 

amount of methanol produced (in kg/hr) is calculated, using direct proportion, 
from the weight of hydrogen present. If there is excess hydrogen, the weight of 

methanol produced is calculated, using direct proportion, from the weight of 

carbon monoxide present. In either case, the completion percentage is applied, 

and the remaining weight of each gas is determined. 

The weight of methanol that can be derived from the carbon dioxide and 
hydrogen present is then determined, and added to the previous amount, in the 

same manner, using the second chemical equation. It is common practice to 

introduce extra carbon dioxide into this reaction in order to increase the 

hydrogen use. If this is desired, the weight of methanol that can be made from 

the hydrogen present is calculated, from the second chemical equation, using 
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direct proportion, and the weight of extra C02 required is determined. The 

completion percentage must, again, be applied. 

The production rate of methanol in litres/hr is calculated by dividing the 

production rate (in kg/hr) by the density of methanol (in kg/m3), and multiplying 
by 1000. The production rate of any remaining hydrogen and methane (in kW) 

is calculated using Equation 6.11, and the electricity required to put either or 
both gases into storage, if desired, is calculated using Equation 6.12. 

Again, the total amount of methanol, hydrogen and methane produced, and the 

amount of extra carbon dioxide used throughout the simulation period, is given 

along with the final production rate graphs. Any excess energy requirements 

arising from this process may be added to the overall process energy 

requirements considered in section 6.1.2. 

6.1.4 General Comments 

Many pyrolysis and gasification systems are linked directly with combined heat 

and power (CHP) production plants as the waste heat that these produce can be 

used for the fuel production process, allowing a high degree of process 

integration, maximising efficiency [2]. As it may be difficult to separate the 

process outputs and energy requirements of such plant, it is also possible to 

model their operation using the generic engine/turbine model described in 

Chapter 5. An example of the definition window for such a system is shown in 

Appendix 1, Figure A1.36. In order to do this, the rated electrical output, heat to 

electricity ratio, and efficiency at partial load must be known. Direct wood 

gasifier stoves may also be modelled as heating systems. 

Some or all of the required process heat and electricity is often derived from a 

portion of the output fuel. If this is the case, these outputs, and the 

corresponding energy demands, can be subtracted from the totals input into the 

simulation. 
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As the lower heating value of the pyrolysis oil produced from the pyrolysis of 

plastic and tyres is significantly higher than that of the oil produced from wood, 

the option is available to change the pyrolysis oil type to one of the 'other' 

categories for the occasion where these two different pyrolysis feedstock types 

are desired. 

6.2 Anaerobic Digestion 

Existing models are available which predict the output of anaerobic digestion 

systems. These, however, either require substantial amounts of complex, 

proprietary, and not easily available information, or look only at the overall 

production for a year, not taking into account possible changes in feedstock type 

and amount [4]. Therefore, a more generic and flexible approach has again been 

taken, which is based on basic process parameters and typical feedstock 

performances. An example of the anaerobic digestion definition window is 

given in Appendix 1, Figure Al. 15. A graphical representation of the algorithm 
described in this section can be seen in Figure 6.4, where each timestep value is 

input in turn. 

6. Z1 Process Characteristics 

The anaerobic digestion process is, by its nature, a continuous process, where 
feedstock is introduced periodically (generally daily) and resides in the digester 

for 10 to 40 days while the digestion process takes place. Over this retention 

time, biogas is given off at a steady rate, which is defined by the volume of 
biogas given off during this period per tonne of feedstock. The required 

retention time varies with the operating temperature of the digester, but the 

overall amount of gas that is produced per tonne of feedstock will remain the 

same, though this will vary with different feedstock types [5]. 

As the digester should remain active where possible, and as different types and 

amounts of feed may be available at different times of the year, up to five 

different feedstock supplies may be specified. These are defined by how much 

feedstock is available (tonnes per day), how much biogas the feedstock will 
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produce in total (Nm3 per tonne feedstock), and what dates it is available 
between. The required retention time, and either the percentage of methane in 

the biogas produced, or the lower heating value of the biogas (kJfNm3) must 

also be given. Feedstock cannot be kept in store for times of low or no 

production, as it will degrade too quickly. 

For each feedstock availability time period specified, if the digester has been 

running with the same level of input, for that particular feedstock, for longer 

than the retention time, then the volume of biogas produced at a particular 

timestep may be calculated using Equation 6.13. 

Biogas Produced (Nm3) = Biogas x Feed (6.13) 
24 x TS 

Where Biogas = Biogas produced (Nm3/tonne feedstock) 

Feed = Feedstock available (tonnes per day) 

TS = Number of timesteps per hour 

If it is the first timestep introducing the new feedstock, the amount of biogas 

produced is zero, and the amount of biogas produced at each subsequent 

timestep, until the retention time is reached, is equal to the previous timestep 

production value from that feedstock, plus the following incremental production 
increase, 

Production = Biogas x Feed (6.14) 
Increase (Nm) 24 x TS x 24 x TS x Retention 

Where Retention = Retention time (days). 

When the end of the specific feedstock availability time has been reached, the 

amount of biogas produced is decreased incrementally, at each timestep, by the 

same amount, until the retention time is reached. 

If the first day of feedstock availability is the first day of the year, or fuel 

availability has been specified as continuous, then it is assumed that full 
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production is carried on from the previous period, and no build up time is 

required. If the simulation period starts in the middle of the build up time, then 

the amount of biogas produced at the first timestep is calculated by multiplying 

Equation 6.14 by the number of days elapsed since the start of the fuel 

availability time period, and the amount produced at each subsequent time step 

is increased incrementally as before. This should not happen, however, as it is 

not realistic to model seasonal supplies over anything less than a full year. 

This process is carried out for each specific feedstock availability time period, 

and the amount of biogas produced from each period, for each timestep, is added 

together to determine the total biogas (Nm3) output for each timestep. 

The amount of fertiliser made over the simulation period may be calculated 

using Equation 6.15, and this information is given, along with the overall 

electricity and heat use, with the final production rate graphs. 

Fertiliser Made (kg) = Feed - (Biogas x Density) (6.15) 

Where Feed = Total feedstock added to digester (kg) 

Biogas = Total biogas produced (Nm3) 

Density = Density of biogas (kg/Nm3) 

6 . 2.2 Energy Requirements 

The electricity requirements for the anaerobic digestion process can be split into 

two components. If energy is required for mixing the contents of the digester, 

this is required constantly, and is not a function of the amount of feedstock 

being input. This electricity requirement is, therefore, specified directly in kW, 

and is added directly to the timestep electricity demand. Electricity for fuel pre- 

processing and pumping will be required only at specific times during the day, 

before and during feedstock input. This is calculated using Equation 6.16, and 

added to the timestep electricity requirement if it falls within the specified 

operating times. 
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Electricity (kW) = Elec x Feed (6.16) 
Hours 

Where Elec = Electricity required (kWh/tonne feedstock input) 

Feed = Total feedstock input (tonnes per day) 

Hours = Number of operating hours per day 

If the contents of the digester are being heated, this heat is required, constantly 

throughout the days of the feedstock availability period plus a time equal to the 

retention time after feedstock input has finished. This heat requirement is 

calculated using Equation 6.16, using the heat required instead of electricity 

required, and 24 as the number of operating hours. If feedstock heating is being 

used, heat is required only during specified times before the feedstock is input. 

This heat requirement is, again, calculated using Equation 6.15, substituting the 

heat requirement for the electricity requirement. The use of well-insulated tanks 

ensures that the performance of the digester and its energy requirements are not 

significantly affected by ambient temperature [6]. 

6. Z3 Use of Biogas 

The biogas produced from this process typically contains 60% methane and 40% 

carbon dioxide, though these amounts may vary. Again, various options are 

available for the use of the biogas produced, though the processes involved are 

slightly different to those used after gasification, due to the difference in biogas 

composition. 
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1. Keep as a medium heating value biogas 

The biogas production rate for each timestep is calculated using Equation 6.17, 

and the electricity required to put the gas into storage, if required, is calculated 

using Equation 6.18. 

Biogas Production Rate (kW) = Biogas x TS x LHV (6.17) 
3610.3 

Electricity Required (kW) = Biogas x Elec x TS (6.18) 

Where Biogas = Biogas produced (Nm3) 

LHV = Lower heating value of biogas (kJ/Nm3) 

TS = Number of timesteps per hour 

Elec = Electricity to compress or liquefy biogas (kWh/Nm3) 

The total amount of biogas produced (kWh) throughout the simulation period is 

given along with the final production rate graphs. 

Z. Upgrade biogas to 95% methane 

To allow use in vehicles and certain other plant, the carbon dioxide content of 

the biogar mixture must be reduced to give 95% methane content (equivalent to 

natural gas). The energy content of the gas remains the same, and is calculated 

using Equation 6.17. Electricity, however, is required to process the gas, and 

this is calculated using Equation 6.18, with Elec equal to the amount of 

electricity required to process the gas. If the gas is to be compressed or 
liquefied for storage, the electricity required is calculated using Equation 6.18. 

Again, total amount of biogas produced (kWh) throughout the simulation period 
is given along with the final production rate graphs. 
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3. Make hydrogen via steam reforming 

The methane production rate by weight (in kg/hr) is determined using Equation 

6.19. 

Methane Production Rate (kg/hr) = Biogas x 3610.3 (6.19) 
LHV 

Where Biogas = Biogas production rate (kW) (from Equation 6.17) 

LHV = Lower heating value of methane (id/Nm3). 

Hydrogen may be made, via the steam reforming of methane, according to the 

chemical equation given in section 6.1.3, and the production rate of hydrogen, 

by volume (in Nm3/hr) is calculated by direct proportion, 

Hydrogen Production = 28 x Methane x Percent (6.20) 
Rate (Nm3/hr) 64 x Density x 100 

Where Methane = Methane Production Rate (kg/hr) 

Percent = Reaction Completion Percentage 

Density = Density of Hydrogen (kg/Nm3) 

If desired, the remaining production rate of methane (in Nm3/hr) can be 

calculated by dividing the remaining methane production rate by the density of 

methane. To determine the production rates of both of these gases in kW, 

multiply the production rate in Nm3/hr by the lower heating value of the gas in 

kJ/Nm 3, and divide by 3610.3. 

The electricity required to put either or both gases into storage is calculated by 

multiplying the amount of gas made (in Nm3) by the electricity required (in 

kWh/Nm3). Electricity and heat requirements for the process are calculated by 

multiplying the specific energy requirements (kWh/Nm3 methane) by the 

methane production rate (Nm3/hr). The total amount of hydrogen produced 

(kWh) throughout the simulation period is given along with the final production 

rate graphs. 
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4. Make methanol via catalytic conversion 

The two-stage process of converting methane to methanol is characterised by the 

following chemical equation when no carbon dioxide is available [3], 

2014 + 2H20 10 2CH3OH + 2H2 

( 64 kg CH4 + 108 kg H2O % 128 kg CH3OH +8 kg H2O ) 

and by the following equation if carbon dioxide is available, 

6CH4 + 4H20 + 2CO2 10 8CH3OH 

( 192 kg CH4 + 144 kg H2O + 176 kg CO2 º 512 kg CH3OH ) 

The methane production rate by weight (in kg/hr) is again determined using 
Equation 6.19, and the production rate of carbon dioxide is calculated using, 

CO2 Production = Methane x (100 - %Methane) x CO2Densi (6.21) 
Rate (kg/hr) CH4Density x %Methane 

Where Methane = Methane production rate (kg/hr) 

%Methane = Percentage of methane in biogas by volume 
CO2Density = Density of carbon dioxide (kg/m3) 

CH4Density = Density of methane (kg/m3) 

If there is sufficient carbon dioxide to allow the second equation to be used, or if 

extra carbon dioxide may be used as necessary, the methanol production rate is 

calculated using Equation 6.22, and any extra carbon dioxide required is 

calculated in a similar manner. 

Methanol Production = 512 x Methane x Percent (6.22) 
Rate (litres/hr) 192 x Density x 100 
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Where Methane = Methane Production Rate (kg/hr) 

Percent = Reaction Completion Percentage 

Density = Density of Methanol (kg/litre) 

If there is not sufficient carbon dioxide present, and extra may not be utilised, 

the amount of methanol that can be made with the carbon dioxide present is 

calculated using, 

Methanol Production = 512 x COL x Percent (6.23) 
Rate (litres/hr) 176 x Density x 100 

Where . CO2 = CO2 Production Rate (kg/hr), 

and the remaining, unused methane is calculated using, 

Remaining = Methane - (196 x CO2 x Percent) (6.24) 
Methane (kg/hr) (176 x 100) 

The methanol that can be made using the first chemical reaction is then 

determined in the same manner, by direct proportion using the first chemical 

equation, and added to the methanol production rate for that timestep. If 

desired, the remaining methane production rate may be calculated as described 

for hydrogen production, as can the process electricity and heat requirements 

and the electricity required for gas storage. The total amount of methanol 

produced (litres) throughout the simulation period, and any extra carbon dioxide 

required, is given along with the final production rate graphs. 

197 



Gas = Biogas = Dec " Heat = Feedstock "F=0 
Blogasl - Biogas Produced for Period I (m3/tonne feedstock) 

Feed I  Feedstock Available for Period 1 (tonnes/day) 

Startdayl " Integer Equivalent of Start Day for Period I 

_ 
Enddayl   Integer Equivalent of End Day for Period 1 

_ý"j-TS _ 

Yes= sj 

__Noýý 

Det=givalute 

_t _____________________ __ 

TS "1 1? using I value Retention   Retention Time (days) 

<I- 
"0>? 

Nc 

Startday 

Ja--Yes- 
date <No 

r-Yes - Enddayl 

Countl - Retention+ 1 
Gast " Biogast x Feed1 -Yes 

va feedstock suppl 
vary seasonally ? 

/ (24 x Timesteps) 

No 

a Countt > 
I=0, and dat Relent ion 7 

Yas trountl   Rstsntbn 

not Jan t st, and Yes- llý Countt " date - Startdayt 
feedstock supply not 

seasonal? L Gast   Feedt x Biogas/ x Countl 

>0 and j= 0 and / (24 x Timesteps x Retention) 
-ý Yes 

date = Starldayt ? 

--No - Count1  0 
Gast 0 " 

Cuyn it < Gas1 = Gast + FeedI x Biogast / (24 x 24 
Retention 

Yes 
x Timesteps x Timesteps x Retention) 

_ 
Endayt < Feedstock   Feedstock + Feedt Countl = CountI +1 -Yes Is j0 

date Endayl + Biogas " Bioge6 + Gast 

Retention ? 

Countl =0 
Gast = Gast - Feedl x Biogast / (24 x 24 x 11mesteps x Timesteps x Retention) 

10 
Biogas = Biogas + Gast 

F=F+ Feed l 
-- - 

------------------------------------------------------ 

Gas " Biogas 
Repeat the process In the dashed box for the other defined 

periods using their specific biogas production and feedstock 
x Timesteps z 

availability data, calculating the biogas produced, and adding this 
LFN / 3610.3 

to the overall biogas production figure. 

a Feedstoc between pumpin 
Elm' dý + EleP x 

Yes- Dec + EIecAD Yes 10 Feedstock x Tmeste s/ >0ý nd processing times p 
No. of processing hours 

No 

F Yes ßät feedstock LHV = Lower Heating Value of Biogas (kJ/m3) 

No before input to Yes Heat = HeatAD xF/ 24 Elec   Total Electricity Fbquired (kW) 
No digester ? Heat = Torai Heat Required (kW) 

aedstock - Heat = HeatAD x Feedstock ! 24 
ElscMix = Electricity Fbquired for Mixing (kW) 

0? 
p  Electricity Required for Processing and Yes Elao 

Yes- at feedstock 
\edstock Pumping (kWh tonne feedstock) 

fore input to HeatAD Heat Required (kWhltonne feedstock) 
No \\\ýdigester? 

No- J betwee Heat - Heat + HeatAD x Meat 
content Yes 

of digester ? 
feedstock input Yea- Feedstock x Timesteps/ 

times ? no. of feedstock Input hours 

No 

-- `-- 

(continued) 

Figure 6.4 Anaerobic Digestion Algorithm 

198 



(continued) 
I 

Keep as 
medium heating Yes- 

alue biogas 

No 

pgrade biogas ti 
95% methane? 

EIec95 " ElectricIty Required to Upgrade 
Biogas to 95% Methane (kWh/m3) 
EIecCH4   Electricity Iiaquired for Steam 

a electricit ---Yea- 
ýec   Elec + 

-p Slog FJecCom x as 

%f rming or Catalytic Sysntheals (kWMm3) 

HeatCH4   Heat fbquired for Steam 
required to Informing or Catalytic Sysnthesis (kWWm3) 

compress gas br 
Methane  % Methane Content In Biogas 

storage 7 No - Biogasmed   Gas 
0.072 kg CH4  1 kWh 

eiectricit Yes- aec " Elen " 

Yes Elý -dec yes required to ýý Px Biogas 

,ý 
Oec95 x Biogas co 1press pas for 

storage? º Cµq . Gas 

Gas = Gas x 0.072 
ocess methane CH4   ((Gas -Percent SR x 

hydrogen via steam as Amount   H2 ONef Yee Gas) / 100) / 0.714 10 10 
reforming ? H2   16.5 x Gas x PercentSRl CH4 ? Amount   Amount + CH4 

(37 x 100 x 0.08988) CH4   Ch4 x 35800 / 3610.3 

P 

No 
No 

10 Nectricit 
Elec = Elec + Yes required to 

compress gas for 

r-NO storage ? 

Gas - Gas 10.714 
Sec   Dec + ElecCH4 x Gas 

Heat   Heat + HeatCH4 x Gas H2" H2 x 12600 / 3610.3 

Process methane to 
methanol via steam Gas = Gas x 0.072 

reforming and C02   (Gas x (100 - Methane) x 1.964)1 ( 0.714 x Methane) s C02 >" 

catalytic synthesis 
34.5 xGas / 

Yes 37.5 ? 

Malhand = Percent x Gas x 100 I (37.5 x 0.79 x 100 No 

CH4 =( Gas -( Percent x Gas 1 100 )) 10.714 n extr 1-Yes 
C02 be 
used ? 

Methanol   Percent x C02 x 1001 ( 34.5 x 0.79 x 100) 
CH4   Gas - Percent x 37.5 x C02 / (34.5 x 100 ) 

Methanol   Methanol + Percent x CH4 x 128 / (64 x 0.79 x 100 ) 
CH4   (CH4 - Percent x CH4 / 100) / 0.714 

over Yes 
CH4 ? 

a electr yA 
- 

required to 
Yes- 

O 

compress gas for storage 7 
Elee   Dec + pecComp x Biogas 

---No CH4   CM x 35800 ! 367 0.3 

Gas Gaa/0.714 
Dec   Dec. DecCH4 x Gas 

Heat   Heat + Heat CM x Gas 

Figure 6.4 (cont) Anaerobic Digestion Algorithm 

199 



6.3 Transesterification 

Transesterification is the production of methyl or ethyl esters (biodiesel) from 

animal or vegetable oils. The feedstock for this process may be continuously 

available (waste vegetable or animal oils), or seasonal (energy crops). Small- 

scale production is batch-wise, and larger scale continuous processes are being 

developed [7]. An example of the transesterification system definition window 
is given in Appendix 1, Figure A1.16. 

6.3.1 Feedstock Availability 

Feedstock availability, for continuous and seasonal supplies, is dealt with in a 

similar manner to that described in Section 6.1.1. For seasonal supplies, the oil 

availability per day is calculated using Equation 6.3, where the crop yield is in 

litres of oil per hectare. The electricity and heat required for oil extraction from 

energy crops, if necessary, are calculated using Equation 6.1 or 6.2 (substituting 

the heat requirement where appropriate), and are applied during the appropriate 

times. As it is common to use the same equipment to process oils from different 

harvest crops at different times of the year, to allow a more continual use, up to 

five different seasonal supplies may be defined for use by the same processing 

equipment. These are all added into the same store, as they become available, as 

the performance of the processing equipment and process requirements are not 

significantly affected by the use of different feedstocks. This process is shown 
in Figure 6.5. 

Again, the rate of use of oil from seasonal supplies may be slower than the 

production rate to allow fuel production beyond the harvest periods. For 

seasonal supplies, if there is excess feedstock left over in the store at the end of 

the simulation period, and this is more than the minimum required for the fuel 

production process, the entire simulation period is analysed again, and the 

results from this second simulation period are used. 
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6.3.2 Continuous Process Characteristics 

As the continuous process cannot be easily started and stopped, it must run 

continuously throughout the day, and not between set times. The process 

information required to create the temporal fuel production and energy use 

profiles includes the maximum and minimum oil feed rates (litres/hr), the 

alcohol and catalyst types and feed rates (litres/hr and kg/hr respectively), the 

biodiesel and glycerine production rates (litres/hr), and the electricity and heat 

demands (kW). The methanol or ethanol requirement may also be made into a 

temporal profile and taken through to the matching procedure as a demand, if 

desired. This process is shown in Figure 6.6. 

For each timestep, if more oil than necessary (oil feed rate / timesteps per hour) 

is available for that timestep, the process outputs, inputs and energy use are as 
input. If the amount of available oil is between the maximum and minimum oil 

required for that timestep, a partial production factor is calculated using 

Equation 6.6, and is applied to all inputs and outputs. The partial production 
factor is also applied to the heat demand, as this would vary with the amount of 
feedstock. It is not applied to the electricity demand, as this would not vary with 

the amount of feedstock. If there is not enough oil available, the process is not 

run. Oil is subtracted from the stored volume as it is used. 

At the end of the simulation, graphs of the biodiesel production rate, ethanol or 

methanol requirement (if desired), and energy demands are created. Information 

about the overall consumption of oil, alcohol, catalyst, electricity and heat, and 

the overall production of biodiesel, glycerine and crop residue are given. The 

amount of unprocessed oil remaining and maximum storage required at any 

given time throughout the simulation are also presented. 

6.3.3 Batch Process Characteristics 

The batch process for biodiesel production is the most common, and can be run 

continuously throughout the day, or as a number of batches per day, starting at 

given time. The process information required to create the temporal fuel 
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production and energy use profiles includes the time for one batch (hours), the 

maximum and minimum oil input per batch (litres), the alcohol and catalyst 

types and amount required at maximum load (litres and kg respectively), and the 

biodiesel and glycerine produced at maximum load (litres). Again, the methanol 

or ethanol requirement may also be made into a temporal profile and taken 

through to the matching procedure as a demand. This process is also shown in 

Figure 6.6. 

The energy requirements for the batch process occur at different times 

throughout the process, and may include the following demands. 

" Heat to boil off any water in the feedstock oil. This is given in kW for a 

specified number of minutes from the start of the process. This may be 

added to the heat demand or a 100% efficient electric heater may be 

used. 

" Electricity for mixing (kW) for a specified number of minutes from the 

end of the previous boiling process. 

" Electricity for biodiesel cleaning (for mixing or for bubbling air through 

to clean out any soap formed). This is given in kW for a specified 

number of minutes before the end of the batch. 

The number of minutes for these energy demands may only be specified in 

multiples of 30 minutes. These specified times are translated into the equivalent 

number of timesteps using 

Number of Timesteps = Time x Timesteps 
60 

(6.25) 

Where Time 

Timesteps 

= Specified time (minutes) 

= Number of timesteps per hour 
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The length of time required for one batch is translated into the equivalent 

number of timesteps necessary using 

Number of Timesteps = Time x Timesteps (6.26) 

Where Time = Length of batch (hours) 

If the process is continuous throughout the day, the process will start at the first 

timestep where sufficient oil is available. If more oil is available than the 

maximum oil input, the process will run at full load. If the oil available is 

between the maximum and minimum input amounts, a partial production factor 

is calculated using Equation 6.6, and is applied to all inputs. The oil used 

(litres) is removed from the store at this timestep, and a timestep count is 

initiated to chart progress through the batch. The ethanol or methanol demand is 

also attributed to this timestep, if desired, and is translated into a production rate 
(litres/hr) by multiplying by the number of timesteps per hour. 

For the subsequent timesteps, if the count is greater than or equal to zero, and 
less than the timestep equivalent of the heating time, then the energy required 
for this is applied for that timestep (directly in kW). This may be kept as a heat 

demand, or made directly into an electricity demand if a 100% efficient electric 
heater is used. The partial production factor is applied as necessary, as the 

amount of energy required is in direct proportion to the amount of oil being 

heated. 

If the timestep count is greater than or equal to the timestep equivalent of the 

heating time (which may be zero), and less than the timestep equivalent of the 

time required for mixing, then the electricity required is applied for that timestep 

(directly in kW). If the timestep count is greater than or equal to the timestep 

equivalent of the batch length minus the timestep equivalent of the time required 
for biodiesel cleaning (which may be zero), and less than the timestep equivalent 

of the batch length, then the electricity required is applied for that timestep 

(directly in kW). The partial production factor is not applied to either of these 

electricity demands, as they would be independent of the amount of oil used. 
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If it is the last timestep of the process, the amount of biodiesel made is added to 

the production profile for that timestep. The partial production factor is applied 

as necessary, and the amount of biodiesel produced, in litres, is translated into a 

production rate (litres/hr) by multiplying it by the number of timesteps per hour. 

The process is then free to start again provided there is enough oil available. 

If a number of batches per day with a starting time have been specified, the 

batch can only be started after a given time each day, if no batch production is 

currently in progress, and if the maximum number of batches allowed each day 

has not been exceeded. Otherwise, the procedure outlined above is followed. 

The outputs of the batch process simulation are the same as for the continuous 

process described in Section 6.3.2. 

6.3.4 Use of Crop Residue 

If energy crops are used, a certain amount of crop residue, left over after oil 

extraction, will be available. This may be used as cattle feed, sent to an 

anaerobic digester or gasifier, or burned directly to produce heat and/or 

electricity, depending on the residue type, and other system requirements. The 

amount of residue made is calculated using Equation 6.3, with the yield being 

the crop residue (kg/ha), and this is made available at the last timestep of every 
day during the harvest season. 

If the crop residue is to be made available for use in boilers, engines or turbines, 

a temporal production rate graph for a specified "other" category of fuel is 

produced. If the anaerobic digestion or gasification process is to be used, the 
feedstock availability for these processes is defined by the production of the 

crop residue, which is made available at the last timestep of each day. This 

feedstock is used immediately for the digestion process, or may be added to a 

store, for use at any time, for the gasification process. This can be done because 

the type of residue suitable for gasification will be much drier than that suitable 

for anaerobic digestion, and therefore will not suffer from the problem of 

degradation if stored properly. 
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For each process, the process characteristics (except for the fuel availability 
information) are defined in a separate window, in the same manner as described 

previously for the different processes. This window appears when the option to 

use the process is chosen, and examples of these windows are given in 

Appendix 1, Figure A1.18 and A1.19. The outputs and energy use are 

calculated in the same manner as described in Section 6.1 for gasification, and 
Section 6.2 for anaerobic digestion, and the various options for processing the 

resulting gas are also available. The relevant production rate graphs are given 

along with the biodiesel production graph and the relevant overall production 

and use figures are also given. The maximum required storage and the amount 

of feedstock remaining are given for the gasification process, and a second 

simulation period is, again, analysed, as required, if there is a substantial amount 

of feedstock remaining at the end of the period. 

6.4 Fermentation 

Fermentation is the production of ethanol from sugary, starchy or cellulosic 

materials. The feedstock for this process may be continuously available (waste 

fruit, newspapers etc), or seasonal (energy crops). Small-scale production is 

batch-wise, and larger scale production may be achieved through various 

continuous processes [7,8]. An example of the fermentation system definition 

window is given in Appendix 1, Figure A1.17. 

6.4.1 Feedstock Availability 

Feedstock availability, for continuous and seasonal supplies, is dealt with as 
described in Section 6.1.1 and Figure 6.1. The electricity and heat required for 

the pre-processing of feedstock, however, are not calculated here as these are 

considered later as part of the ethanol production process. Only one type of 
feedstock may be used in a particular process simulation, as the process outputs 

and requirements vary with different feedstocks. It is possible, however, to have 

a number of different harvests of the same energy crop per year, so up to five 

different harvest times may be specified for the one feedstock type. 
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Again, the rate of use of the feedstock from seasonal supplies may be slower 

than the production rate to allow fuel production beyond the harvest periods. 
For seasonal supplies, if there is excess feedstock left over in the store at the end 

of the simulation period, and this is more than the minimum required for the fuel 

production process, the entire simulation period is analysed again, and the 

results from this second simulation period are used. 

6.4.2 Continuous Process Characteristics 

As the continuous process cannot be easily started and stopped, it must run 

continuously throughout the day, and not between set times. The following 

process information is required to create the temporal fuel production and 

energy use profiles. 

" The maximum and minimum feedstock feed rates (kg/hr). 

" Any other inputs (e. g. yeast, water, malt), type, amount and units per 
hour. 

" The ethanol production rate (litres/hr). 

" The wet and dry animal feed production rates (kg/hr). 

" Any other outputs (e. g. carbon dioxide), type, amount and units per hour. 

" The electricity and heat demands (kW). 

For each timestep, if more feedstock than necessary (feedstock feed rate / 

timesteps per hour) is available for that timestep, the process outputs, inputs and 

energy use are as input. If the amount of available feedstock is between the 

maximum and minimum feedstock required for that timestep, a partial 

production factor is calculated using Equation 6.6, and is applied to all inputs 

and outputs. The partial production factor is also applied to the heat demand, as 

this would vary with the amount of feedstock. It is not applied to the electricity 

demand, as this would not vary with the amount of feedstock. If there is not 

enough feedstock available, the process does not run. Feedstock is subtracted 

from the stored volume as it is used. 
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At the end of the simulation, graphs of the ethanol production rate and energy 
demands are created. Information about the overall consumption of feedstock, 

other inputs, electricity and heat, and the overall production of ethanol, other 

outputs, and crop residue are given. The amount of unprocessed feedstock 

remaining and maximum storage required at any given time throughout the 

simulation are also presented. This process is shown in Figure 6.7. 

6.4.3 Batch Process Characteristics 

The batch process for ethanol production is started each day at a specified time, 

provided there is sufficient feedstock and equipment available. As the 

fermentation process may take between two to four days to complete, it is 

common to have a number of different fermenters available, to allow new 
batches to be started each day. The following process information is required to 

create the temporal fuel production and energy use profiles. 

" The time for one batch (hours). 

" The number of fermenters available. 

" The maximum and minimum feedstock input per batch (litres). 

" Any other inputs required (e. g. yeast, water, malt), type, amount and 

units. 

" The ethanol output (litres). 

" The wet and dry animal feed outputs (kg). 

" Any other outputs (e. g. carbon dioxide), type, amount and units. 

The energy requirements for the batch process occur at different times 

throughout the process, and may include the following demands, in this order. 

" Electricity for the crushing or milling of the feedstock (kW). 

" Heat for cooking and/or electricity for mixing (kW). 

" Heat for hydrolysis and/or electricity for mixing (kW). 

" Cooling requirement (heat or electricity) during fermentation (kW). 

" Heat for distillation (kW) 
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" Heat and/or electricity for by-product preparation (kW). 

Each of these stages is given a number of minutes or hours duration (which may 
be zero), and these are translated into the equivalent timestep values using 

Equation 6.25 or 6.26. 

The process will start at the start time for each day provided sufficient feedstock 

and equipment are available. If more feedstock is available than the maximum 

oil input, the process will run at full load. If the feedstock available is between 

the maximum and minimum input amounts, a partial production factor is 

calculated using Equation 6.6, and is applied to all inputs. The feedstock used 
(kg) is removed from the store at this timestep, and a timestep count is initiated 

to chart progress through the batch. A separate count is initiated, and partial 

production factor calculated (as appropriate), for each fermenter being used, up 

to a maximum of five fermenters. 

The energy demands are applied to the relevant timesteps throughout the batch 

process in a similar manner to that described in Section 6.3.3. The partial 

production factor is only applied to the heat demands, and there is the option to 

translate these heat demands directly into electricity demands (if electric heaters 

are being used). Distillation and by-product preparation take place after the end 

of the fermentation process, allowing the equipment to be used for the next 
batch. A separate count is, therefore, initiated for these stages, for each 
fen-nenter. Some of these processes may specify a time, but not an energy 
demand, if residues are being used to provide some of the process requirements. 

If it is the last timestep of the fermentation process, the amount of ethanol made 
is added to the production profile for that timestep. The partial production 
factor is applied as necessary, and the amount of ethanol produced, in litres, is 

translated into a production rate (litres/hr) by multiplying it by the number of 

timesteps per hour. The process is then free to start again, for that particular 

fermenter, at the next start time, provided there is enough feedstock available. 
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As the time required for one batch is generally between two and four days, the 

batch process will run through a number of days longer than the batch length 

before starting to record data, when a continuous feedstock supply is being used. 

This allows the batches to start working through so that the ethanol production 

and energy requirements will start from the beginning, for the different batches 

running simultaneously. This is also done in the transesterification process if 

the batch length is longer than 24 hours, but this is not generally the case. The 

outputs of the batch process simulation are the same as for the continuous 

process described in Section 6.4.2. This process is also shown in Figure 6.7. 

6.4.4 Use of Residues 

If energy crops are used, a certain amount of crop residue may be available. 

This may, again, be used as cattle feed, sent to an anaerobic digester or gasifier, 

or burned directly to produce heat and/or electricity, depending on the residue 

type, and other system requirements. The processes for dealing with this type of 

residue are as described in Section 6.3.4. If these crop residues are used to meet 

some or all of the process energy needs, the input energy requirements and 

amount of residue produced are reduced accordingly. 

If a dry animal feed is produced, this can be used or processed in the same way 

as the energy crop residues. Determining the feedstock availability for this 

residue, however, is more difficult than for the crop residues, as it is produced 

more erratically. This is not a problem when gasification is being considered, as 

the feedstock is put into a store when available, and used from that store when 

possible. The gasification process characteristics are defined, and the outputs 

and energy use are calculated, in the same manner as described in Section 6.1, 

and the various options for processing the resulting gas are also available. If the 

dry animal feed is to be made available for use in boilers, engines or turbines, a 

temporal production rate graph for a specified "other" category of fuel is 

produced. 

If a wet animal feed is produced, this may be sent, if desired, to an anaerobic 

digester. This is also an option for the dry animal feed. The erratic nature of 

211 



both these feedstock supplies, however, poses a problem for this process, as it 

requires a single daily input. If a continuous process is being used, the 

feedstock produced is collected and stored to allow one input each day at a set 

time. If a batch process is used, and there are enough fermenters to allow a 

daily production of the feedstock, then this amount is input into the digester 

each day. The process characteristics are defined, and the outputs and energy 

use are calculated in the same manner as described in Section 6.2. 

If there are not sufficient fermenters to allow a daily production of the 

feedstock, the number of days each batch requires to run is determined, and the 

number of fermenters available is divided by this number of days to determine 

the fraction of the feedstock from one batch which would be available for input 

to the digester each day. This amount of feedstock may then be input into the 

digester each day for the number of days each batch requires to run. If further 

feedstock is available, the process continues. If it is not available, the process 

slows down as described in Section 6.2. The build-up period and options for 

the use of the biogas are also dealt with as described in Section 6.2. 

All the specific fuel production rates calculated using these procedures (i. e. 

methanol, 95% methane), for each timestep, from each process, are added 

together to make one production rate profile for each fuel type produced. The 

relevant production rate graphs are given along with the ethanol production 

graph and overall energy use graphs, and the relevant overall production and use 
figures are also given. The maximum required storage is given for the 

gasification process, and a second simulation period is, again, analysed, as 

required, if there is a substantial amount of feedstock remaining at the end of the 

simulation period. The procedures described in this section are shown in Figure 

6.8. 
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6.5 Electrolysis 

As it is sometimes preferable to convert the entire output of a PV or wind farm 

to hydrogen via electrolysis, rather than just the excess electricity left after some 
has been used to meet demand, a dedicated supply can be defined. The half- 

hourly output of a specified PV array or wind turbine set is calculated using the 

algorithm described by Born [9], and this electricity output, for each timestep, is 

fed directly into an electrolyser. The electrolyser is defined, and its output is 

calculated as described in Section 5.7. Information about the amount of 

electricity used, and the electricity that was wasted due to lack of capacity of the 

electrolyser is given along with the half-hourly hydrogen production graph. 
Information is also given about the overall amount of water required and 
hydrogen made. Examples of the PV and wind electrolysis system definition 

windows are given in Appendix 1, Figures A1.21 and A1.22. This modelling 

method, however, is only suitable if a small number of timesteps per hour has 

been specified, as it does not account for the response time of the electrolyser to 

high frequency wind power outputs. If the program was to be used with a larger 

number of timesteps per hour, this model would require further refinement. 

6.6 Waste and Biomass Processing Technologies 

To allow the modelling of the output and energy use of various waste processing 

technologies, (e. g. pelletising, shredding, briquetting, chipping, wood or sewage 
drying), a generic process is defined. The feedstock availability is defined by 

the amount available (tonnes/day), and the percentage by weight of this 

feedstock that is output. Different feedstocks may be used at different times of 

the year, and varying amounts of the same feedstock may be defined. This 

feedstock is put into a store at each timestep it is available, and is used from that 

store at a specified feed rate (tonnes/hr). The electricity and heat requirements 
for the process (kWh/tonne feedstock), and the times over which it is operational 

are defined, and the output is assigned as RDF or one of the `other' categories. 
The temporal fuel production and energy use graphs are then created as 
described in previous examples, with the process only working between 

operating times and if sufficient fuel is available. This process is shown in 
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Figure 6.9. An example of the waste and biomass processing technologies 

system definition window is given in Appendix 1, Figure A 1.23. 
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Figure 6.9 Waste and Biomass Processing Algorithm 
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6.7 Landfill Gas Processing 

As the biogas from landfill sites is produced constantly, at a steady rate, its 

production can be defined by the biogas production rate (Nm3/hr), the 

percentage of methane in the biogas or its lower heating value (kJ/Nm3), and the 

electricity required to extract the biogas (kWh/Nm3 biogas produced). The 

biogas may then be used or processed in the same way as biogas derived from 

anaerobic digestion, as described in Section 6.2.3. An example of the landfill 

gas system definition window is given in Appendix 1, Figure A1.20. 

This chapter described the algorithms used to estimate the rate of fuel 

production and associated energy demand profiles for chosen derived fuels. 

Chapter 7 shows how the overall program works from the user's point of view, 

and also discusses how the changes made to the systems have been verified once 
incorporated within the existing MERIT program architecture. 
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7 Software Development 

This chapter describes the MERIT software from a user's perspective. Methods 

for verifying the developed algorithms within the overall program context are 

also discussed. 

7.1 User View of MERIT 

The main program window of MERIT (Appendix 1, Figure A1.1) provides links 

to each section of the program, as shown in Figure 7.1. From here the different 

sections described below can be accessed using the appropriate button. 

Examples of all the MERIT windows are given in Appendix 1. 

7.1.1 Climate and Time Scale 

To begin a simulation, the analysis conditions are specified. These include the 

start and end dates for the simulation, a suitable climate file, and the altitude of 

the site. If the simulation is to include seasonally varying fuel production 

profiles (e. g. from energy crops), then the study of anything less than a full year 

will give misleading results. 

If the analysis of different seasons is required, without the simulation of an 

entire year, it is possible to define representative seasonal periods (days, weeks, 

months). The number of desired seasons and length of the periods are chosen, 

and representative periods are determined based on the climate data. It is also 

possible to view the selected climate data. 
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7.1.2 Specify Demand 

Half-hourly electricity demand profiles may be obtained from load research 

groups, from some utilities where data is gathered for different types of building 

for use in research and billing, and also from building energy simulation tools 

[1]. Heat and hot water use profiles are, however, more difficult to find. Again, 

these can be determined using building energy simulation tools, and some 

typical profiles do exist, which are becoming more common with the increased 

interest in CHP and district heating schemes [2,3]. 

As with electricity, the heat and hot water demand profiles are given in kW over 

time, and some typical shape graphs are available for some types of building. If 

this is not the case, a heat demand profile can be estimated for weekdays and 

weekends by considering the occupancy hours of certain types of building and 

creating a basic demand profile. This graph can then be augmented to produce 

an annual heat demand profile by applying an extra heating load, proportional to 

the number of degrees centigrade that ambient temperature is below a specified 

minimum, using half-hourly ambient temperature data from the relevant climate 
file [1]. This minimum temperature would generally be 15.5 degrees centigrade 
for the UK, which is that used in degree-day analysis as the outside temperature 

that gives comfortable inside conditions [4]. 

Daily or annual consumption figures must then be used to scale this profile, 

which may be available in the form of meter readings or typical and best 

practice values quoted for certain types of building [5]. If a total heat demand is 

available in kWh then this can be directly applied to the profile. If the metered 

or quoted value is for heating fuel use, the amount of fuel used for space heating 

(seasonal) and for other uses (hot water and cooking) must first be determined. 

To do this, the monthly fuel consumption is plotted against the number of 
degree-days (as shown in figure 7.2) [6]. 
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Figure 7.2 Degree-Days Versus Monthly Fuel Use I6I 

A best-fit line is then drawn, and the point of intercept ref" this line with the y- 

axis gives the monthly fuel use for hot water and cooking. Multiplying this 

number by twelve gives the annual non-space heating fuel use, and subtracting 

this value from the total annual fuel use gives the annual fuel use for space 

heating. To find the total heat demand, an efficiency factor must then he 

applied, relevant to the type of fuel and plant used to gain the original 

consumption figures. This figure can then be used to scale the annual profile. 

The annual fuel use for water heating (without cooking fuel use) must he 

determined for each individual case from the annual non-space heating fuel use. 

As this does not tend to vary greatly throughout the year, daily profiles may he 

produced for weekdays and weekends based on occupancy and typical 

behaviour, and these are then used to produce an annual profile. Again an 

efficiency factor must be applied to the annual fuel use figure, based on the type 

of fuel and plant used for the original consumption figures, and the overall 

annual hot water demand can then he used to determine an annual hot water use 

profile. Parts of these profiles can then be used relevant to the chosen timcframc 

of the study. 

The demand definition window gives the option to load demand data from a 

datahase, import a profile from another source, or specifically design a profile. 
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A variety of profiles exist in a database and these may be viewed, selected for 

later matching, or chosen for combining with others. Up to nine profiles (single 

or combined) may be chosen. Profiles accepted for combination appear in the 

middle list box, and up to nine may be combined and accepted for later 

matching. Selected profiles are shown in the bottom box. 

In `Profile Designer' there are more existing profiles which may be used or 

amended to generate annual profiles. These are from a variety of sources and a 
description of the data set appears in the box below the list. A different list 

appears for each different demand type. Each data set may include different 

profiles for different periods of the year, and for weekdays, weekends and 
holidays, and each profile can be amended manually, or the overall consumption 

can be changed and applied to the profile shape. The specified time frame or 
days for which the profile is defined can be altered, and profiles may also be 

copied and amended. 

The profile effects tab allows various effects to be applied to the profile, 
including the ability to interpolate, or not, between profile defined periods. 
Temperature effects may also be included, which allows heat profiles to be 

augmented with reference to the ambient temperature. 

An annual profile can be generated, and different overall consumption figures 

can be applied to the profile shape if desired. The produced annual profile may 

then be either saved as a template for later use in Profile Designer, or saved to 

the demand database. 

7.1.3 Specify Supply 

The creation of supply profiles for sustainable fuels, electricity, heat, hot water 

and transport, is carried out in three stages. 
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Stage 1- Sustainable Fuel Supply Systems 

The sustainable fuel system definition window gives the option to simulate fuel 

supply profiles, import profiles from a database, or design profiles using a 

profile designer. A variety of sustainable fuel generation methods are available 
for simulation, and each system type has its own generation type definition 

window (see Appendix 1), on which the user can input readily available 

manufacturers' information and process parameters. A variety of existing plant 

types may be accessed from a database, and augmented as necessary. 

Information may also be saved to the database. There may be energy demands 

associated with the manufacture of sustainable fuels, and these are also defined 

in the definition window. 

When a system has been defined, supply profile and energy use graphs are 
drawn in the sustainable fuel system definition window. If the profile is 

satisfactory, it may be accepted and combined in the same way as the demand 

profiles. The associated energy demands are added to the specified demands at 

the matching stage. 

`Fuel Supply Profile Designer' works in a similar way to that for demand. It 

allows constant or predictable supplies, or supplies which do not require 

processing, to be represented (e. g. wood or straw availability). Three `other' 

categories are available for defining supply profiles of crop or process residues, 

or other fuels that do not require processing. Profiles saved in the fuel supply 

profile designer are accessed through the fuel supply database. 

Stage 2- Intermittent Supply Systems 

The intermittent supply system definition window gives the option to simulate 

supply profiles, import profiles from a database, or design profiles using a 

profile designer. This section functions in the same way as the fuel supply 
definition section. `Supply Profile Designer' allows constant or predictable 

supplies to be represented (e. g. nuclear base load, geothermal generation). 
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Stage 3 -Auxiliary Systems (dependant on demand and/or fuel availability) 

The auxiliary system definition window gives the opportunity to define the plant 

and control characteristics for a range of auxiliary system types, including 

electricity storage devices, engines, turbines, fuel cells, heating systems, heat 

storage systems, electrolysers and vehicles. Again, each technology has its own 
definition window, which functions in the same way as the supply windows. As 

the performance of the auxiliary systems cannot be calculated until the demand 

and supply matching stage, a description of the system appears in the window 

when each system has been defined. If this is satisfactory, it may be accepted in 

exactly the same way as for the demand profiles. 

7.1.4 Match and Dispatch 

The final stage is to match supply and demand. When the matching window 

opens, the fuel choice window also opens, allowing the choice of which fuels 

will be available for consideration (see Appendix 1). This choice may be 

changed at any time during matching. It is important to avoid unnecessary fuel 

production, as energy demands are often associated with these. 

The chosen demand, supply and auxiliary profiles are given as buttons at the top 

centre of the screen. Different combinations can be tried by clicking once on the 

different buttons to select them and twice to clear and start again. To see which 

profile is which, hover over the button for a few seconds and the name will 

appear below the cursor. Any number of profiles may be chosen for matching, 

and the auxiliary profiles are applied in the order in which they are chosen. 

Three graphs are shown at the bottom: 

9 Graph 1- Demand and Supply 

" Graph 2- Residual Power 

" Graph 3- Auxiliary Performance. 
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The different profile of use graphs for the auxiliary supplies can be toggled 

between using the arrow button above the third graph. Other useful information 

about each auxiliary supply is given in the box above this. 

The box at the top right hand corner contains information about the match, 
including a match rating out of ten. This also contains overall fuel consumption 
information for each of the different fuels available, and an estimated annual 

consumption if seasonal representative times are being used. Again, the arrow 
button can be used to toggle between these. Pressing the arrow button above the 

first graph changes the energy demand and supply shown (e. g. electricity, heat), 

or shows a fuel storage profile (the amount of fuel requiring to be stored at any 

given time) for each of the fuel types. 

Different demand and supply combinations can be tried, and it is possible, at any 

time, to go back to the earlier stages and amend demand, supply and auxiliary 
data to help improve the match. All potential matches between demands and 
intermittent supplies can be assessed automatically by using the Auto Search 

function, and specific match and overall data can be exported to a Microsoft 

Excel file. 

7.1.5 General Information 

The entire project, including all selected data and profiles may be saved at any 

time. A report of the project, containing information from all the stages, may 

also be generated. 

7.2 Verification 

As the algorithms used to model the behaviour and output of the various fuel 

supply and load following plants considered here were designed to emulate the 

behaviour described by manufacturers and users, and to follow input control 

strategies, the performance of each of these new models has been verified 

against these parameters, and the assumptions outlined in Chapters 5 and 6. The 

verification processes followed are outlined below. 
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7.2.1 Fuel Supply Specification 

For the fuel supply profiles, the accuracy of the timing and magnitude of the fuel 

supplies and energy requirements were tested against expected results. The 

provisions for seasonal and continuous supplies, and for batch and continuous 

production were all analysed in this manner as necessary for each system type. 

Where multiple energy requirements for the same energy type were specified, 

these were tested individually, and in combination. The overall required inputs 

and outputs over the time period were also calculated and compared with the 

information given in the information box. The mechanism for taking the fuel 

availability through to the matching procedure and creating a storage profile was 

tested at the matching stage by comparing the magnitude and shape of the fuel 

storage profiles created when no fuel is used with expected results. The profiles 

created when fuel is used were considered when checking the load following 

supplies, and this is discussed later. 

To show how these verifications were carried out, the fermentation system has 

been taken as an example, as this is the most complicated model. Firstly, the 

continuous process with a constant supply is analysed to ensure the correct 

behaviour is being modelled when there is not enough fuel for the fermenter to 

run continuously. A simulation period of seven days is chosen for clarity. The 

input parameters are shown in Figure 7.3, and the output graph (Figure 7.4) 

shows correct fuel production and energy use at the times when enough fuel is 

available, and no production or energy use when there is insufficient fuel, giving 

expected production times and magnitudes. The production and energy use 

rates, and the overall production and consumption figures in the information box 

(Figure 7.5) are also correct. When the exact amount of feedstock is available, 

the process runs continually (Figures 7.6). This is also the case when too much 
feedstock is available, but a residual fuel supply is shown, which correctly 

accounts for the degradation rate (Figure 7.7). Figure 7.8 shows the fuel 

storage graph obtained, at the matching stage, from the continuous output, 

which shows the correct graph shape and magnitude. When the output is not 

continuous (i. e. as in Figure 7.4) this profile is stepped. 
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Fruit Waste used: 140000.00 kg 
Yeast used: 35.00 kg 
Ethanol made : 13300.00 litres 
Wet Animal Feed (vinasse) made : 0.00 kg 
Dry Animal Feed (stillage) made : 0.00 kg 
Crop Residue made : 0.00 kg 
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Hydrogen Made. 0.00 kWh 
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C02 required for methanol production: 0.00 kg 
C02 made: 10570.00 kg 
Heat required: 23800.00 kWh 
Electricity required : 4200.00 kWh 
Unprocessed feedstock remaining: 0.00 kg 
Maximum storage required : 20000.00 kg 

.................. 6K................., 

Figure 7.5 Fermentation System Information Box (Insufficient Feedstock) 
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Figure 7.7 Fermentation System Information Box (Insufficient Feedstock) 
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The continuous process is analysed over a year to verify the handling of 

seasonal feedstock availability. Figure 7.9 shows the specification for a system 

with almost enough feedstock to keep the fermenter running continuously, but 

with some short periods in the day when feedstock is not available. The output 

of this system is shown in Figure 7.10. If it is difficult to see the output for each 

parameter on the graph, the magnitude and timing of these are tested 

individually by setting the other parameters to zero. If the available land or crop 

yield is increased, the fuel generation becomes continuous, and the production 

period is extended beyond the harvest period, as expected. This can be seen in 

Figure 7.11 where the available land is set to 1500 hectares and, subsequently, 

the production period is extended into the next year. All fuel production and 

demands, except for the crop residue availability, are continuous throughout the 

fuel production period. Again, the magnitude and timing of all the outputs are 

analysed against calculated results, as is the overall data in the information box. 

The correct allocation of the residues to Otherl and Other2 is checked, and if the 

same fuel type is chosen for both, these are correctly combined. Figure 7.12 

shows the fuel storage graph obtained from the output shown in Figure 7.10. 

Figure 7.13 shows the electricity demand associated with this production added 

to a defined electricity demand profile. 
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The output obtained when a second harvest period with larger feedstock 

availability is defined is shown in figure 7.14. If this allows some feedstock to 

be carried over and used during the next harvest period, the production graph 

obtained is shown in Figure 7.15, showing that the feedstock is being correctly 

stored and used as necessary. Again, the magnitudes and timing of the supplies 

and demands are tested by calculation, and against the input times. 

If crop residues are sent to the anaerobic digester, these parameters are set as 

shown in Figure 7.16, and the outputs produced and energy required are shown 
in Figures 7.17 and 7.18. These show that the extra heat and electricity required 
for the digestion process are being added at the correct times, and in the 

appropriate quantities. The biogas output from the digestion process is also 

calculated correctly and given over the appropriate time, with start-up and 

shutdown periods being dealt with according to the assumptions made in 

Chapter 6. If other residues are sent to the anaerobic digester, the process 

parameters are defined separately, and the model is tested to ensure that outputs 

of the same type are combined correctly. The anaerobic digestion of all three 

residue types is tested individually and in combination to ensure proper 

calculation and combination of outputs and demands. This process is also 

repeated for the gasification of residues, both individually and in combination. 

Where different uses of the output biogas are specified, the expected outputs are 

calculated and compared with the given results. 

233 



Fil. Tods tso 

Guss. 9. aey. 1Y{ Hid W än CkW). Lvpä M). I++ @o b) 
arufr erows. r 

4ei 

Maerob, t Di atson Systems 

-ý P f l 

M 

3322 

M 

Gesdicabon/Fyroysis Systems 
tG i ý 

2N7 
Trensestenhteson Systems 
PV Electrolys. s Systems 2610 
Wmd Electrolysis Systems 
1 nnrih0 me Cvc, nm. 

J ~ 2373 

M Cow 2136 

1834 
1421 

1424 
"86 

Combood Prole Nena. 
712 

r Conww om 7' Seeeonel OS 

Salatfon Swaney 237 '. t. '., 

Fuel Supply Profiles Selected 0 
00 40 00 120 160 201 241 1 321 361 4D1 441 48 1 521 

woms 

-Bops 
Mow 

-OIr3 
m hold 9opec rä+ Ir RDF RDF Bsd<rIý Dsnrld 

_ 
%%I wis __Qwcod 

MMDu. - 
HJtrqm 

_Brd 
- 

pywf01 -Hai 
Dal-Id 

Ofrr1 

vAt" 08W2 

Figure 7.14 Multiple Harvest Period Output (1) 

Tools tj. lp 

Gan. Brºrar. HDK Hod Wid r pW). LA, " ! M). NYe 00) 

s &ows. r 001 

nu 

rroMc DEM. S "». t 3727 

hceeon/PeoNYSn SYsMns 3441 
sal. nhcabon Syst. ms 
IeNOysýs SysIms 3154 

I Electrolyse Sysbms 
ACWO 10 

oil me 1, -- 
J coff"ne 2867 

. Con*a s 
2541 

2294 

2007 

1720 

1147 

1147 

IW 
amid Pro11. Nm, IS 

r Con4wc . r" S... onil 

r*on Summsny 287 

W Suppy Prohles Selected 0 
00 AO DO 120 %0 201 24 1 261 321 361 401 441 491 521 

Wý. te 

INPs@- hzü7 Bbd»W - 
pry 

6oPs $ ndu had RD F Bdd/ Dwrrd 
%%ºMetr 

.. 
Osrwsl Had Demrd 

Kolbogm « 
Eim Ohu1 

ei Hol Wir Da 
gr 

-d 
Olrarl 

.1., obv2 

Figure 7.15 Multiple Harvest Period Output (2) 

234 



Erle tielp 

Bioges Production 
Bioges Produced (m3/tonne feedstock) F5- 

Lower Healing Value of Bioges (kJ/m3) 121480 

Biogas Methane Content (%) 160 

Retention Time (days) 115 

Heat Required (kWh/tonne feedstock) I 

r Heat feedstock before input to digester between K'rr. and 
r Heat contents of digester 

Electricity Required for mixing (kWh/tonne feedstock inpuQ 25 

Electricity Required for feedstock processing and pumping (kWh/tonne feedstock) 
10 4 between r' rr and 

OTIME 

Use of Biogas 
- -- r Use as e medium heating value biogas (50% to 70%meMene conlenJ 

C Upgrade biogas to 95% methane content 

r Process methane to hydrogen vie steam reforming 
C Process methane to methanol %A& steam reforming and cetelylc r TNwsis 

r Compress or kquify bioges for storegrr 

Doiis 

Figure 7.16 Anaerobic Digestion Parameters for the Crop Residues 
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Figure 7.18 Fermentation Output Including Anaerobic Digestion 

Batch ethanol production is tested first for one fermenter only. The parameters 
input are shown in Figure 7.19, and the output graph obtained is given in Figure 

7.20. As the feedstock availability is constant, the ethanol production starts 
instantly as expected, and is once every three days as there is only one fermenter 

available. The energy demands, some of which occur after the 68-hour main 
fermentation period, are properly calculated and summed at the correct times. If 

three fermenters are used, the graph shown in Figure 7.21 is given, and the 

number of fermenters may be increased further, if desired, still giving the 

expected output and energy demands. For example, using four fermenters 

allows two to run simultaneously for one day in three, giving a doubled output 

on one day. The information box data and the storage graph generated at the 

matching stage are, again, tested for temporal and quantitative accuracy. 

Similar testing was carried out for seasonal batch production, and for the 

gasification or anaerobic digestion of residues produced by batch production, 

and expected results were obtained. Similar comprehensive tests were also 

carried out, as necessary, for all the other fuel supply production models. 
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Figure 7.21 Fermentation System Output (Batch Production) 

7.2.2 Auxiliary Supply Specification 

Verification of the load following supplies was carried out at the matching stage, 

where simplified demands, and fuel and energy inputs were fed into the systems, 

and the outputs were analysed against expected calculated behaviour based on 

these inputs, manufacturers' data and specified control strategies. In order to 

ensure proper operation, all aspects of the different models' performances were 

tested in this manner, including increased fuel demand at lower loading, 

minimum load requirement, and the following of the appropriate demand or 

refuelling regime where required. The fuel used by each individual plant, and 

the overall fuel use for each fuel type was verified. The storage profiles for each 

of the fuels were checked against the profile of use graphs in order to ensure that 

fuel was being used at the appropriate times, and that the overall fuel used, plus 

what was left in storage at the end of the period, matched the overall fuel 

production. 

To describe the verification process for auxiliary supplies, the example of a 

biodiesel engine is used, and a simulation period of one day has been chosen for 
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clarity. A constant supply rate of 100 litres/hr of biodiesel is specified for this 

simulation. There are various control strategies that can be used with the engine 

model. If the engine is set to run at specific times of the day, as shown in Figure 

7.22, the output of the engine, provided enough fuel is available, is shown in 

Figure 7.23. The amount of fuel used and the fuel storage profile, shown in 

Figure 7.24 are both calculated correctly, taking into account the increased fuel 

consumption at lower loads. This is also the case for an engine running at a 

constant load, and where multiple engines are defined, all engines run at the 

specified load, and the calculated fuel consumption is as expected. The 

calculation of the heat to electricity ratio is also verified against expected results 

at varying load by studying the heat output (Figure 7.25) compared with the 

electricity output at these set loads. If there is not enough fuel available the 

possible output is correctly calculated using the available fuel, as shown in 

Figure 7.26. 
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Figure 7.23 Engine Output (Run at Specific Times) 
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Figure 7.26 Insufficient Fuel 
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If the engine is set to follow the electricity demand, this is followed perfectly, 

provided there is sufficient fuel available (Figure 7.27). When insufficient fuel 

is available, this is dealt with correctly as before. If the electricity demand 

requires the engine to run below minimum load, in this case 20%, the engine 

cannot run, and the demand is not met, as expected (Figure 7.28). The same 

results are obtained if the engine is set to follow the heat demand. If the engine 

is set to follow both the heat and electricity demand, all demands are met, and 

there is some residual electricity and heat supply when the demand for the other 

parameter is being followed. Where multiple engine sets are specified, the load 

is shared appropriately between them, as shown in Figure 7.29. If the minimum 

load is greater than 50%, the multiple engine sets behave appropriately, running 

at 100% with some load not met as necessary. 

Similar comprehensive tests were also carried out, as necessary, for all auxiliary 

supply models, in order to test their behaviour against the input data and control 

or refuelling strategies as appropriate. 
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Figure 7.28 Effect of Minimum Load 

Figure 7.29 Following Electricity and Heat Demand (1) 
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Figure 7.30 Following Electricity and Heat Demand (2) 

When intermittent supplies are also used, these are considered before the 

auxiliary supplies. This is seen in Figure 7.31 where the output from a wind 

turbine is included, which reduces the required load on the engine from that 

shown in Figure 7.29. This is the case no matter how many intermittent supplies 

are used. 

Where more than one auxiliary is used, they are applied in the order in which 

they are chosen. This can be checked by analysing the load characteristics of 

the different auxiliary supplies. For example, in Figures 7.32 and 7.33, two 

engines are specified - the first is set to follow the heat demand, and the second 

is set to follow the electricity demand. Figure 7.32 shows that the first engine 

chosen follows the heat demand exactly. As the heat demand is lower than the 

electricity demand, this still leaves a substantial residual electricity demand. 

The second engine then runs only when necessary to meet the residual 

electricity demand, as shown in Figure 7.33. If the engine order is reversed, the 

first engine that is following the electricity demand also provides most of the 

heat required due to the higher electricity demand. The second engine, 

therefore, does not require to run to any great extent, and cannot supply all the 
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residual heat demand as this would require running below the minimum load. 

The behaviour of other auxiliary supply combinations was also tested and was 
found to be consistent with the correct supply order being followed. 
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Figure 7.33 Second Engine: Following the Electricity Demand 
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Figure 7.35 Second Engine: Following the Heat Demand 

The overall fuel use data was checked for various combinations of auxiliary 

supplies to ensure that the amount of fuel used by the individual supplies was 

added correctly if different supplies were using the same fuel. In the case where 

there was not enough fuel, the supply chosen first gets the initial opportunity to 

use the fuel, with subsequent supplies using any residual fuel. The amount of 

fuel used overall plus the amount remaining in storage at the end of the period 

should equal the overall fuel production for that period, and this was the case in 

all examples tried. Where seasonal supplies were considered, it was verified 

that the appropriate amount of each fuel left at the end of the simulation period 

was being taken through to start the second simulation period by studying the 

shape of the fuel storage graphs produced. For example, Figure 7.36 shows a 

seasonal ethanol storage graph where no ethanol has been used. When the fuel 

is used by one or more sources, this is still dealt with in the correct manner. 

Where an electrolyser was used to create hydrogen using excess electricity, as 

shown in Figure 7.37, this was done in the correct manner, and in the correct 

order, allowing hydrogen to be available to supplies chosen after the 

electrolyser, and added to the supply profile if not used. 
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Figure 7.37 Producing Hydrogen from Excess Electricity 

All the checks described in this section were carried out comprehensively to 

ensure that the functionality described in Chapter 4 has been successfully 

implemented. All auxiliary supplies were also studied in a methodical manner 

to ensure that the algorithms outlined in Chapter 5 are being correctly followed. 
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This chapter described how the overall MERIT system works, incorporating the 

changes outlined in this thesis. The techniques used to verify the behaviour of 

the models adopted and other changes made were also discussed. The 

applicability of the program will be shown in Chapter 8, through the use of a 

relevant case study. 
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8 Applicability 

To show the applicability and usefulness of the changes made to the MERIT 

software, the program has been used to analyse the options for creating an 

energy-autonomous community on a typical small Scottish island. Results are 

presented showing the feasibility of accomplishing 100% renewable provision 

on this island using available local resources. A hypothetical community, based 

on the population, building use and industry of the island of Muck, off the west 

coast of Scotland, has been conceived for the purposes of this case study [1]. 

An island community has been chosen for this study as islands represent an 
interesting challenge in terms of energy supply. There are many small islands 

and remote communities around Scotland that are grid-isolated and have no 

other energy supplies brought in by pipeline. These communities rely on 

expensive and difficult imports of fuel (often diesel or compressed natural gas) 

to meet their energy needs. If local resources could be used to meet local energy 

needs, this may provide significant benefits, such as the possible decrease in the 

cost of living, increase in the reliability of supply, and creation of local 

employment. These factors may boost the local economy and may help stem the 

de-population of these areas. Also, the use of renewable and sustainable 

methods of energy conversion benefits the local environment and helps preserve 

natural resources. Such communities, therefore, currently have more incentive 

than mainland communities (where electricity and fuel supplies are cheaper and 

more easily available) to become self-sufficient in energy terms. 

8.1 Demand Profile Definition 

A hypothetical small island, based on the island of Muck, has been conceived 
for the purposes of this case study. Forty people live on the island, supported 

mainly by a 400-hectare farm, and tourism. There are fifteen, three-bedroom 

houses, a school for six pupils, two workshops and a craft and grocery store all 

of which require heat and electricity all year round. There are also two, three- 

bedroom holiday cottages, a ten-bedroom hotel and a teashop, which require 
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heat and electricity during the tourist season (April to October). Vehicles on the 

island include two tractors and one combine harvester with 170hp engines, and 

three general-purpose 4x4 vehicles, which all run on diesel fuel. Heat is also 

required for drying grain during the harvest period. 

Annual consumption figures were estimated for the different building types 

using the standard practice figures detailed in the relevant Good Practice 

Guides, published by the Energy Efficiency Office [2]. This electrical 

consumption was then applied to annual, half-hourly demand profiles that have 

been defined for various relevant building types with non-electrical heating 

[3,4]. Thermal demand profiles for each building type were derived by 

estimating occupancy hours, assigning appropriate heating loads, correlating 

these with ambient temperatures given by local climate statistics, and applying 

annual consumption figures. These figures were derived using the figures for 

fossil fuel use given in the Good Practice Guides [2], estimating heating use and 

applying a fuel to heat conversion efficiency of 70%. Table 8.1 provides 
information about the annual consumption figures used for the different 

buildings. 

Building Type 
Number 

of Units 

Thermal Demand 

per Unit (kWh/year) 

Electrical Demand 

per Unit (kWh/year) 

3 Bedroom House* 15 14000 2000 

School ** 1 3500 1000 

Workshop (50m2) * 2 2500 3000 

Store * 1 2500 10000 

3 Bedroom Holiday 

Cottage *** 
2 2000 900 

Hotel *** 1 15000 22000 

Teashop*** 1 2500 10000 

" All year 
"" Except School Holidays 
""" Tourist Season (1" April - 20`h October) 

Table 8.1: Annual Consumption Figures 
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It is assumed that the three farm vehicles operate for 8 hours per day from 

February to mid July, and 15 hours per day from mid July to mid October [5], 

and the 4x4 vehicles are assumed to travel 40 km per day, mostly between 9am 

and 5pm, all year round. The energy required for grain drying is assumed to be 

72500 kWh each year, required throughout each day during the harvest period 

(mid July to mid October) [6]. 

Figure 8.1 represents the estimated yearly electricity demand profile for this 

island, showing a large increase in consumption during the tourist season (1s` 

April - 20th October). Figure 8.2 shows the yearly heat demand profile. 

Increased heat demand during the tourist season, and the requirement for crop 

drying during the harvest period make this profile more level than would 

otherwise be the case. As the heat demand is substantial throughout most of the 

year, the use of combined heat and power (CHP) should be considered. There is 

a reasonable base load that can be met by CHP, but the lack of correlation 

between the electricity and heat demand profiles means that the use of CHP on 

its own will lead to large losses if suitable storage and/or other electricity and 

heat supplies are not used. 

Figure 8.1: Overall Yearly Electricity Demand Profile 
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Figure 8.2: Overall Yearly Heat Demand Profile 

8.2 Supply Options 

There is a large available wind power resource in Scotland, particularly on 

islands and in coastal areas. The available solar power resource is limited by the 

space and insolation available, and the conversion efficiency of currently 

available photovoltaic panels. Therefore solar technologies are unlikely to 

provide a significant enough electrical contribution to justify the costs involved. 

The use of wave power is another important consideration on an island; 

however, most existing schemes would be too large for the size of community 

being considered here. As the islands' demands are relatively small, the use of 

battery storage may be appropriate if excesses and deficits of electricity can be 

kept to a minimum. Again, the demands being considered are likely to be too 

small to allow the use of pumped storage as a form of electricity storage. 

Electrical heat production and storage (in hot water tanks or electric storage 

heaters) may be used to meet the heat demand and provide a useful outlet for 

excess electricity. Also, electric vehicles, charged at off-peak hours, may be 

used to satisfy the transportation demand. Another use for excess electricity 

may be the production of hydrogen via electrolysis of water, which may then be 
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used in vehicles, for the production of heat, and, when necessary, turned back 

into electricity via fuel cells. 

Currently, communities of this type typically use diesel generators for electricity 

generation (for which diesel must be imported) and many small local electricity 
distribution networks already exist. It would, therefore, be prudent to assess the 

feasibility of the local production of biodiesel from dedicated crops for use in 

the existing plant. As diesel generators produce a substantial amount of waste 
heat, the use of CHP in a district-heating scheme should also be considered. 
Although the importation of methanol would still be required to allow biodiesel 

manufacture, this would be roughly one tenth of the amount of diesel that would 

otherwise need to be imported. Also, the glycerine produced by the 

transesterification process is a valuable by-product, which may be exported or 

used on the island to produce toiletries and cosmetics that may be exported or 

sold alongside the local craftwork. As biodiesel and diesel can be mixed in an 

engine with no ill effects, diesel may still be imported and used in the same 

plant if a shortage should occur. 

Another option for the production of a multi-purpose fuel from an energy crop 

would be the fermentation of an extension to the currently grown grain crops to 

produce ethanol. A by-product of this process would be a nutrient rich animal 

feed that could be used on the farm, reducing the need to import feed. Such 

energy crops could be grown on the 10% to 15% of the farmer's land that is 

required to be set-aside under European Union legislation, but can be used for 

non-food production. 

To reduce the amount of biodiesel or ethanol required, and therefore the amount 

of land required, electricity and heat production from either of these fuels could 

be supplemented by electricity from the intermittent sources outlined earlier. As 

the heat demand is substantially larger than the electricity demand, some 

electricity would be required to produce heat, and this supplementary electrical 

heating could be used, in conjunction with heat storage, to help achieve a 

desirable heat to electricity ratio, and allow the CHP plant to operate as 

efficiently as possible. The use of multiple engine sets may also be appropriate 
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to allow for efficient operation during different seasons and times of the day. 

The use of biodiesel, electric and hydrogen-powered vehicles should also be 

considered, along with the other supplementary supply and storage methods 

mentioned earlier. 

The amount of waste available on the island should also be considered as a 

potential source of fuel for heat, electricity and transportation. Unfortunately, 

due to the small population, the amount of household waste produced would not 

be enough to make burning it for heat and/or electricity production a viable 

option both practically and ecomonically. However, household organic, garden 

and agricultural wastes could be put into an anaerobic digester, along with the 

main feedstock (the manure produced by 100 dairy cows on the farm), in order 

to produce biogas. The small amount of human sewage produced on the island 

could also be treated in this way in order to solve a disposal problem. The 

biogas produced could be used in gas engines for CHP production, and as a 

transportation fuel, and the fertiliser produced could be used on the farm, 

reducing the need for import. The potential amount of biogas available 

throughout the year is shown in Figure 8.3, with less being available during the 

summer as the animals go out to pasture for some of the time, making collection 

more difficult. The anaerobic digestion process requires heat and electricity 

inputs, but these have been removed from this graph for clarity. 
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All of these different possible fuel, intermittent electricity and auxiliary supplies 

and storage technologies could be used in a variety of combinations to fully 

satisfy the total energy demands for this island, but a technically attractive range 

of potential mixes of technologies and processes emerge from the analysis 

carried out using MERIT, and are discussed in Section 8.3. The final, most 

suitable solution, however, would depend on a variety of other factors, which 

might include available land, local geography, positioning of buildings, existing 

plant, cost of equipment, available subsidies, and projected future demand. 

8.3 Analysis Results 

MERIT has been used to study a variety of different demand scenarios, to 

ascertain the most technically attractive use of the available local supplies. 

When considering seasonal fuel supplies such as biodiesel or ethanol from 

energy crops, it is necessary to consider the half-hourly demand and supply 

profiles over a whole year. The required plant types and sizes, and the amount 

of fuel production and storage necessary to allow all the energy requirements 

(for electricity, heat and transportation) to be met are ascertained for these 

different possible supply mixes, and the results are discussed below. 

8.3.1 Intermittent Electricity Supply 

The use of an all-intermittent electrical supply was considered, where all the 

electricity was generated via wind turbines, and electrical storage heaters and 

electric vehicles were used to meet the heat and transportation demands 

respectively. Despite the fact that the storage heaters and vehicles provide some 

storage of excess electricity, a substantial amount of other electrical storage 

would still be required. In particular, the co-relation between the electricity 

supply and the overnight re-charging requirements of the vehicles was not good, 

as this created too large a demand overnight. The electrical storage necessary 

would be required for periods of one or two months at some times, and would 

require rapid switching at other times. This pattern of use and the required scale 

of storage make batteries unsuitable due to the equipment costs and losses which 
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would be incurred, and the scale of the demands being considered are too small 
for pumped storage to be a viable option. 

The required installed wind turbine capacity would vary with the inclusion of 

suitable storage, but would be in the order of 300 to 400 kW to allow all 
demands to be satisfactorily met within the limitations of currently available 

storage devices. The introduction of a small amount of photovoltaic generated 

electricity made little difference to the overall supply pattern due to limited 

available insolation and areas to site panels. 

8.3.2 Intermittent Electricity Supply with Hydrogen Storage 

Hydrogen has the advantage that it can be used for both long and short term 

storage as necessary, without significant loss of the energy potential of the 

stored fuel, and has been considered here, not only as a form of electrical 

storage, but also for direct use as a fuel for transportation and heating. Any 

excess electricity is converted into hydrogen via the electrolysis of water 

(subject to a minimum electrolyser load of 10% of its rated capacity), and can 

then be used directly in vehicles, in fuel cells for CHP production, and in 

catalytic hydrogen heaters. For this example, the production of electricity and 

heat would be carried out centrally, and transmitted to households via an 

electricity network and district-heating scheme. 

Figures 8.4 to 8.7 present the results given by the matching procedure in 

MERIT. These show that all the energy requirements for this area can be met, 

with minimal losses, by 210 kW of installed wind capacity, a 50Nm3 (150kW) 

electrolyser, hydrogen fuelled vehicles, two 20kW proton exchange membrane 

(low temperature) fuel cells, and a 100kW catalytic hydrogen heater. The 

excess electricity shown on the residual graph is due to the minimum load 

requirement of the electrolyser, but the use of this excess electricity in electric 

storage heaters makes no difference to the required rated capacity of wind 

turbines. The small amount of excess heat generated is due to excess heat 

production by the fuel cell CHP plant that is following the electricity demand. 

The use of the fuel cell CHP plant is considered before the use of the heaters to 
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keep this excess production to a minimum. The hydrogen storage requirement 

profile shown in Figure 8.7 gives the maximum amount of hydrogen storage that 

needs to be provided during the year, and also shows the necessity for 

interseasonal storage (which is partly due to the large heat requirement for crop 

drying during the harvest period). To find this optimum solution, different 

scenarios were tried in order to reduce the required plant sizes, and minimise 

excess electricity, heat and hydrogen production, while still meeting all the 

required energy demands. 
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Figure 8.5: Electricity Supply and Demand and Fuel Cell Loading 

Figure 8.6: Heat Supply and Demand and Catalytic Hydrogen Heater Loading 
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Figure 8.7: Hydrogen Storage Requirement Profile 

8.3.3 Biogas Production and Use 

The amount of biogas available would not be enough to run all of the vehicles 

on the island. If the available biogas is, instead, used for combined heat and 

power generation in a suitable Stirling engine, a constant supply of around 7kWe 

and 21kWth would be available during the winter, and around 4kWe and 12kWth 

would be available during the summer. This amount on its own may not be 

enough to merit the use of a district-heating scheme, but would be a useful 

addition to other fuelled CHP production plant, where it would also not be 

critical if the demand were to increase unexpectedly. This would, for example, 

reduce the required wind turbine installed capacity in the previous example by 

20 M. 

8.3.4 Biodiesel Production and Use 

Biodiesel can be used to fuel both vehicles and diesel engines for CHP 

production. The diesel engines can be used to follow the electricity demand, 
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heat demand or both, or run at constant percentage loadings at different times of 

the day and year. The engines can be used on there own, or supplemented with 
hot water storage using excess electricity and heat, and intermittent electricity 

production from wind turbines, in order to meet the required electricity and heat 

demands. Various different scenarios were simulated, and a range of results, 

allowing all demands to be met, are discussed below and summarised in Table 

8.2. 

Diesel 

Engines 

Wind 

Turbines 

Water 

Heater 

Hot Water 

Storage 

Land 

Used 

Farm Land 

Used 

kW kW kW litres ha % 

Biodiesel Electricity 

Production + Vehicles 
50 + 50 180 45 

50 + 50 100 140 35 

50 + 50 200 125 31 

Biodiesel CHP + 

Vehicles 
30 + 30 140 35 

25 +25 30 2000 120 30 

25 + 25 50 50 2500 105 26 

100 50 2500 100 25 

Biodiesel CHP + 

Vehicles + Biogas 

CHP 

20 + 20 30 2000 110 27.5 

20 + 20 50 50 2500 95 24 

Biodiesel CHP + 

Electric Vehicles 
20 + 20 180 50 2000 70 17.5 

Table 8.2: Supply Options for Biodiesel Use 

From the results summarised above, it can be seen that, where biodiesel is used 
in engines to produce electricity alone, that this is an inefficient use of the fuel 

supply. The use of the fuel for CHP generation instantly reduces the required 

plant size and the amount of fuel necessary. When considering the use of CHP 

it is important to get the balance between the electricity and heat demand as 

261 



close to the heat to electricity ratio for the relevant plant as possible, which, in 

this case is 1.44: 1 at full load, increasing at partial load. As the heat demands in 

this case study are a lot greater than the electricity demands, if the engines are 

run, as the only supply, to follow both the electricity and heat demands, this will 

still result in substantial losses. However, if the engine sets are run at set levels 

between the electricity demand and the heat demand, the extra electricity 

produced can be used to heat water, which can be used for district heating, or 

stored in insulated tanks. Excess heat production may also be used to heat the 

stored water. This approach requires adequate prediction of electricity and heat 

load to allow the operating levels for the engines to be set; but does substantially 

reduce the amount of land required for biodiesel production. 

The introduction of wind turbines again helps reduce the amount of land 

required for biodiesel production by increasing the available electricity, 

reducing the required engine load, and increasing the amount of electrical water 
heating and storage. Further increases in wind power provision above 100kW 

do not provide a significant reduction in land requirements due to its intermittent 

nature and link with climate conditions. The use of biogas CHP run 

continuously alongside the Biodiesel CHP plant is also a consideration. This 

also reduces the land and plant size requirements, as shown in Table 8.2. 

If the diesel engines were to be run constantly, this would simplify the operating 

conditions, but would result in substantial excesses of electricity and heat, 

particularly during the night. This excess electricity could be used for re- 

charging electric vehicles and heating water, and the excess heat could also be 

stored as hot water. This, together with the use of some wind-generated 

electricity, could substantially reduce the amount of land required for the energy 

crops. 

8.3.5 Ethanol Production and Use 

Ethanol can be used in a system in exactly the same way as biodiesel, using 

appropriate vehicles and engines. Analysis for this case and climate shows that 

similar results and trends are produced as for the analysis of the use of biodiesel, 
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but with 30% less land being required in general. This is due, mainly, to the 

higher yield of ethanol per hectare. of land (despite the lower energy density of 

ethanol), and the similar energy requirements for the fermentation process 

compared with the transesterification process. This may make the production 

and use of ethanol a more desirable option if there is a limited amount of land 

available, and the fermentation process also requires less raw material import. It 

is more common however, to have existing diesel generating plant in grid- 
isolated areas, which is often an important short-term consideration. 

8.4 Case study Conclusions 

The list of possible supply combinations given here is not meant to be 

exhaustive, but has been used to show the versatility and usefulness of MERIT 

for this type of analysis, and to show the way in which the program can be used 

to aid informed decision-making. This study highlights the limitations of 
intermittent supplies used on their own, and stresses the need for fuelled reserve, 

storage and/or a good use for excess electricity. The use of potentially available 

waste, energy crops, and derived fuels for spinning reserve is considered, and 

there potential use in a 100% RE system is shown. The benefits of including 

CHP production are emphasized, along with the importance of the heat to 

electricity supply and demand balance, which can be gained through diversity of 

supply and storage options. 

As there is limited land available on this island, the simplest and best option 

would appear to be the use of substantial wind power provision, converting any 

excess electricity produced into hydrogen for use in vehicles, catalytic heaters 

and fuel cells. This is the simplest option to run, requires the smallest land use, 

and gives the least amount of losses. The storage requirement for hydrogen is 

not excessive, and could be easily achieved using suitable underground tanks. 

This option can also be supplemented by the use of constantly run biogas CHP 

generating plant in order to solve a waste disposal problem if desired, while still 

maintaining ease of operation. 
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This chapter has shown the way in which MERIT can be used to provide an 

analysis of the possible supply combinations for a given area and demand set, 

with particular emphasis on the extra functionality provided by the additions to 

the program outlined in this thesis. This type of temporal analysis, and the 

ability to consider the use of intermittent sources, complemented by sustainably 
fuelled spinning reserve and storage, will prove useful in the design of 

sustainable energy systems with a high percentage of new and renewable energy 

sources. However, there are still ways in which the scope and functionality of 

this program can be increased, and these will be considered in Chapter 9, which 

also presents the conclusions of this work. 
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9 Conclusions and Recommendations 

The main findings of this thesis are summarised in this chapter, and 

recommendations are made for ways in which the quantitative and temporal 

demand and supply matching tool developed here can be further enhanced in 

order to additionally increase its scope and applicability. 

9.1 Conclusions 

This thesis has highlighted the need for sustainable energy development, and has 

shown that, in order to analyse the complete energy needs of an area, the energy 

demands for electricity, heat, hot water and transport must be taken into 

consideration. As there are complex quantitative and temporal demand and 

supply matching issues involved in the design of such systems, the need for a 

decision support framework that will aid the technical design of efficient and 

reliable sustainable energy systems, has been shown. This system will support 

the planning for, and encourage, future sustainable energy system development. 

The components required to build a reliable and efficient sustainable energy 

supply system with a wide range of possible supplies for electricity, heat, hot 

water and transportation were considered. The important role in such systems of 

a variety of energy storage devices and sustainable fuels as spinning reserve, and 

also as a form of storage, was highlighted. The important role of combined heat 

and power generation and district-heating provision was also discussed, as a 

means of providing better fuel utilisation. Existing methods for sustainable 

energy system design assessment were considered, and from an evaluation of 

the strengths and weaknesses of these methods, a computer program has been 

developed which will perform temporal and quantitative demand and supply 

matching, in order to assess the viability of different supply mixes for different 

demand scenarios. 

This program was developed from an existing program (MERIT) which allowed 

the matching of a variety of demand sets, made up for any given area and 
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location, with intermittent supplies (wind and solar technologies), and auxiliary 

supplies (batteries, diesel engines, flywheels and pumped storage systems). The 

introduction to this program of methods for generating sustainable fuels derived 

from waste and biomass sources and hydrogen from excess electricity, the 

definition and matching of transportation demands, and a range of load 

following supplies and supplies that use these fuels (engines, turbines, fuel cells, 

vehicles, electrolysers, space and water heaters, heat and hot water storage 

systems), has greatly increased its functionality and applicability. 

The program produced allows half-hourly or more frequent demand profiles to 

be chosen or created, and matched with a range of different supply scenarios, in 

order to find a range of technically feasible solutions for a given area and range 

of supply options. The half-hourly production profiles of sustainable fuels 

derived from waste and biomass are modelled using feedstock availability times 

and amounts, and easily available manufacturers' or process data. Any energy 

requirements for these processes are also taken into consideration, and half- 

hourly profiles for these demands are also created and added to the chosen 
demand profiles when matching supply and demand. 

Supply technologies that use fuel and/or follow demand are considered after the 

chosen demands have been matched with the chosen intermittent supplies. Any 

number of these plant types may be chosen for use, and the order in which they 

are applied allows different supply strategies to be evaluated. Again, easily 

available manufacturers' data is used in order to estimate the performance of 

these supplies, which may be set to different refuelling or operation strategies 
(i. e. following the heat demand, electricity demand or both, or used at different 

set load percentages at different times of the day and year). The output and 

performance of these supplies will, therefore, depend on the residual energy 
demands, any excess supplies, and/or appropriate fuel availability. Based on 

these factors, the energy supply profiles and required inputs for each technology 

chosen can be modelled and used for demand and supply matching. 

The matching procedure allows various observations to be made in order to 

assess the viability and comparative merits of different supply scenarios, and, 
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through these, technically viable plant types and sizing, storage types and sizing, 

and control strategies can be ascertained for a range of suitable options, 
depending on available local resources. The final, preffered solution, however, 

will depend on a range of other factors, including cost of equipment, current 

available subsidies, existing plant, projected future demand, available land etc. 

To prove the applicability and usefulness of the changes made to the MERIT 

software, a case study was completed for a hypothetical small island off the west 

coast of Scotland. This study highlighted the limitations of using intermittent 

supplies on their own, and showed the benefit of creating integrated systems that 

provide storage and spinning reserve to complement the use of intermittent 

sources. The complex balances which exist when designing such a system, 

especially when combined heat and power generation is being considered, were 

shown, and the way in which MERIT could be used to investigate these issues in 

order to find a range of technically feasible solutions for a given demand set and 

range of possible supplies was demonstrated. 

The developments made to the MERIT system have extended the scope and 

applicability of the software, and have helped create a flexible and generic 
demand and supply matching tool that can allow informed decisions to be made 

when designing integrated sustainable energy supply systems for the supply of 

electricity, heat, hot water and transport. This system will aid the making of 
informed decisions about suitable overall energy provision for smaller areas, and 

will help guide the transition towards higher percentage sustainable energy 

provision in larger areas, as this becomes economically attractive. 

9.2 Further Work 

There are various different ways in which MERIT could be developed in order 

to increase its scope and applicability further. These may include the 

incorporation of further demand types and supply technologies, and adding 
increased versatility and realism. 
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9.2.1 Desalination Plant and Clean Water Demand 

The demand for clean drinking water could also be considered in MERIT as, 

although it is not an energy demand, desalination plant are being increasingly 

used as a useful outlet for excess electricity from intermittent renewable or other 

supplies, especially on islands where clean drinking water is scarce and there is 

an abundant supply of sea water [1,2]. The inclusion of clean water demand and 
desalination plant definition would allow the sizing of desalination plant and 

water storage tanks, to ensure that the demand for clean drinking water can be 

met in areas where clean water supply is a significant problem. Also, for the 

fuel production technologies that require substantial amounts of water (e. g. 
fermentation, electrolysis), water demands could also be produced along with 

the energy demand profiles attached to these processes, where necessary, and 

added to the demands on matching in the same manner as the energy demand 

profiles. 

Excess electricity would be used to make clean water, and the amount being 

produced would be compared with'the clean water demand. If extra water was 

available it would be added to a storage profile similar to that for the derived 

fuel storage, if there was not enough to meet the demand the excess needed 

would be subtracted from the profile. The option could be given to use all 

excess electricity to produce water, with unlimited storage (to allow the 

necessary storage tank size to be ascertained), or to use the excess electricity to 

keep a certain size of tank full if possible. The stored contents and new 

production would be used to meet demand where possible. 

9.2.2 Further Demand Development 

To allow the analysis of demand sets that include industrial processes, it would 
be useful to be able to specify demands for process steam (or high-grade heat 

and low-grade heat), and mechanical work. This would be particularly useful in 

the analysis of buildings or communities where excess heat from CHP 

generation is to be used for a particular industrial process, or where the analysis 

of energy use in integrated industrial processes and buildings is being 
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considered. The introduction of cooling demands, and suitable auxiliary plant to 

meet these requirements, may also be a useful addition to the program. This 

would allow the analysis of air conditioning needs in hot climates, and in 

buildings where large numbers of computers require constant cooling. 

The introduction of demand side management measures in order to improve the 

match between the demand and supply profiles would be of benefit [3]. 

Methods of using excess electricity in a useful manner, other than the use of 

storage devices, have already been considered for the heating and storage of hot 

water, and by the use of electric storage heaters. Further measures to enable 

demand reduction and load levelling could also be introduced, including, for 

example, the use of load-shedding of interruptible supplies. A method for 

quantifying demand reduction measures in new buildings, and the effect of 

retrofitted measures on existing buildings, would also be useful. This could take 

the form of load profile reduction at the demand definition stage. 

9.2.3 Further Supply Development 

Further intermittent supply technologies could be incorporated into the program, 
including wave, tidal, and run-of-the river hydroelectric power generation. The 

modelling of a solar thermal Stirling engine would also be an interesting 

addition for the analysis of areas with high insolation. The use of heat pumps as 

a method for meeting heat demands is enjoying increased interest. These act in 

the same way as a refrigerator, with the cold side being placed outside, or in an 

area requiring cooling, and the hot side (heat exchanger) placed in the area to be 

heated [4]. The performance of heat pumps is affected by ambient temperature, 

and they work best in colder climates. 

Another useful addition to the program would be a model for the Regenesys 

energy storage system, recently developed by National Power, which is 

effectively a cross between battery and regenerative electrolyser/fuel cell 

technology [5]. Using low cost and environmentally benign materials, it 

combines the high efficiencies of batteries with the separate storage of a 

hydrogen production and storage system. The result is a system with a fast 
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response, high electricity-to-electricity efficiency and one in which the power 

output and storage capacity can be specified separately. 

The main difference between the Regenesys system and electrolyser/fuel cell 

technology is that the electricity is stored as ̀ charged' electrolytes rather than 

hydrogen and one central system is used for charging and discharging (receiving 

and generating). The `charged' and ̀ uncharged' electrolytes are stored in 

separate tanks and the level of charge depends on the ratio between the two. 

The storage capacity is limited only by the size of the electrolyte tanks, and the 

output does not vary with the amount of charge. As the Regenesys system 

technology is modular, the efficiency does not vary with plant size so anything 
from 5W to 500MW would be feasible. This flexibility makes it suitable for a 
large range of uses from small-scale autonomous renewable generation systems 

to use in much larger-scale electricity supply networks to allow greater use of 

variable renewable generation. 

The engine model described in this thesis could be enhanced to allow more 

engines to run simultaneously, in order to increase efficiency and lessen the 
impact of outages and downtime for maintenance. The option could also be 

given to run the engines at minimum load when the demand is less than this, so 

that the demand can be met, and use can be made of the excess electricity and 
heat. 

9.2.4 Larger Geographical Areas 

When considering the use of intermittent supplies whose outputs depend on 

weather patterns, it is important to vary their siting to help compensate for their 

intermittent nature. As only one climate file is used for the prediction of the 

outputs of intermittent sources, this may give misleading results when larger 

geographical areas are being considered. To avoid this, some variation could be 

introduced in order to allow generation from different locations to be 

considered. 
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When considering larger geographical areas, it will become more important to 

take into account the potential pipeline losses for district heating systems, the 

potential pipeline losses for biogas or hydrogen distribution, and electricity 

transmission losses. The actual siting of potential supplies and demands, the 

location of feedstocks for fuel consumption, and the method of fuel distribution 

and use will require to be considered in more detail, to allow a full analysis of 

potential generation options. 

9.2.5 Matching 

With the introduction of the ability to use multiple load following devices, and 

the fact that changing the order in which these technologies are used can 

dramatically affect the system performance, the number of possible demand and 

supply combinations has increased substantially. The current auto search 
facility available at the matching stage of the program can search for the best 

match between the demands and the intermittent supplies, and one auxiliary 

supply if desired. If this were to be extended to search all possible combinations 

of demand and supply, with the auxiliary supplies being used in all possible 

orders, the process would take an excessively long time. It would, therefore, be 

worth investigating the use of search procedures in other fields of study, in order 

to develop an intelligent or learning algorithm that could be employed to help 

find a range of optimum solutions, based, if required, on user selectable criteria. 
Optimisation techniques could also be incorporated, such as the genetic 

algorithm used by Seeling-Hochmuth [6], in order to increase the speed and 

effectiveness of the auto search procedure. 
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This thesis has described the development of a decision support framework that 

will aid the design of sustainable energy systems, for the supply of electricity, 
heat, hot water and transportation, through the use of temporal and quantitative 
demand and supply matching. This will allow informed decisions to be made 

about the technical feasibility of supply mix and control strategies, plant type 

and sizing, suitable fuel production, fuel and energy storage type and sizing, and 

required spinning reserve, for any given area and range of supply options. This 

decision support framework will aid the design of both small-scale and large- 

scale future renewable energy supply systems, allow transitional periods to be 

effectively managed, and encourage and advance state-of-the-art deployment as 

sustainable energy supply systems become more economically desirable. 
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Process Characteristics 

r 24houroperetion r between 10000 : end 10000 

Mewmum Feedstock Feed Rate (kg/hr) 3640 Minimum 2500 

Please add oil trenspoi bon and 
egnculturel vehicle demands as 

separate demands in the demand Done 

profile definition section. and dehne 
suitable vehicles in stage 3 

Hest Required (k" Fo_- 

Eleceiciy Required (k" 120 

Bioges Produced (kg/hour) 7670 Lower Heating Value (kJ/m3) 4860 

DensM(kg/m3) 1121 

Composition - CO ('/ volume) 13 42 
CO2 (: volume) 

F4 30 

H2(% volume) 17.25 

CH4 (: volume) 24 

Pyrolysis Oil Produced (kg/hour) F- Lower Heeling Value (kJ/kg) ý- 

DsnsM (kg/m3) 

r Change Fuel Type r____E 

Charcoal Produced (kg/hour) r- Lower Heating Value (kJ/kg) 

Other Outputs-Type F_ Amount r0 
Units r 

perhour 
Type F- Amount F 

Units r perhour 

Use of Bioges 

C Keep as e low heating value biogas 
r Keep as a medium heating value biogas 
r Separate hydrogen and methane components 
r Process methane to hydrogen me steam reforming 
r Process binges to methanol me catalytic synthesis 

Iy Compress or liquey methane for storage 

Electricity required (kWh/m3) 03 

W Compress or liquify hydrogen for storage 

Electricity required (kWh/m3) 03 

Please add any excess energy requirements 
in the Process Characteristics section 

Figure A1.14: Gasification and Pyrolysis System Definition Window 
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Eile help 

Anaerobic Digester Properties 

System Name. Manure (1000 cows) (9% dry mener)(seesoneI) 

r Constem r Seasonal his best to ensure e constant supply of feedstock for optimum operation of the digester 
This can very down to twenty percent of the mammum feedstock without stopping the digestion process 

F Feedstock 2P Feedstock 3 r Feedstock 4r Feedstock 5 

Feedsloc*Typa Manure (1000 cows) Menure (1000 cows) Monore (1000 cows 
ý- ý- 

AveilableBetween 01/a 01/OS 01/10. 1-7] 7-] 

end 30/04 (inctusre) 30/09 31/1 r :1 [] 

Feedstock Available(tonnes/day) 50 30 50 

Binges Produced (m3/tonne feedstock) 22 222 rF 

Lower Heating Value of Biogas (kJ/m3) 21480 The dry matter content of the feed stock mature should not exceed 15% 
Biogas Methane Content (%volume) 60 

Retention Time (days) 15 

Heat Required (kWh/tonne feedstock) 20 r Heat feedstock before input to digester 
r' Heat contents of digester 

Electricity Required (kWh/tonne feedstock) 

Use of Biogas 
Please add feedstock 

Use as a medium heating value biogas (50% to 70% methane content) nensponason and agricultural 
separate vehicle demands as 

r Upgrade brogan to 95V methane content ands in the demand profile dem 
r Process methane to hydrogen via steam reforming definition sector, and dents 

r Process methane to methanol via steam reforming and catalytic synthesis suitable vehicles in stage 3 

P Compress or liquify ges for storage Electnay required (kWh/m3) FG-- 

Dona 

Figure A1.15: Anaerobic Digestion System Definition Window 

Elie help 

System Name VI, - Oil 50he 

Feedstock Availability 

r Constant IT Seasonal r Harvest 2 C Harvest 3 r Harvest 4 r Harvest S 

Crop Type Olive Oil r IF - 

Crop Yield (Bees oil/hectare) 1200 r- r- r- r- 

Aveileble Lend (hectares) 50 F- 

Crap available between Ol /06 1] rý ý: 1 1--: 1 

and 31! 07 - (inclusive) 
Energy Required for Oil Heat Fo- F r r 

EerecOon (kWh/litre) Elec 05 

124hours r 
r between 0000 'r 

r 
1111E] C 

r 
111U. r 

r 
-C mile 

and F00-0-0771.3 MIU MWI --s` NEE 
Excess Crop Residue (kg/hectare) 1000 F- [- F- 

F Send to Anaerobic Digester or r Send to Gasifier or r Use as fuel r 

Process Characteristics 

r Continuous r Batches r continuous throughout day 

Time for one batch (hours) 22 batches starting at Please add feedstock 

Maximum Oil Input per Batch (litres) 1000 Minimum 500 

r take through as a 
pe 

0 t 25 Alcohol T 

transportation and agricultural 
vehide demands as separate 

fil d y Neohof Required at max load Qnros) fuel demand 

Cetatyst Required at max load (kg) t0 Catalyst Type KOH 
pro e demendc in the deman 

definition section. and define 

) 1150 l d d it B d 
suitable vehicles m stage 3 

iese pro uce Q ree io 

Glycerine produced (titres) It0 

Hest Required to boil off water (kW) for first 0103 mina r add to heat demand 
Done r use electric heater 

Electricity required for mang (k" for next tý-" mina 

Electricity for biodissel cleaning (kVs 
F for last [Me mina 

Figure Al. 16: Transesterification System Definition Window 
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Elle tie p 

System Name. edey (500 gallon termenter) 

Feedstock Availability 
r Constant r Seasonal Crop Type Barley 

Please add feedstock 

Degradation Rate (% weight loss per day) r Harvest 2 r Hnwest 3r Harvest 4 r Heurest 5 
transportation and egromhurel 
vehide demands as separate 

Crop Yield (kg/heilere) 6000 
f 1 F-- prof tlemende in the demand 

section, and . endd ehre d 
Available Land (hectares) 25 

ab 
suitle 9uneble vehicles in stage 3 stage 3 

Crop available between Ol /O6 : -1 
F --- :1 F7: 1 F---: ] 

J 
F -J 

- 
and 31 /07 . (indusn e) 

F---j [] F--ý] 

- 

F- :1 

Encesa Crop Residue (kg/hectare) 8400 r F r Done 

F Send to Anaerobic Digester or r Send to Gasifier or r Use es fuel otherl , 

Process Characteristics Energy Req uirements (not met by process wastes) 
Time for One Batch (hours) 72 1) Crushing/Milling takes ® mms 

r Continuous Number of Fermenters 
r Retches 

(to allow batches to be started each day) ý 
Electricity (kVu I° 

Start Process Each Day at rMIlli to egmpmem ana reeasrucac avanwýet 

Maximum Feedstock Input per Batch (kg) 250 Minimum 250 

2) Coo lung takes 1W i mina 
Heat (kW) r. heat r eleceroy, 20 

Inputs Type Water Amount used 1250 Units 
Electricity for Minng (kW) Electricity 12 

Type Melt Amount used 25 Units kg 
Jj Hydrolysis takes MK3 mina 

lectricit tr rh 20 r 

Type Yeast Amount used 02 Units kg 
y e ee Heel (kW) 

Electriciy for Miwng(kW) 12 
Type F Amount used 

F Units 70 hours k Fermentation t 4 

Type F- Amount used Units, F- a es ) 

heat r electricity i electricity Cooking (kW) 0 

Ethanol produced per batch (litres) OS 
P r Send to Anaerobic Digester 

5) Distillation takes mina NIB 

' (' 20 Wet animal teed (oinesse) produced per batch (kg) 

Dry animal feed (stillege) produced per batch (kg) F5 -- r use as fuel 
electricity Heat (kW) c heat 

6) Byproduct Preparation takes 
F hours 

- r Send to M aerobic Digester 
Heel (kW) r heat r electricity 

ý 
I "- 

silier r Send to Gasifier 
Electriciy, (kW) 

ý FO 

Other Outputs Type 1C02 Amount mode 70 Unes kg 

Type F- Pmountmede F- Units F- 

Figure A1.17: Fermentation System Definition Window 

pile Help 

Bioges Production 

Biogas Produced (m3/tonne feedstock) 15 

Lower Healing Value of Biogas Mm 3) 21480 

Biogas Methane Content (%) 60 

Retention Time (days) 15 

Heat Required (kWh/tanne feedstock) F- 

r Heat feedstock before input to digester between and rZ 

r Heat contents of digester 

Electricity Required for mixing (kWlt/tonne feedstock input) 
F-1- 

Electricity Required for feedstock processing and pumping (kWh/tonne feedstock) 

04 between r'rr. and rr 

Use of Borges 

r' Use as a medium heating value bioges (50% to 70% methane content) 
r Upgrade bioges to 95% methane content 

r Process methane to hydrogen vie steam reforming 
r Process methane to methanol one steam reforming and ceteyt¢ synthesis 

Percentage completion of reaction 90 P+ Separate any remaining H4 

Energy Required (kWh/m3 mamma) Electricity 01 Heel F- 

AL ompress or hqurty bioges for storage Electricity required (kW1 /m3) 06 

Dona 

Figure A1.18: Anaerobic Digester Definition from Fermentation / 

Transesterification Window 
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File Help 

Process Characteristics Use of Biogas 
24 hour operation reap as a low heating value biogae 
between 0000 . and 0000 : r Keep as a medium heating value biogar 

Maximum Feedstock Feed Rate (kg/hr) 364 Minimum 200 
r Separate hydrogen and methane components 

Heat Required (k" 
r process methane to hydrogen via steam retorming 
r Process biogas to methanol vie catalytic synthesis 

Electricity Required (kV 12 

Bioges Produced (kg/hour) 770 Lower Heating Value (kJ/m3) 4860 

Density (kg/m3) 1 121 

Composition - CO (0. volume) 13.42 

C02 (% volume) 
F1438 

H2(: volume) 1125 

CH4(. volume) 24 
F Compress or liquify biogar tor storage 

-- 
Pyrolysis Oil Produced (kg/hour) Fo - Lower Heating Value (kJ/kg) 

Electricity required (kWh/m3) 
FO 

Density (kg/m3) Fo- 

r- Change Fuel Type rEl 

Charcoal Produced (kg/hour) FO- Lower Heating Value (kJ/kg) r0 I Please add any excess energy requirements 
in the Process Characteristics section 

Done 

Figure A1.19: Gasification Definition from Fermentation/Transesterificat ion 

ý= x 
Eile help 

System Name : 1000 m3/hr Landfill Gas 

Biogas Production 

Biogas Produced (m3/hr) 1000 
Lower Heating Value of Biogas (kJ/m3) 17900 
Biogas Methane Content (%) 50 
Heat Required (kWh/m3 gas produced) 

1- 

Electricity Required (kWh/m3 gas produced) 
F25 

Use of Biogas 

r Use as a medium heating value biogas (50% to 70% methane content) 
r' Upgrade biogas to 95% methane content 

r Process methane to hydrogen via steam reforming 
r Process methane to methanol via steam reforming and catalytic synthesis 

F, Use extra C02 

Percentage completion of reaction 90 fy Separate any remaining CH4 

Energy Required (kWh/m3 methane) Electricity 03 Heat 10.2 

P Compress or liquify biogas for storage Electricity required (kWh/m3) 10.3 

Done 

Figure A1.20: Landfill Gas Processing System Definition Window 
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File Cells Hel. 

PV System Configuration 

jilt of surface (deg from honzontel) 90 Find Optimum 

Orientation (deg from North) 7 80 

r Employ Daily Tu rf Optimisation r Employ Single Axis Trecking 

r Employ Double Axis Trecking 

PV System Definition 

Panel Characteristics Heat Recovery 

Cell Type p None 

Open Circuityoltage M 21 
F- 

Short Circuit Current (A) F-3 F 

Mowrnum Power Point Voltage (V) F17 F- 

Maximum Power Point Current (A) 9 F9-- F 

Temperature at STC (deg C) 25 
F 

Insolation at STC (W/m2) 1000 r 

No of Series Connected Cells F7- r 

No of earallel Branches F- 

F--- 
Panel Width (m) 0 66 

Panel Height (m) 1.316 Inverter Characteristics 

Nominal Peak Power (M 100 Rated Power (W) 

))umber of Panels 1000 Efficiency (%) 100 

Electrolyser System Definition 

Maximum Production Rate (Nm'3/hour) 15 

Minimum Load (: ) 
Ii 5 

Water Required (Idres/Nm"3) 
ý- 

Energy Required to put Hydrogen 
into Storage (kWh/Nm"3) F-I 

Power Co nsumption et 

r5 ;ý is 
F6 kWh/Nm-3 

Po- 
%it 

r4-6 kWh/Nm-3 

75 %is 46 kWNNm"3 

100 % is 
F 4-6kWh/Nm"3 

Nm"3 -Normal m-3 of Hydrogen -3 kWh 

Eile tielp 

System Name & Description Nordei 1 300kW 

Wind System Definition Electrolyser System Definition 

Turbine Type 
e Slat Regulated 

C Pitch Regulated 

(' Unregulated 
C Ducted 

System Parameters 

t(umbrrr of Turbines 
FI 

Swept Atea(m2) 2828 

Power Factor 07 

System Name & Description 00W Poly Siemens Sn1 00 

Power Curve Parameters 

Wnd Speed 
(m/s) 

Power 
(kV#) 

c-, in 25 

Nominal 15 1301 

Peek 16 1306 

Cutout F5- 1344 

Reference Air 
Density(Kg/m3) 

1 225 

Positioning Parameters 

HeightAbove Ground (m) 60 

Orientation (deg from North) Find Optimum 

Terrain 
Water Surlace 
Open Terrain with Smooth Surtace 

Agricultural Lend with Sm of Shelter at 12500m (approx ) 

Agricultural Land with Bm of Shelter at 500m (approx ) 

Wind Speed Measurements 

( From Standard Meteorological Observations 

f From Similar Terrain at 10 m 

System Neme 1300 Nm3/hr 

Mnnmum Production Rate (Nm`3/hour) 300 

Minimum Load (. )ý 

Water Required (titres/Nm"3) 

Energy Required to put Hydrogen 
into Storage (kWh/Nm"3) 

Power Consumption at 

25 is 
[Z-8 kWh/Nm"3 

50 ;, s 48 kWh/Nm-3 

75 ; js 
F8 kWh/Nm"3 

kWh/Nm"3 100 Z is F8 

Nm"3 - Normal m"3 of Hydrogen -3 kWh 

Done 

Figure A1.22: Wind Electrolysis System Definition Window 
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Figure A1.21: PV Electrolysis System Definition Window 



File belp 

System Name Inclined Disc Chipper-Wood (10 tonnes per hr) 

Waste and Biomass Processor Properties 

F Constant f Seasonal 

r Feedstock 2 r Feedstock 7 r Feedstock 4 r Feedstock S 

Feedstock Type ood I F - 

Aveileble Between F---: ] F-: 1 ri ri 

and 
1---: 1 (inclusive) 

Feedstock Averlebletonnes/deb 240 

Output Produced (%feedstock) 100 F-- 

Feedstock Feed Rate (tonnes/hour) 10 

Heat Required (kWh/tonne feedstock) Fo- 

EledricityRequired (kWh/tonne feedstock) 

Output Type 

IT 24 hour operation r between boon and 0000 

Please add feedstock 
transportation and agricultural 
vehicle demands as separate Done 
demands in the demand profile 

dehnmon section and dehne 
, 

suitable vehicles in stage 3 

Figure A1.23: Waste and Biomass Processing System Definition Window 

Eule Help 

Profile Type 
C Continuous r Biogas Qow heating value) 
IT Seasonal f Biogas (medium heating value) 

ProtileName se\Biodiesel\June-July\June-JulyDa r 95% Methane 

Profile Description: 
r Hydrogen 
C Refuse Derived Fuel (RDF) 
r Charcoal 
C Pyrolysis Oil 
C Ethanol 
C Methanol Demands 
r Biodiesel r Electricity 
6 Otherl 
r Other2 

r Heat 

r Other3 r Hot Wafer 

Date Formet Row Imports Column Imports 

r Columns Start Import at Row: 03 Start Import at Column: 

Rows Finish Import at Row 
F ----3 Finish Import at Column: 48 

Delimiters 
r Tab r Semicolon r Space I;, comma r Other F- 

r Treat consecutive delimiters as one 

import date onlyfor the time penod specmed in this prolec 

0000,0 0000.0 0000.0 0000.0 0000,0 

n 
nnn n 

nnnn 
n 

njnn n 
nnnn 

n 
nnnn n 

nnnn 
n noon 

n nnnn n noon n nnnn n nnnn n nnnn n nnnn n nnnnn 

POK 

Figure A1.24: Fuel Supply Data Import Window 
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File Help 

Standard I Profile Effects I Profile 1I Profile 2 

Select Profile Type 
ConstentBsseLoed 

r Ges fa eseed bmdiesel 
r Liquid 

test2 r Solid 

Profile Description 

Bst 

Number of Profiles F27-ý] Plot 

The Profiles Defined are 
r different fuel supplies over the same specified period 

r the same fuel supplynith different production patterns at 
different specified periods 

Genernte Mnuef Add Profile To l t S T 
Profile Database ave emp e a 

Display 

C DeyNumber 

r WeekNumber 

r January r May r September 

f Feburery r June r October 

r March r July r November 

r April C August r December 

113 152 Apply 

Galaaloe PgA ) 

200 

1 87 

1 73 
/ 

1 60 

147 

133 

120 

1 07 

093 

080 

0 67 

053 

040 

027 

0 13 

000 
00 40 80 120 160 201 241 281 32.1 361 401 441 481 521 

WEe3 

Figure A1.25: Fuel Supply Profile Designer 

Elle Tools tielp 

Prole Browser 

J 
15 Accept 
PV Concentrator Systems Profile 
Fletplete Collector Systems 
Wind Turbine Systems 
Vehicle Systems Accept to 
Hearing Systems J Combine 
Tnrhmn/Fnnma FlnnnnN C; nnnrnnnn Svctcm= 

Profile Combiner 

Combined Profile Name 

Selection Summery 

Supply Profiles Selected 

_ýJ 

Pow« (ku) 

_ 
Red c-w^e+ 

_ 1r c«, 
Hot weer corporal 

Figure A 1.26: Intermittent Supply Definition Window 

ý2 i 
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Eile Cells tlelp 

System Name & Description 
OOW I'cN Siemens SM100 

Penh Characteristics Heel Recovery 

Call Type None 

Open Circuit yonaqe MF, - 
ShorI Ceq r4 Cunent (A) 63 

Mmamum Power Point Voltage M 17 

Mewmum Power Point Current (A) 59 

Temperature at STC (deg C) 25 

Insoleton et STC (W/m2) 1000 r 

No ol, 5enes Connected Cells 72 r 

No. of eerellel Branches F 

Penel Width (m) 
F6 -6 

Penh Height (m) 
F316 Imverter Cherertenstrcs 

Nominal Peek Power (W) 100 Rated Power (W) 

Number of Panels 
E Efaciti y( %) 100 

PV System Corwliguralion 

r* of surlece (dog from honzcnt&l) 90 Find Oplimurn 

On. nte&on (dog from North) I0- 

r Employ DmyTilOpemisebon r Employ Single AmsTra"g 

r Employ Double Aas Trec$ g 

Don. 

Figure A1.27 PV System Definition Window 

Eae tlew 

Sy. wnName &D.. a 
'4orde. 1000kW -J 

Turbine Typs Power Curve Parameters 

IT Stell Regulated VNnd Speed 
r Ftdr Regulated (m! s) 

" Unregulated Cut In r 

r Ducwd 
Nominal F 

System Parameters peak 16 

Number of Turbines F- 
Cutout 25 

Swept Area (m2) 2290 

PowerEecbr 07 
Reference Air 

It Dsnsuy(Kglm3). I' ` 

Positioning Parameters 

Height Above Ground (m) 

Terrain 

Water Surface 

Open Terra n with Smooth SunoLe 

Agncu"ur IL and w+m Bm of Shelle: a t 12500m (epprot ) 
Agncvhurol Lend with Bm of Shelteat 500m (cppio )J 

VAnd Speed Measurements 

r From Standard Meteorological Obsenremons 

r From Similar Terrmn et 10 m 

Figure A 1.28 Wind Turbine System Definition Window 
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Eile Tools help 

Profile Browser 

Battery 
Storatoregge 

SS 
System Pumpem 

Flywheel Storage System 
Engine/Turbine Generating System (venous fu 
Fuel Cell Generating System (venous fuels/CH- 
Vehicle System stem J Hwnnnn Cunnhr nnri Stnrnnw Svstwm 

Profile Combiner 

Combined Profile Name 

Selection Summery 

4uniliery Supply Systems Defined Ramwa 
BetlerySystems Profile 

- EngineSystems 

{IIMi11MýYý 
Fuel Cell Systems 

Compression Ignition (Diesel) Engine Specification 

Fuel Type Biodiesel 

Rated Power 3x 20 00 kW, Fuel Cons 239 00 glk 

Following Heat Demand 

Heat to Electricity Ratio at 100% Load 1 44 

Profiles are calculated on demand matching 

Figure A1.29: Auxilliary Supply Definition Window 

File Help 

1117 kWe-Volvo TD720GE 50 Hz 

Generation System Type 

Number of Engine Sets 

Rated Power (Continuous) (kWmech) 117 Fuel Consumption at 

Rated Power (Peak) (kWmech) [Ti 12 
20 % is 260 

Generation Priority 50 % is 240 

" Follow Electricdy Demand 75 % is 
P6-- 

" Follow Heat Demand 100 % is 239 
( Follow Heat and Electricity Demand 
( Constant Percentage Loading 100 at 15 deg C (g/kWh) 

r Specify Times of Day/Year Speay Minimum Load ("/) 20 

Fuel Characteristics 
Generator Efficiency (i) 100 

Typa of Fuel 
Power Factor 

Density of Fuel (kg/m"3) bö0 

Derating Factors 
r Location atleded by ambient temperature 

ý 
Run et constant room temperature (degC) I" 

r above 1000 metres above sea level F% 
per 500 metres 

r above 3000 metres above see level. F% 
per 500 metres 

P above 40 deg C: % per 
F5-- deg C 

Heat to Electncity Ratio 

P Include Chp Ratio at 100% Load is 1 44 

r Estimate Ratio at r Ratio at % is 
F 

Done 
Partial Loads fa- i is 

r Assume Constant Ratio at 
Partial Loads 

F: is P- 

Figure A1.30: Diesel Engine System Definition Window 
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Ede Help 

11048 MWe Jenbachei 320 

Generation System Type 

Number of Engine Sets 
Jr 

Rated Power (Continuous) (kWmech) 1040 Mechanical Efficiency at 

Rated Power (Peek) (kWmech) 1048 5p % is 36 9 

Generation Priority 50 0 is 36 9 

" Follow Electricity Demand 75 : ic 3891 
r Follow Heat Demand 10V. is 40 
r FollowHeat and Electricity Demand 
(' Constant Percentage Loading 100 at 15 deg C (4) 

Specify Times of Day/Year S ect 
Minimum Load (: ) 50 

Fuel Characteristics 
Generator Elhaenry (h) 97 

Type of Fuel 
Power Factor I 

Derabng Factors 
r Location effected by ambient temperature 
r Run at constant room temperature (degC) 

r- F- F- 

FO- FO-- FO - 
Heat to Electricity, Redo 

1 Include Chp Ratio at 100: Load is 

- 
1 205 

- 
Estimate Ratio at r Ratio at ro is 

F 
Done 

Pert el Loads 50 is 1 385 

r. Assume Constant Ratio at ý5 is 1 266 Partial Loads 

Figure A1.31: Gas Engine System Definition Window 

Please specify the times of day and yew for plant operation 

Start Date End Date Start Time End Time Percentage Load 

01/01/67 31/03/67 r rr rý. 90 

F7 01/04/6T:, ] 30/09/67 r rr rý 70 

F 01/10/67 31/12/67 r rr 90 

r F-73 F-73 

Done 

Figure A 1.32: Specification of Times of Day/Year for Engine/Turbine 

Operation 
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tielp 

133 kW Strew - Technical Uni of Denmark 

fl- V 
Generation System Type 

umber of Engine Sets 

dated Power (Continuous) (kWmech) 33 Mechanical Efficiency at 

feted Power (Peak) (kWmech) 33 25 % is 1-45- 

Generation Priority 50 is 19 
75 : is 20 
100 : rs 21 

r Constant Percentage Loading 100 at 15 deg C (: ) 
r" Specify Times of Day/Year Speci Minimum Load (%) 25 

Fuel Charadenstics 
Generator Efficiency r/. ) 100 Type of Fuel 

Specify Strew Power Factor 1 

Lower Heeling Velue(kJ/kg) 14500 

Heat to Electricity Ratio 

1 Include Chp Ratio at 100% Load is F1 

r Estmate Ratio at r Ratio at F5 % is 
r- 

Done 
Partial Loads Fo- 

r Assume Constant Ratio at 
50 is 

Partial Loads 75 % is F 

Figure A 1.33: Stirling Engine System Definition Window 

Help 

r 35 MW Typhoon 435 Gas Turbine 

Generation System Type 

dumber of Engine Sets - 

ioted Power (Continuous) (kWmech) F7- Mechanical Efficiency at 

feted Power (Peek) (kWmech) F7-- 40 % is 22 

Generation Priority '/. is 24 
C Follow Electricity Demand 75 % is 20 
C Follow Heat Demand 100 % is 30 
r Follow Heat and Electricity Demand 
(' Constant Percentage Loading 100 at 15 deg C (: ) 

r Specify Times of Day/Yeer Specs Minimum Load (%) 25 

Fuel Characteristics 
Generator Efficiency (%) 100 

Type of Fuel 
Power Factor F 

Derating Factors 
G- Location effected by ambient temperature 

FO- 
r Run at constant room temperature (degC) 

r- 
P ebove F- deg C: F5 % Per 

F deg C 

Heat to Electricity Ratio 

P Include Chp Ratio at 100% Load is 17 
- 

Estimate Ratio at t" Ratio at z5 P. is 
FO 

Done 
Partial Loads 

Assume Constant Ratio at 
Partial Loads 75 ý- °'s I° 

Figure A 1.34: Gas Turbine System Definition Window 
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Eise t{eIp 

23 MW Steam Turbine (Denmark. ) 

F 
Generation System Type. 

Number of Engine Sets 

Rated Power (Continuous)(kWmech) 2300 Mechanical Efficiency at 

Rated Power (Peek) (kWmech) 2300 25 % is 10 

Generation Priority 50 "4 if 15 

75 is - 19 

l c0 is 19 

IT Constant Percentage Loading 100 at 15 deg C ON 

r Specify Times o1 Dey/Yeer Specify I Minimum Load (%) 20 

Fuel Characteristics 
cy (%) Generator Efficiency r 100 

Type of Fuel 

Specify Chicken Liner 
Power Fedor 

Boiler Efficiency (V. ) 73 

Lower Heating Velue(kJ/kg) 13500 

Heat to Electricity Ratio 

P Indude Chp Ratio at 1001/ Load is p- 

Estimate Ratio at r Ratio at Z5 %is Done 
Partial Loads 

50 v. is 
Assume Constant Ratio at 75 is F -, Partial Loads . 

Figure A 1.35: Steam Turbine System Definition Window 

Eide be p 

110 MW gaselier (1 35 r/day - Tyres) 

Generation System Type 

Number of Engine Sets 

Rated Power (Continuous) (kWmech) 10000 Mechanical Efficiency at 

Rated Power (Peek) (kWmech) 10000 
25 ;s5 
50 Generation Priority % is 17 

" Follow Electricity Demand 75 ; is 
C Follow Heat Demand 100 : is 20 
r Follow Heat and Electricity Demand 
( Constant Percentage Loading 100 at 15 deg C (: ) 

r Specify Times of Day/Year Specelyl Minimum Load (%) 20 

Fuel Characteristics 
GeneratorEfhcrency('. ) 100 

Type of Fuel 

Specify Tyres 

: 
ýsý Power Factor Il 

32000 Lower Heeling Value(kJ/kq) 

Dereting Factors 
G Location effected by embient temperature 
C Run at constant room temperature (degC) 

FO- 

F-- 
FO- FO- FO- 

Heat to Electndty Ratio 

p Include Chp Raao al 100% Load is 
r 

r Estimate Ratio at r Ratio at ZS % is Done 
Parse) Loads 50 Xis 

r- 

r. Assume Constant Ratio at - 
Partial Loads 75 %'s I" 

Figure A1.36: Tyre Gasification (Other) System Definition Window 
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Eile FJelp 

200 kW PC25C 

Fuel Characteristics 
Number of Generating Sets ý- 

Type of Fuel LT. 
Rated Power (Continuous) (k" 20D 

Rated Power (Peak) (kV 00 

Fuel Cell Min Load (%) 20 

Generation Priority Efficiency at 

IT Follow Electricity Demand 
CF ll w Heat Demand 

Fuel Call 

75 : is F3- 
o o 

" Heat and Electricity Demand 50 % is 43 

C Constant Percentage Loading 100 75 V. is 
F37- 

Specify Times of Day/Year Specify 100 % is 
F 

Heat to Electricity Ratio for Fuel Cell 
A Include Chp Ratio at 100. Load is [095 

Estimate Ratio at Partial Loads 
ro at 50 ; is r (assuming overall efficiency 

(electricity " heat) remains constanQ 50 % is 
C Assume Constant Ratio 75 : is 

at Partial Loads 

Done 

Figure A1.37: Fuel Cell System Definition Window - Hydrogen Fuel 

Eile Ijelp 

17 kW Plug Power 

System Type 

Fuel Characteristics 
Number of Generating Sets F- 

Type of Fuel 
Rated Power (Continuous) (kW) F 

Rated Power (Peak) (kV 
Density of Fuel (kg/m"3) 795 

Fuel Cell Min Load (%) 20 
Lower Heating Value(kJ/kg) 20000 

Generation Priority Efficiency at 

(' Follow Electricity Demand 

tD d (- F ll H 

Fuel Cell 

25 % is 
F 

eman o ow ea 
" Follow Heat end Electricity Demand 50 " is 

F 

" Constant Percentage Loading 100 75 % is 
F40- 

" Specify Times of Day/Year Speci 100 %is 40 

Heat to Electricity Ratio for Fuel Cell 

P Include Chp Ratio at 100: Load is F 

Estimate Ratio at Partial Loads C Ratio at 50 % is 
F 

r (assuming overall efficiency 
(electricity " hest) remains constant) 50 % is 

r Assume Constant Ratio 75 % is 
at Partial Loads 

Done 

Figure A1.38: Fuel Cell System Definition Window - Methanol Fuel 

291 



Ede help 

FC 

Rated Power (Continuous) (kM 10 

Rated Power (Peak) (kV 10 

Fuel Cell Min Load (%) 20 

Generation Priority Efficiency and Consumption at 

r Follow Electricity Demand Fuel Call Electroysi 

- r"' Follow Heet Demand 
ý 
I5: is 

Fo 

Follow Heer and Electricity Demand 50 % is 45 55 

75 ; is 
F8- F5 T 

100 is F- Fs - 
% kWh/Nm' 

Heat to Electricity Ratio for Fuel Cell 
P Include Chp Ratio at 100: Load is 08 

Estimate Ratio at Partial Loads 
t Ratio at 25 4 is IT (assuming overall efficiency 

(electricity " heel) remains constant) 50 -, is 
F- 

Assume Constant Ratio 75 : is F- 
at Partial Loads 

Maximum Hydrogen Production Rate (Nm"3/hour) 40 

Water Required Qitres/Nm"3) F- 

Energy Required to put H2 into Storage (kWh/Nm"3) 03 

Electrotyser Min Load (%) F- Done 

Storage Capacity (kWh) 100 

Initial Storage Level (%) 50 
Nm"3 " Normet m"3 of Hvdroaen "3 

Figure A 1.39: Regenerative Fuel Cell System Definition Window 

Eile Help 

Fuel Type 

Vehicle Details 

Vehicle Name Ala Romeo 156 Saloon 

Vehicle Type ICar 

Type of Dnving 

Fuel Details 

Fuel Consumption 74 6Ues/100km 

Storage Details 

Number of Vehides 

Range 820 km 

Refuelling Details 

Initial Fuel Level (%) 100 

r Refill to maximum at 0000 r and at-79 

r Rehll to mcwmum when level falls belrn t 10 

C Af vays keep at maximum when possible 

C Always keep at minimum when possible 0 

Conversion 
Fettors end Done 

Informetion 

Figure A 1.40: Vehicle System Definition Window - Biodiesel Fuel 
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Eile help 

Fuel Type 

Vehicle Details 

Vehicle Name Renault Clio 

Vehicle Type Car (4seat) 

Type of Drmng 

Fuel Details 

Fuel Consumption 122 kWh/100km 

Storage Details 

Number of Vehicles 

Range 90 ý ^m 

Refuelling Details 

Initial Fuel Level (%) 100 Battery Efficiency (%) 85 

fJ flow recharge al 0000 r and at 
r Fest recharge when necessary 
Time to slow recharge (hours) F- 

Bulk charge up to 70 % takes 50 % of the charge time 

Conversion 
Factors end Done 
Information 

Figure A1.41: Electric Vehicle System Definition Window 

Eile Help 

Fuel Type 

Vehicle Details 

Vehicle Name Detroit Deisel 

Vehicle Type Transit Bus 

Type of Driving 

Fuel Details 

Fuel Consumption ( 95 : Ethanol) 1124 litres/100km 

I ý4pprobmnte for 100: Ethanol 

Fuel Consumption (100% Petrol) 60 -litres/100km 

Fuel Consumption (100% Ethanol) 126 316 litres/100km 

Storage Details 

Number of Vehicles 

Range 400 km 

Range (100% Petrol) 260 km 

Refuelling Details 

Initial Fuel Level (%) t 100 
r Refill to maximum at 0000 rand at F--ýB 

r Refill to maximum when level tells below 10 

" Mays keep at maximum when possible 

r Always keep at minimum when possible t% 

Conversion 
Factors and Done 

Information 

Figure A 1.42: Vehicle System Definition Window - Ethanol/Methanol Fuel 
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File Help 

Fuel Type j... - 

Vehicle Details 

Vehicle Name IAverage Car 

Vehicle Type 14 Passengers 

Type of Driving 

Fuel Details 

Fuel Consumption 25 kWh/100km 

Storage Details 

Number of Vehicles I' 

Range 1270 km 

Refuelling Details 

Initial Fuel Level (%) 100 

-Efl C Refill to maximum at 0000 r and at Iý 

IT ýtefill to maximum when level falls belav. 3 1pi 
C Always keep at maximum when possible 
r Always keep at minimum when possible 10 

Conversion 
Factors and Done 
Information 

Figure A 1.43: Vehicle System Definition Window - Hydrogen Fuel 

Eile tjeIp 

Fuel Type 
. 

Vehicle Decals 

Vehicle Name ChevroletCrewCeb 

Vehicle Type Medium Pick-up 

Type of Driving 

Fuel Deteils 

Fuel Consumption 10 6 I(eq)/100km 

(pleese input fuel consumption in petrol equivalent litres /1 00km) 

Storage Details 

Number of Vehicles 

Ronge 1305 km 

Refuelling Details 

Initial Fuel Level (%) 100 

r Refill to maximum at 0000 : rand at F--3 

C Ptefdl to maximum when level fells below; 10 % 
....... ... __.. _....... _. _. _ ..... _ .. 

C Alwers keep at maximum when possible 

" Always keep at minimum when possible 10 % 

Conversion 
Factors and Done 

Information 

Figure A1.44: Vehicle System Definition Window - 95% Methane Fuel 
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Ldres/lOOkm " 235 / Miles Per Gallon 
1 mile " 1.609 kms 

Hydrogen 

1 kWh is roughly equivalent to 0.1 lbs of Hydrogen 

Biogas 
1 petrol equivalent litre/100km - 0.66 diesel equivalent litres/100 km 

Ethanol 
Consumption should be quoted in litres of ethanol/100km 

E85 - 85% ethanol and 15% petrol 
E85 -1 petrol equivalent litre/100km -1.05 litres/100 km (ethanol) 

E100-100% ethanol 
El 00 -1 petrol equivalent litre/100km"1.48 litres/100 km (ethanol) 

Methanol 
Consumption should be quoted in litres of methanol/100km 

M85 - 85% methanol and 15% petrol 
M85 -1 petrol equ velent litre/100km -1,7litres/100 km (methanol) 

M100 -100 % methanol 
M100 -1 patrol equivalent lAre/100km-1.97 litres /100km (methanol) 

Biodiesel 
Experience with biodiesel shows that its fuel consumption in diesel 
engines 0/100km) is 10°%. greater then that of diesel 

OK 

Figure A1.45: Vehicle Conversion Factors and Information Window 

Eile bep 

System Nome 150 kWTeisen Form 2000 Boiler 

Heating Method 
r Follow Heat Demand 
C Follow Hot Water Demand 

C Use Excess Electricity to Heat Stored Weiter 
C Use Excess Heat to Heat Stored Weiter 
r Use Excess Electricity and Heat to Heat Stored Water 
G Use Dedicated Fuelled Heater to Heat Stored Water 

l Use stored water to meet hot water demand 
r Use stored water to meet heal demand 

C Storage Heater Using Excess Electricity 
rII 
r 

Heater Characteristics 

Number of Heaters 
50 Efficiency(%) 62 

Combined Storage Tank Size (litres) 15000 

Meurmum Tank Temperature (deg C) 80 

Minimum Hot Water Supply (deg C) 60 

Initial TenkTempereture (deg C) 70 

Water Inlet Temperature (deg C) 10 

Heat Loss from Storage (: per hour above room temp) 05 

Desired Room Temperature (deg C) 20 

Fuel Characteristics 

Fuel Type 

Specify Strew ý. Done 

Calorific Value of Fuel (kJ/kg) 14500 

Figure A 1.46: Dedicated Boiler and Storage Heating System Definition Window 
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lielp 

System Name. 120 MWh District Heating Plant 

Heating Method 
Follow Heat Demand 

r Follow Hot Water Demand 

r Use Excess Electricityto Heat Stored Water 
6 IUse Excess Heat to Heat Stored Water" 

Use Excess Electricity and Heat to Heat Stored Water 
r Use Dedicated Fuelled Heater to Heat Stored Water 

P Use stored water to meet hot water demand 
r Use stored water to meet heat demand 

r Storage Heater Using Excess Electricity 
r 
f 

Heater Characteristics 

Hot Air to Water Heat Exchanger Efficiency (. ) 100 

Combined Storage Tank Size (litres) 5e. 006 

Maximum Tank Temperature (deg C) 60 

Minimum Hot Water Supply (deg C) 60 

Initial TankTempereture (deg C) 70 

Water Inlet Temperature (deg C) 10 

Heat Loss from Storage ('i per hour above room temp) 05 

Desired Room Temperature (deg C) 20 

Done 

Figure A1.47: District Heating Storage System Definition Window 

Help 

System Name 3kW Elec Storage Heater 

Heating Method 
C Follow Heat Demand 
(' Follow Hot Water Demand 

C Use Excess Electricity to Heat Stored Water 
C Use Excess Heat to Heat Stored Water 
C Use Excess Electricity and Heat to Heat Stored Water 
C Use Dedicated Fuelled Heater to Heat Stored Water 

r 
r 

r Storage Heater Using Excess Electricity 
C during the night between 0000 and 10000 
r at an tim 

Heater Characteristics 
ý 

Number of Heaters I' 

Space Heater Rated Power (kV 
I Efficiency(%) 100 

Minimum Time for Full Discharge (hours) 

Maximum Storage Capacity (kWh) 121 

Initial Storage Level (%) 50 

Heat Loss from Storage (% per hour above room temp) 05 

Done 

Figure A 1.48: Electric Storage Heating System Definition Window 
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File help 

System Name : IHV24 Wood Gasifying Boiler (Kunz 

Heating Method 
r Follow Heat Demand 
C Follow Hot Water Demand 

C Use Excess Electricit to Heat Stored Water 
else Excess Heat to Heat Stored Watee. 

............. _....... ... _...., r Use Excess Electricity and Heat to Heat Stored Water 
r Use Dedicated Fuelled Heater to Heat Stored Water 

r 
r 

C Storage Heater Using Excess Electricity 
CF ---- :3 
r 

Heater Characteristics 
ý- 

Number of Heaters I' 

Space Heater Rated Power (kV Z4 Ef ciency (%) 90 

Fuel Cherecterisbcs 

Fuel Type 

Specify frood ý] Done 

Calorific Value of Fuel (kJ/kg) I18000 

Figure A 1.49: Heating System Definition Window 

Ede help 

System Name: 

30 Nm3/hr IMET30 

Maximum Production Rate (Nm"3/hour) 30 

Minimum Load (4) 

Water Required (titres/Nm-3) 
r- 

Energy Required to put Hydrogen into Storage (kWh/Nm"3) 
F3 

Power Consumption at 

25 is 48 kWh/Nm"3 

5o is 
[T8- kWh/Nm"3 

75 % is 4.8 kWh/Nm"3 

100 Y. is 48 kWh/Nm"3 

Nm"3 - Normal m"3 of Hydrogen -3 kWh 

Done 

Figure A1.50: Electrolyser System Definition Window 
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Eile help 

Battery Name and Description 

105Ah@12V (27TM) 

Battery Specifications 

Discharge Storage Capacity Discharge Time 
Rate (Ah) (Hours) 

Min @ 20 deg C 105 20 

Max ®20 deg C 51 r- 

Nominal BatteryVoltage (V) 12 

Internal Resistance (Ohms) 0 06 

Mnnmum Charge Current (A) 25 

Batlery Life Cycles 

Deep Discharge Level (%) 70 No. of Cycles in Lifetime 11200 

Battery Self Discharge 

Capacity Remaining (: Ah) 97 Time (Months) F 

Battery Configuration 

Initial State of Charge (%) 100 

Number of Batteries in Series 10 

Number of Batteries in Parallel 1 

Done 

Figure A 1.51: Battery System Definition Window 

Ede Help 

System Name & Description 

est 

Mess (kg) 50 

Radius (m) F5- 

Maximum angular velocity (rad/s) F500 

Minimum angularvelociy (red/s) 50 

Energy Storage Capacity (Wh) 50 

Overall System Efficiency (%) 90 

Geometry 
Flat unpierced disc 
Thin rim 
Shaped ber 
Rim verh web 

.. J 

Figure A1.52: Flywheel System Definition Window 
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Help 

System Name & Descnption: 

1est 

Reservoir Characteristics 

Mmamum Head (m) 100 

Minimum Heed (m) 10 

Initial Head (m) 90 

Aree (m2) 100 

Pipe Cherectensucs 

Pipe Length (m) 10 

Pipe Diameter (m) F5- 

Fridion Factor 0.6 

Power Q 

Maximum output 90 

Minimum Output F 

Maximum Input 60 

Minimum Input 20 

Figure A1.53: Pumped Hydro System Definition Window 
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Figure A1.54: Match and Dispatch Window (1) 



Ede Tools tlelp 

Selected Demand Demand 1 Supply 1 Amuliery 1 

1,2,3 Demand 2 A o ry2 

Selected Supply Demand 3 uu Auxih nry 3 

LMWI0/7 Demand 4 

Selected ALooliary FO 

117 kWe-Volvo TD720GE 50 Hz, 

Supply I Get Auto I Fu% 
Search ce Match C 

size 
supply 

'73 Biodiesel 

99. 

we 

en 

163 

N1 

s3, 

. ss 

302 

36 

229 

153 

t6 

00 20 t0 60 80 100 110 1.0 1601001002202. 

Hmg8 

om 

00 20 40 60 80 10D u0 140 160 180 MO 220 21 
Nouns 

Figure A1.55: Match and Dispatch Window (2) 

Choose which fuel supplies you wish to be available. 

r Abattoir Waste 

r WV01000 litre batch (eth) 

P, [Nordex 1300kW 

I 

ifý*'.. *',..,,. ",.,: = 

Figure A 1.56: Fuel Supply Selection Window 

Reel 
Inequality 

I Thermal Correlation 
F- 

r U, erell r Hot Weter 
C Trensporl 

Match Rating INO Metth 0/10 

Total Fuel Used »> Bioges 00w) 

Energy Loss 16328M 
Energy Ginned 251.59 Ah 

Auxj u ry 7! b" (i by (u, Jib) 

Bbb d Chwg. (X) __3n. 
etwM1 

Imw 

93 63 % 

"61 

1000 
1333 

E662 

6000 

5333'', 

! 62 

6000' 

33 n 

ý. 

'ý) 

2661 

20 00 

1333 

6 67 

000, 
00 20 40 60 f0 100720140160180100220 

H01M8 

300 



Evaluation Criteria Definition 13 
Search Method 
( Exclusive 
r Fast Fourier Transform Search 

Search Profile Search Result 
' Overall ..... r Pest _ .. 

v. erelý O 

C Electnciy r Hot Water C Best per Demand 

r Thermal r Transport r Best per Supply 

Search Criteria 

f- Best Match F Worst Match 
F Best Correlation r Worst Correlation 

r Maximum Shared Area F Minimum Shared Area 
r Maximum Renewable Energy F Minimum Renewable Energy 
r Minimum Grid Export F Maximum Grid Export 
r Minimum Grid Import r Maximum Grid Import 

r" Present Graphs on Search 

OK Cancel 

Figure A1.57: Auto Search Evaluation Criteria 

Reporting Style 
r Summery 
r Verbose 

Climate File: Glasgow. clm 
J 

Simulation Dates 1 January -2 January 
1 Days at 2 time steps per hour 

Site Details Latitude 56 00 Longitude 3 20 

4 Demand Profiles Defined 

1st demand profile. 10 3 Bedroom Thermal (DF 0) 
Profile from database C \MERIT\Demand Database\Dalmarnock\Residentral\ 
Consumption over period 586.20 kW 
Multiples of Profile 10 

2nd demand profile 10 3 Bedroom Electrical (DF 0) 
Profile from database C \MERIT\Demand Database\Dalmarnock\Residential\ 
Consumption over period 58620 kW 
Multiples of Profile 10 

3rd demand profile Small Island (4x4) 
Profile from database: C \MERIT\Demand Database\Dalmarnock\Residential\ 
Consumption over period. 586.20 kW 
Multiples of Profile: 10 

4th demand profile. Industrial C Electrical 
Profile from database: C\MERIT\Demand Database\Dalmarnock\Residential\ 
Consumption over period 586 20 kW J 

OK Save 

Figure A1.58: Project Report Window 
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